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Summary

The subject for this Ph.D. thesis is model based control of refrigeration systems. Model
based control covers a variety of different types of controls, that incorporates mathemat-
ical models. In this thesis the main subject therefore has been restricted to deal with
system optimizing control. The optimizing control is divided into two layers, where the
system oriented top layers deals with set-point optimizing control and the lower layer
deals with dynamical optimizing control in the subsystems. The thesis has two main
contributions, i.¢. a novel approach for set-point optimization and a novel approach for
desynchronization based on dynamical optimization.

The focus in the development of the proposed set-point optimizing control has been on
deriving a simple and general method, that with ease can be applied on various compo-
sitions of the same class of systems, such as refrigeration systems. The method is based
on a set of parameter depended static equations describing the considered process. By
adapting the parameters to the given process, predict the steady state and computing a
steady state gradient of the cost function, the process can be driven continuously towards
zero gradient, i.e. the optimum (if the cost function is convex). The method furthermore
deals with system constrains by introducing barrier functions, hereby the best possible
performance taking the given constrains in to account can be obtained, e.g. under ex-
treme operational conditions.

The proposed method has been applied on a test refrigeration system, placed at Aal-
borg University, for minimization of the energy consumption. Here it was proved that
by using general static parameter depended system equations it was possible drive the
set-points close to the optimum and thus reduce the power consumption with up to 20%.

In the dynamical optimizing layer the idea is to optimize the operation of the subsys-
tem or the groupings of subsystems, that limits the obtainable system performance. In
systems with a distributed control structure, the cross-couplings are not naturally in-
corporated in the design of the controllers. The disturbances caused by the individual
subsystems might be insignificant, however if the effect from all of the subsystems is
synchronized it might cause a sever deterioration in the system performance. In the part
of the thesis covering dynamical optimization, the main emphasis is laid on analyzing
the phenomena of synchronization of hysteresis controlled subsystems. The propose
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viii Summary

method for desynchronization is based on a model predictive control setup. By for-
mulating a cost function that penalizes the effects of synchronization hard, an optimal
control sequence for the subsystems can be computed that desynchronizes the operation.
A supermarket’s refrigeration system consists of a number of refrigerated display cases
located in the supermarkets sales area. The display cases are connected to a central re-
frigeration system, moreover the temperature control in the display cases is carried out
by hysteresis controller. Practice however shows that the display cases have a tendency
to synchronize the temperature control. This cause periodically high loads on the central
refrigeration system and thereby an increased energy consumption and wear. By study-
ing a nonlinear system model it has been analyzed, which parameter that are important
for the synchronization. Applying the proposed method on the nonlinear system model
has proved that it is capable of desynchronizing the operation of the display cases.



Sammenfatning

Emnet for denne Ph.D.-afhandling er modelbaseret regulering af kelesystemer. Model-
baseret regulering er et bredt omrade der stort set kan indbefatte alle former for reguler-
ing, hvor man benytter matematiske modeller. I denne afhandling har hovedemnet dog
veret indskranket til at omhandle system optimerende regulering. Optimeringen opde-
les pa to niveauer, hvor det overste system orienterede niveau tager sig af s@t-punkts
optimering og det nederste niveau tager sig af dynamisk optimering i de enkelte delsys-
temer. Afhandlingen har to hovedbidrag, nemlig en metode til sat-punkts optimering
samt en dynamisk optimerende metode til desynkronisering.

I s@t-punkts optimeringen er hovedvagten lagt pa at udvikle en simpel og generel
metode, der nemt kan anvendes pa en mangfoldighed af forskellige system indenfor
det samme omrade, sasom kolesystemer. Metoden baserer sig pa et s&t af parame-
ter afhangige statiske systemligninger der beskriver en given proces. Ved at adaptere
parametrene til den givne proces, pradiktere den statiske tilstand og beregne en statisk
kostfunktionsgradient kan processen drives kontinuert mod nul gradienten, dvs. mod
optimum (hvis kostfunktionen er konveks). Metoden medtager ydermere system be-
gransninger ved at indfore barrierefunktioner, siledes at den bedst mulige performance
under de givne begrensninger, eksempelvis ved ekstreme driftssituationer, kan blive
opnaet. Den udviklede metode blev anvendt pa et testkoleanlaeg opstillet pa Aalborg
universitet, til minimering af energiforbrug. Her viste metoden sig i stand til, ved brug
af generelle statiske parameterafhangige ligninger, at drive anleeggets sat-punkter tet
pa det virkelige optimum og dermed mindske energiforbruget med op til 20%.

I det dynamiske optimerings niveau er tanken at optimere driften af det eller de del-
systemer der udger flaskehalse for den opnielige systemperformance. I systemer med
en distribueret reguleringsstruktur er krydskoblinger i systemet ikke naturligt inkorpor-
eret i reguleringsdesignet. Forstyrrelserne fra de enkelte delsystemer er maske enkeltvis
ubetydelig men synkroniseres effekten fra alle delsystemer kan det betyde alvorlige for-
ringelser 1 systemperformancen. Hovedvagten i den dynamiske optimerings del er lagt
pa at undersoge synkroniseringsfeenomener i hysterese regulerede delsystemer. Den
foreslaede metode til desynkronisering baserer sig pa et model pradiktivt regulerings-
setup. Ved at opstille en kostfunktion der vagter effekten af synkronisering hardt kan en
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X Sammenfatning

optimal styresekvens til de enkelte delsystemer blive beregnet saledes at synkronisering
og effekten heraf kan minimeres. Supermarkedskeleanlag bestar af et antal kelemobler
opstillet i foretningens salgsomrade. Kolemeblerne er tilsluttet et centralt keleanleg og
temperatur reguleringen i det enkelte mobel foregar ved en hysterese regulering. Det
viser sig i praksis at der er en tendens til at disse kelemobler synkronisere deres temper-
aturregulering. Dette medforer imidlertid periodevis store belastninger pa det centrale
koleanlaeg og dermed et forhgjet energiforbrug og slid pa anlegget. Ved at benytte en
ikke-linear systemmodel blev det undersogt, hvilke parametre der er betydende for at
kolemeblere synkronisere, samt det blev vist at den forsldede metode er i stand til at
desynkronisere driften af kelemeblerne.
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Nomenclature

Symbols

Symbols and parameters used in refrigeration system models

Chair Specific heat capacity of air

Cp,goods Specific heat capacity of goods in display case

Cp wall Specific heat capacity of evaporator wall in display case

Cy Specific heat capacity of refrigerant

comp; The #’th compressor capacity

fq Heat loss factor in compressor

had Specific enthalpy at outlet of compressor, adiabatic compression
Ric Specific enthalpy at inlet condenser

hie Specific enthalpy at inlet evaporator

his Specific enthalpy at outlet of compressor, isentropic compression
hiat Latent heat capacity of refrigerant

hoc Specific enthalpy at outlet condenser

hoe Specific enthalpy at outlet evaporator

Rout—suc Specific enthalpy at outlet of suction manitold

Rsen Sensible heat capacity of refrigerant

Kicor Constant in power consumption in condenser fan

Kier Constant in power consumption in evaporator fan

Kocor Constant in mass flow rate of air across condenser

Ko pr Constant in mass flow rate of air across evaporator

kogfset Offset in expression for power consumption in condenser fan
Mair,C Mass flow rate of air across condenser

Mair,E Mass flow rate of air across evaporator

Mgoods Mass of goods in display case

Mref Mass flow rate of refrigerant

Myey Mass of liquid refrigerant in the evaporator in the display case
Muwan Mass of evaporator wall in display case

meo Exponent in over all heat transfer coefficient, condenser

mg Exponent in over all heat transfer coefficient, evaporator
Ncr Rotational speed of the condenser fan

XXxiii



XXiv Nomenclature
Ngr Rotational speed of the evaporator fan
N¢ Rotational speed of the compressor
oD Opening degree of the expansion valve
P Pressure
P. Condensing pressure
P. Evaporating pressure
Poue Suction pressure
Qairload Heat load from surrounding on display case
Qa”,wa” Heat flux from air to evaporator wall in display case
Qc Heat flux in condenser
ngods,air Heat flux from goods to air in display case
Q load Heat load from water heater
QR1, Q2, Qs Weight matrices
Qe Heat flux in the evaporator (cooling capacity)
R Gas constant of refrigerant
T Temperature
T, Ambient temperature
Toir Temperature of air in display case
Troe Temperature of air out of condenser
Troe Temperature of air out of evaporator
T Condensing temperature
Ter Temperature in cold storage room. Water temperature in water heater
Te Evaporating temperature
Tyoods Temperature of goods in display case
Tie Temperature of the refrigerant at the inlet of the condenser
Toe Temperature of the refrigerant at the outlet of the condenser
Toe Temperature of the refrigerant at the outlet of the evaporator
topen,i Opening time of inlet valve to evaporator in the ¢’th disp. case
Tsamp Sample time
Toat Saturation temperature
Tee Subcooling
Ton Superheat
Twall Temperature of evaporator wall in display case
UAir—wall Overall heat transfer coefficient, air -> evap. wall in disp. case
UAc Overall heat transfer coefficient for condenser
UAgoods—air Overall heat transfer coefficient, goods -> air in disp. case
UAwatl—rey Overall heat transfer coefficient, evap. wall -> refrig. in disp. case
Vcompyi Volume flow created by the ¢’th compressor
Viue Volume of suction manifold
Va Displacement volume in compressor
Wo Power consumption in compressor
Wc F Power consumption in condenser fan
WE F Power consumption in evaporator fan
ac Constant in over all heat transfer coefficient, condenser
(675 Constant in over all heat transfer coefficient, evaporator

Binary variable describing the ¢’th compressor



Nomenclature

XXV

Svalve; Binary variable describing the ¢’th inlet valve
Mis Isentropic efficiency
Nvol Volumetric efficiency
Pref Density of refrigerant
Psuc Density of refrigerant in suction manifold
TOF Torque on the shaft of the condenser fan
Tfal Time constant approximating the emptying time of the evaporator
Symbols and parameters used in the set-point optimizing control
by, Constant used in the description of linear inequality constrains, inputs
bs Constant used in the description of linear inequality constrains, states
Co,j Approx%mat%on of %Ezz zsseajz/?flr .
Cz,j Approximation of Zs oue tan eajz/?fi
E Matrix describing linear inequality constrains
€ The ¢’th row of F
2 Matrix describing linear inequality constrains
f Steady state model
1 The 5°th row of F'
g Nonlinear inequality constrain
h Nonlinear equality constrain
J The cost function
Oss Steady state control objectives
R Weight on control objectives
t Relative weight between barrier function and cost function
Uss Steady state value of the control signals
Vss Steady state value of the disturbances
Tos Steady state value of the states
¢ Barrier function
Oss Steady state parameters
F Feasible set
O Set of solutions to 05, = 0
U Set of control variables
U Set of control variables mapped into the xss-space
V Set of disturbances
X Set of states
Symbols and parameters used in the dynamical optimizing control
A State-space matrix, in MLLD model
A, B;, Cy, D; Linear system matrices of the ¢’th subsystem
Ay, By, Cy,d,  Linear system matrices of the describing dynamics of 4,5
B. Linear matrix containing the coupling strength of all subsystems
B, B3, B; State-space matrices, in MLLD model
¢, d; Affine terms in the ¢’th subsystem
D1, Do, D3 State-space matrices, in MLLD model
Fi,.. E5 Inequality constraint matrices, in MLLD model
fi Dynamical model of the ¢’th subsystem



Xxvi Nomenclature

K Desynchronizing state feedback matrix
K; Coupling strength of the ¢’th Kuramoto oscilator
M Over estimate
m Under estimate
N Prediction horizon
QR1, Q2, Qs Weight matrices
U Vector containing a N-step control sequence
Uezo Exogenous control input
Ugub Input to subsystems
Ui, Ug Controllable upper and lower bounds of the ¢’th subsystem
T; The state vector of the ¢’th subsystem
Tu The state vector for wgwp
Ys Output vector of the ¢’th subsystem
s Upper bound on y;
Y, Lower bound on y;
z Auxiliary variable, in MLLD model
o Coupling strength of the ¢’th subsystem
4; Binary switch, & € {0, 1}, of the ¢’th subsystem
Oa, Binary switch guarding upper bound of the ¢’th subsystem
Ou, Binary switch guarding upper bound of the ¢’th subsystem
0; The phase of the #’th Kuramoto oscilator
N Neighbors of the #°th subsystem
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Chapter 1

Introduction

1.1 Background and Motivation

This project was started-up by Danfoss A/S. Danfoss is a global industrial company,
with approximately 17.500 employees and an annual turnover of 15.434 mill. DKK
(2003)!. Danfoss consists of three business areas, namely: Refrigeration & Air
Conditioning (RA), Heating & Water and Motion Controls. The RA-division is by far
the largest of the three division, it makes out roughly 50% of the company concerning
as well employees as annual turnover. Danfoss is a manufacturer and provider of
equipment and controls for refrigeration systems. Especially controls for supermarkets
refrigeration systems is one of the major markets for Danfoss. In this thesis it is
especially the supermarkets refrigeration systems that is considered.

Application of control algorithms in refrigeration systems is an area that is relatively
unknown within the community of control engineering; only few publications can be
found. Traditionally most of the development of control algorithms for refrigeration
systems has been carried out by refrigeration specialists. The complexity of the
refrigeration process, the huge number of different system designs and lack of mathe-
matical models, has made it hard for a non-refrigeration specialist to contribute to the
development of control algorithms. Today the refrigeration control system consist of a
number of self-contained distributed control loops that during the past years has been
optimized to obtain a high performance of the individual subsystems, thus disregarding
cross-coupling. The supervisory control of the supermarket refrigeration systems
therefore greatly relies on a human operator to detect and accommodate failures, and
to optimize system performance under varying operational condition. Today these
functions are maintained by monitoring centers located all over the world. Initiated

! Annual report Danfoss A/S, 2003
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by the growing needs for automation of these procedures, that is to incorporate some
"intelligence" in the control system, Danfoss started to look into model based methods
for FDI (Fault Detection and Identification) and system optimization. The later issue,
that is model based methods for system optimizing control in supermarket refrigeration,
is the topic of'this thesis.

1.1.1 Vision of a System Optimizing Control

In the traditional (present) control structure the human operator is essential for optimiz-
ing the refrigeration systems performance according to varying operational conditions,
such as changing ambient temperatures, changing cooling demands etc., that is by ad-
justing the set-points, see Figure 1.1. However in order to ensure even a remotely close
to optimal operation of the refrigeration system, the intervention frequency from the
operator has to be quite high. It is therefore not realistic that an operator does these
adjustments in practice, why the most refrigeration systems operate with constant set-
points.

Human in the loop

Operator / Distributed Refrigeration
monitoring center controllers system

measurements

Figure 1.1: The traditional control structure.

The idea of implementing a system optimizing control is to let an optimization proce-
dure take over the task of operating the refrigeration system and thereby replace the
role of'the operator in the traditional control structure. In this thesis, in the context of
refrigeration systems, the idea is to divided the optimizing control structure into two
parts. A part optimizing the steady state operation "set-point optimizing control" and a
part optimizing dynamic behaviour of the system "dynamical optimizing control”, see
Figure 1.2. The dynamical optimizing control optimizes the control performance taking
the dynamics ofthe system into account. At this level the optimization is aimed at im-
proving control performance e.g. by minimizing variations on the controlled variables,
minimizing the control actions, minimizing response time etc. The set-point optimizing
control optimizes the static or quasi-static operation of the system e.g. by minimizing
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System Subsystem
oriented oriented
Operator / Se.t -pol nt Dyr_lam!cal Refrigeration
o optimizing optimizing
monitoring center system
control control

fast dynamic

slow dynamic

Figure 1.2: The optimizing control structure.

energy consumption, operational costs etc. This way of decomposing the control sys-
tem results in a cascaded structure where the inner loop (dynamical optimizing control)
suppresses the fast disturbances and ensures stability ofthe system, the slow outer loop
(set-point optimizing control) reacts on the slow varying disturbances that have an im-
pact on steady state performance. By comparing Figure 1.1 and 1.2 it can be seen that
the role of'the operator has changed. His position in the control system has shifted to
lower intervention frequency and his input to the system has changed as well. Instead
of feeding set-points to the system his task is to give the objectives, that is whether the
system should be operated at e.g. minimal power consumption or minimal operational
costs etc.

The idea of dividing the system optimization into a static and dynamical part is moti-
vated mainly by three tilings. Firstly; the dynamical optimizing control can be focused
at the group of subsystems, where the distributed control structure fails, that is where
dynamics ofthe cross-couplings plays an important part. Large part of the traditional
distributed control system can then be maintained ensuring a clear and simple control
layout. Secondly; the set-point optimization becomes independent ofthe control system.
At this level the system performance is optimized. Thirdly; the modelling effort can be
divided into much simpler static system models and dynamical models of subsystems.
The vision of a system optimizing control and the idea of dividing it into a dynamical
and a set-point optimizing part has been the driving force behind this project work and
what ties this thesis together.

1.2 Objectives

The main objective ofthis thesis is to investigate the possibilities of using models in the
control of supermarkets refrigeration systems such that as well the control performance
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in the distributed control loops as the overall system performance can be optimized.

Set-point Optimizing Control

For many years supermarkets refrigeration systems has been operated with constant set-
points. Within the recent years it has been proved by Jakobsen ef al. (2001) and Larsen
and Thybo (20045) that the potential energy savings using optimal set-points in refrig-
eration systems are substantial. This has increased the interest for methods applicable to
refrigeration systems for set-point optimization. The objective in this thesis is to derive a
general applicable set-point optimization method for refrigeration system that can drive
the set-points towards optimal energy efficiency, while respecting the system limitations.

Dynamical Optimizing Control

A supermarkets refrigeration system consist of a number of subsystems each controlled
by a distributed controller. This however neglects the effects of the cross-couplings in the
system. However for refrigeration systems with continuous valued control actions this
in many cases does not lead to a severe performance degradation, this has among others
been investigated by Larsen and Holm (2002). In supermarkets refrigeration systems,
consisting of a number of hysteresis controlled subsystems, cross-couplings however
have a tendency to make the subsystems synchronize, causing periodically high loads
onthe system, see Chapter 6. An effect of this is a reduced efficiency and excessive wear
on the system. The objective in this part of the thesis is to analyze the phenomenon of
synchronization and derive a method for desynchronizing the operation of the distributed
controllers.

1.3 Contributions and Publications

The contributions in this thesis fall in two parts concerning respectively set-point opti-
mization and dynamical optimizing control.
The main contribution in the area of set-point optimization.

¢ Indication of the potential energy savings in refrigeration systems using optimal
condensation pressure. Published in Larsen and Thybo (20045).

e Formulation of the energy optimization of refrigeration systems in the context of
set-point optimization. Published in Larsen ef al. (2003).

¢ A novel approach for on-line set-point optimization is proposed. The approach
uses a model based prediction of the steady state cost function gradient to drive
the system towards the optimal steady state operation. Published in Larsen et al.
(2004).
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¢ A novel approach for maintaining operational feasibility under extreme opera-
tional conditions.

The main contribution in the area of dynamical optimization.

¢ Description of the phenomena of synchronization in systems with hysteresis based
controllers.

¢ Novel approach for desynchronization of hysteresis based controllers utilizing hy-
brid model predictive control. Published in Larsen ef a/. (2005) and Larsen and
Thybo (2004a).

¢ A new switched linear model of a supermarket refrigeration system. Published in
Larsen et al. (2004).

1.4 Thesis Outline

The thesis is divided in two parts, Part I that deals with set-point optimization and Part
IT that deals with dynamical optimization. Throughout the thesis the Figure 1.2 is used
as the main thread connecting the two parts. The reader will therefore find this figure
as front page of part I and II. The outline of the two parts are alike, they both gives an
overview of existing methods within the area, a formulation of a generalized class of
problems originated from refrigeration systems, a derivation of a method to solve that
class of problems, and finally a case from a refrigeration system illustrating the problem
and the derived method.

The thesis is organized as follows:
Chapter 1: Introduction

Chapter 2: The Vapour-Compression Cycle Process and Supermarket Refrigera-
tion Systems

In this chapter the fundamental thermodynamic terminology is went over and the basics
of a simple vapour compression cycle is explained. Furthermore a description of a test
refrigeration system that has been constructed as a part of this project is given. Last
part of the chapter gives a brief introduction to the typical layout of a supermarkets
refrigeration system and the control structure to match.

Part I: SET-POINT OPTIMIZING CONTROL

Chapter 3: Set-point Optimizing Control

This chapter presents an overview of existing methods for set-point optimizing control.
An on-line optimization method is proposed that uses a model based prediction of the
steady state cost function gradient to drive the system towards the optimal steady state



6 Introduction

operation.

Chapter 4: Energy Minimizing Set-point Control of Refrigeration Systems

The objective of this chapter is to formulate energy optimization of refrigeration systems
as a set-point optimization problem, furthermore to indicate the potential energy saving
using an energy optimal control strategy. Finally the energy optimization is formulated
in the novel on-line optimizing framework introduced in Chapter 3 and experimental
results are presented.

Part II: DYNAMICAL OPTIMIZING CONTROL

Chapter 5: Dynamical Optimizing Control

The purpose of this chapter is to give an overview of problems that should be handled
in the dynamical optimization layer furthermore which methods that are available. Es-
pecially one problem coursed by dynamical interactions in the system are investigated
namely synchronization. Furthermore a short introduction of the concept of model pre-
dictive and discrete time hybrid models is given. Especially the framework of Mixed
Logical Dynamical models for hybrid systems and the link to model predictive control
is emphasized. Finally a novel approach for desynchronization using model predictive
control is presented.

Chapter 6: Desynchronizing Control of Supermarkets Refrigeration Systems

This chapter has three objectives. Firstly to introduce the problem of synchronization in
supermarkets refrigeration systems. Secondly to introduce a non-linear and a pieccewise
affine system model. Thirdly to illustrate the effect of using the hybrid model predictive
desynchronizing approach introduced in Chapter 5.

Chapter 7: Discussion and Recommendations

1.5 Reading the Thesis

The content of this thesis covers matters within as well of refrigeration technic as con-
trol theory. During the preparation the main emphasis has thus been laid on the control
theory, rather than on the refrigeration technics. The reader is therefore expected to
have some knowledge within the field of control engineering whereas no or little pre-
vious knowledge of refrigeration technic is anticipated. Some effort has therefore been
made to explain the requisite fundamentals of the vapour compression refrigeration cy-
cle which takes place within the refrigeration systems considered in this thesis.



Chapter 2

The Vapour-Compression Cycle
Process and Supermarket
Refrigeration Systems

Refrigeration systems are widely used and can be found in various places such as
in supermarkets, in buildings for air conditioning, in domestic freezer etc. These
systems in principle all work the same way, they utilize a vapour-compression cycle
process to transfer heat. In the first part of this chapter a brief introduction to the most
common thermodynamical properties and relations will be given, subsequently the
vapour compression cycle and the basic control strategy will be described. Last part of
the chapter describes the most common supermarket refrigeration system layout and
describes the basic control system.

2.1 Fundamentals of Thermodynamics

Before we turn to describe the vapour-compression refrigeration cycle some fundamen-
tal thermodynamical relations, that is used throughout the thesis are briefly recalled.
The First Law of Thermodynamics

The first law of thermodynamics describes conservation of energy, that is for an insu-
lated system, the change of internal energy AU equals the sum of the applied work W
and heat Q.

AU =W +Q 2.1)
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The Specific Enthalpy

The specific enthalpy (%) is a refrigerant specific property that only depends on the state
of the refrigerant, i.¢. pressure, temperature and quality. The specific enthalpy is defined
as:

h=wu-+ Po, 22

where w« is the specific internal energy, P is the pressure and v is the specific volume.
The enthalpy of a refrigerant can be interpreted as the quantity of energy supplied to
the refrigerant to bring it from a certain initial reference state to its current state. The
enthalpy of by large all refrigerants can be computed by using various software programs
¢.g. EES (Klein and Alvarado (2002)).

By applying first law of thermodynamics on a finite volume with an entering (r2;) and
exiting (m,) mass flow, the internal energy increase of the volume can be written as
(neglecting the potential and kinetic energy (Sonntag ef al. (1998))):

dU . .
P Q+ W + (mih; — 1oh,), (23)
For a steady state and steady flow process this gives:
Q+ W = in(hy — hy), (2.4)

Eq.(2.3) and Eq.(2.4) are two important equations that will be used throughout this thesis
for model derivation.

The Second Law of Thermodynamics and Entropy

The second law of thermodynamic can be somewhat hard to grasp, but it basically states
that energy stored as heat, cannot be converted to the equivalent amount of work. This
means that the efficiency of a process that involves transforming heat to work can not
under even ideal conditions become 1. If we focus on the compression process which
among others takes place in the vapour compression cycle process in a refrigeration
system, then the theoretically best one can do is to do the process reversible, such that
the increase of the involved entropy is 0. The specific entropy (s), is as the enthalpy a
refrigerant specific property only dependent on the state of the refrigerant. By using the
definition introduced in Sonntag ef al. (1998), the entropy can be defined as:

_ (99
5= <T>rev 7 (25)

where T’ is the temperature and the subindex rev means it is defined in terms of a re-
versible process.

To get a true measure on how close the compression process is to the theoretical most
efficient, that is to a reversible isentropic process, the isentropic efficiency (7;5) is in-
troduced. The isentropic efficiency is defined as (for a process where work is added
(Sonntag et al. (1998))):

Wis

5 2.6
Wr@al ’ ( )

Mis —



The Vapour-Compression Cycle and Supermarket Refrigeration Systems 9

where W;; is the required work for performing an isentropic compression process and
W, eai 1S the real work added.

2.2 The Vapour-Compression Cycle Process

The purpose of the vapour-compression cycle process is basically to remove heat from

a cold reservoir (e.g. a cold storage room) and transfer it to a hot reservoir, normally

the surroundings. The main idea is to let a refrigerant circulate between two heat ex-

changers, that is an evaporator and a condenser, see Figure 2.1. In the evaporator the
w

<

7 T a)ld_st(;age_l | Surroundings 7, T
TR T e
| |
| |
| |
| oD |
| .
|
|

V-

/,,I TTTT =

Evaporator
Condenser

A0/ NE
.
=)
<—l— C

|
/==
@ Expansion @ | I=T,R)

Compressor
! Valve

Figure 2.1: The layout of a basic refrigeration system

refrigerant "absorbs" heat from the cold reservoir by evaporation and "rejects" it in the
condenser to the hot reservoir by condensation. In order to establish the required heat
transfer, the evaporation temperature (7:) has to be lower than the temperature in the
cold reservoir (T,,) and the condensation temperature (77) has to be higher than the
temperature in the hot reservoir (normally the surroundings 7,,), ie. T. < T, and
T, > T,. The refrigerant has the property (along with other fluids and gasses) that the
saturation temperature (7,;) uniquely depends on the pressure. At low pressure the cor-
responding saturation temperature is low and vice versa at high pressure. This property
is exploited in the refrigeration cycle to obtain a low temperature in the evaporator and
a high temperature in the condenser simply by controlling respectively the evaporating
pressure (P.) and the condensing pressure (P,). Between the evaporator and the con-
denser is a compressor. The compressor compresses the low pressure refrigerant (P,)
from the outlet of the evaporator to a high pressure (F,) at the inlet of the condenser,
hereby circulating the refrigerant between the evaporator and the condenser. To uphold
the pressure difference (P, > F.) an expansion valve is installed at the outlet of the
condenser. The expansion valve is basically an adjustable nozzle that helps upholding a
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pressure difference.
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Figure 2.2: The vapour compression cycle ina b — log(p)-diagram. The numbers indi-
cate the state points in the cycle

In Figure 2.2 the vapour compression cycle is sketched in a h-log( P)-diagram. The dia-
gram is specific for a given refrigerant and gives a general view of the process cycle and
the phase changes that takes place. In the h-log(P)-diagram, Figure 2.2, the specific en-
thalpy at the different state points of the refrigeration cycle is denoted by the subindexes
+ and o for "inlet" and "outlet", plus e and ¢ denoting "evaporator" and "condenser”, i.¢.
hoe s the specific enthalpy at the outlet of the evaporator. This notation will be used
throughout the thesis. In the following we will refer to this diagram as we go through
the vapour compression cycle. The vapour compression cycle consists of 4 connected
subprocesses namely a compression, a condensation, an expansion and an evaporation.
We will go through each the processes following the numbers depicted in Figure 2.1 and
22.

Compression; State Point 1-2

At the inlet of the compressor the refrigerant is in a gas phase (G) at low pressure and
temperature. By compressing the refrigerant, the temperature as well as the pressure
increases.

The required work for the compression can be found by forming a control volume around
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the compressor, assuming it is insulated (adiabatic compression) and using Eq. 2.4:
WC — 7’}7/(had - h06)7 (27)

where 7 is the mass flow of refrigerant. If the compression is not adiabatic, then h;. #
hqq 1.€. some heat is transmitted to the surroundings during the compression. In that
case it is common to introduce a heat loss factor f,, to compensate the measurements
at the outlet of the compressor for the heat losses. f; is normally defined as the heat
fraction of the applied compressor work that is transmitted to the surroundings (Sonntag
et al. (1998)):

had - hic

fq - had - ha@

2.8)

The work applied to the compressor (W) can then using Eq.(2.7) and Eq.(2.8) be writ-
ten as:

. 1
We = (i — hoe (2.9)
o=7= ™ )
Furthermore the isentropic efficiency 7, can be computed using Eq.(2.6):
his - ha@
s = (1 — Lo e 2.10
n ( fq) hic _ hgg ( )

Condensation; State Point 2-3

Form the outlet of the compressor the refrigerant flows into the condenser. The con-
denser enables a heat transfer (().) from the hot gaseous refrigerant to the surroundings.
Because of the high pressure (the condensing pressure P.) the refrigerant starts to con-
dense at constant pressure changing its phase from gas into liquid (state point 2-3). A
fan blowing air across the condenser helps increasing the heat transfer. Through the last
part of the condenser, the refrigerant temperature is pulled down below the condensing
temperature (1), creating a so-called subcooling (75.). This subcooling ensures that
all of the refrigerant is fully condensed when it passes on to the expansion valve (state
point 3). This is important because even a small number of gas bubbles in the liquid
refrigerant would lower the mass flow through the valve dramatically, causing a major
drop in the cooling capacity (Q.). .

The heat rejected in the condenser (Q).) can be computed forming a control volume
around the condenser and using Eq.(2.4):

Qo = 1(hic — hoe) 2.11)

Using the first law of thermodynamics on the system the heat rejected in the condenser
can also be computed as:

Qo= Qe+ We—We - f, 2.12)
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Recall that the heat W - fq 1s rejected in the compressor.

Expansion; State Point 3-4

The expansion valve separates the high pressure side from the low pressure side. When
the refrigerant passes the valve (state point 3-4), it is therefore exposed to a large pres-
sure drop causing some of the refrigerant to evaporate. In Figure 2.2 this can be seen as
the process moves from the liquid phase (L) in state point 3, into the two-phase region
(L + G) in state point 4. This partial phase change causes the temperature to drop down
to the evaporation temperature (7}.), determined by the low pressure (P.). From the ex-
pansion valve the refrigerant flows to the evaporator.

Since no work is done when the refrigerant passes the expansion valve (W = 0) and
the expansion valve is assumed insulated (¢ = 0) then according to Eq.(2.4) the inlet
enthalpy (%,.) to the valve equals the outlet enthalpy (h;.), i.€. hye = hye.
Evaporation; State Point 4-1

In the evaporator the low inlet temperature (7%.) enables a heat transfer from the cold
reservoir (the cold storage room) to the refrigerant. Hereby the remaining part of the lig-
uid refrigerant evaporates at a constant temperature (7.) under heat "absorption" from
the cold storage room. Like in the condenser a fan helps increasing the heat transfer
by blowing air across the evaporator. At the outlet of the evaporator (state point 1) all
of the refrigerant has evaporated and the temperature has increased slightly above the
evaporating temperature (7.). This small temperature increase is called the superheat
(Tsr). The superheat is important to maintain, as it ensures that all of the refrigerant has
evaporated, such that no liquid gets into the compressor (state point 1). The liquid could
otherwise cause a breakdown of the compressor.

The cooling capacity (().) can be computed forming a control volume around the evap-
orator and using Eq.(2.4):

Q@ - m(hae - hac) (213)

The refrigerant has now completed the vapour compression cycle and returns to the inlet
of the compressor, state point 1.

2.2.1 Basic Control Structure for a Simple Refrigeration System

The two essentially important set-points to control in a refrigeration system is the high
and low pressure, that is the condensing (P,) and evaporating pressure (P.). Recall
that these pressures uniquely determine the condensing and evaporating temperatures,
therefore these has to be kept at a level that enables the proper heat transfers (Q. and
.). Normally the condensing pressure is controlled by a fan blowing air across the
condenser (V¢ ) and the evaporating pressure is controlled by the compressor (N¢),
see Figure 2.3. The suction pressure is measured at the inlet of the compressor (in the
suction line), if there is no pressure drop in the suction line the suction pressure equals

the evaporating pressure.
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Figure 2.3: The basic control structure in a refrigeration system

As mentioned earlier it is important to uphold a certain superheat to prevent liquid refrig-
erant from entering the compressor. However the efficiency of the evaporator, that is the
ability to absorb heat from the cold storage room, depends on the overall heat transfer
coefficient in the evaporator. In general the overall heat transfer coefficient for a liquid
flow is much better than for a gas flow. This means that it is preferable to fill the evapo-
rator with as much liquid refrigerant as possible, thereby obtaining a high heat transfer
coefficient. In other words it is preferable to run the system with low (ideally zero) su-
perheat. Normally the set-point would be around 5 — 10 K such that a certain safety
margin is upheld. The superheat is controlled by adjusting the inlet of refrigerant to the
evaporator by manipulating the opening degree of the expansion valve (O D). Finally
the temperature in the cold storage room is controlled by adjusting the evaporator fan
speed (Ngr). In a typically refrigeration system the control structure is decentralized as
depicted in Figure 2.3.

2.3 Supermarket Refrigeration Systems

Refrigeration systems for supermarkets can be constructed in a vast number of ways.
It is not realistic within the scope of this thesis to introduce all these system layouts,
therefore only the most common layout will be introduced.

2.3.1 Supermarket Refrigeration System Layout

In a supermarket many of the goods need to be refrigerated to ensure preservation for
consumption. These goods are normally placed in open refrigerated display cases that
are located in the supermarkets sales area for self service. The goods are stored prior to
the transfer to the store area, in walk-in storage areas. Figure 2.4 depicts a layout of a
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Figure 2.4: Layout ofrefrigerated display cases in a supermarket (Faramarzi (2004)).

typical supermarket. In general, the refrigeration system in a supermarket can be divided
into a low temperature part for storage of frozen food and a medium/high temperature
part for refrigerated non-frozen foods. Here, we will consider only the medium/high
temperature part.

A supermarket refrigeration system basically works the same way as the simple refriger-
ation systems described above, Figure 2.3. The number of components is just increased.
A simplified supermarket refrigeration circuit is shown in Figure 2.5. The heart of the
system is the compressors. In most supermarkets, the compressors are configured as
compressor racks, which consist of a number of compressors connected in parallel. The
compressors compress the low pressure refrigerant from the suction manifold, which is
returning from the display cases. From the compressors, the refrigerant flows to the con-
denser unit, where the refrigerant condenses; from here the liquid refrigerant flows on
to the liquid manifold. The evaporators inside the display cases are fed in parallel from
the liquid manifold through an expansion valve. The outlets ofthe evaporators lead to
the suction manifold and back to the compressors thus closing the circuit.

2.3.2 Control System

The control systems used in today’s supermarket refrigeration systems is basically like
described for the simple systems, i.e. a distributed control layout. The compressor rack
is equipped with a suction pressure controller, the condenser unit is equipped with a con-
densing pressure controller and each of'the display cases is equipped with a superheat
and a temperature controller.

Turning on and offthe compressors in the compressor rack controls the suction pres-
sure. To avoid excessive compressor switching, a dead band around the reference ofthe
suction pressure is commonly used. When the pressure exceeds the upper bound, one or
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Figure 2.5: A typical layout ofa supermarket refrigeration system.

more additional compressors are turned on to reduce the pressure, and vice versa when
the pressure falls below the lower bound. In this way, moderate changes in the suction
pressure do not initiate a compressor switching (Danfoss A/S (20040)). In some cases
one of the compressors can be equipped with a frequency converter, thus facilitating
continuous value control actions.

The condensing pressure control is carried out much like the suction pressure control,
i.e. the condensing pressure is controlled by turning on and of a number of fans. Also
here frequency converters can be used to obtain continuous value control actions.
Normally the superheat is controlled by a mechanical expansion device located at the
inlet of the evaporator. Connected in series to the mechanical expansion device is an
electronic on/off inlet valve. The display case temperature is controlled by a hysteresis
controller that opens and closes the inlet valve. This means that when a certain upper
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temperature bound is reached the valve is opens and the temperature decreases until the
lower temperature bound is reached and the valve is closed again (Danfoss A/S (20045)).
The hysteresis bounds are set according to the required storing temperature of the goods
in the display case. Normally the display cases are not equipped with a controllable fan
that could otherwise be used in the temperature control.

Figure 2.5 depicts the distributed control structure with the local control loops, further-
more the infrastructure with the lines of communication are depicted. The supermarkets
refrigeration control system is normally connected to a central monitoring center. The
monitoring center receives process data from each of the local controllers, such that ac-
tions can be taken if problems arise in the operation of system. The monitoring center
furthermore has the possibility to change set-points and control parameter in the local
control loops. However the current infrastructure allows only limited sharing of infor-
mation directly between the local control loops.

2.4 Models and Test System

The first part of the work in the thesis deals with set-point optimizing control of refrig-
eration systems. As a part of the preparation of this work a test refrigeration system has
been constructed. The test refrigeration is a simple refrigeration system much like the
one depicted in Figure 2.1, below the structure of the test system is briefly described.
A more thorough description can be found in Appendix A and at the refrigeration lab-
oratory homepage !). The basic functionality of a simple refrigeration system, like the
test system, is much like a supermarket refrigeration system. Instead of having single
components i.e. compressor, condenser etc. the supermarket system has multiple. If the
effects of the individual component are accumulated, these can be perceived as single
components. Therefore a simple refrigeration system like the test system is suitable for
testing system level controls such as set-point optimizing control, which is investigated
in the first part of this thesis.

Second part of the thesis concerns dynamical optimizing control. Here the focus is on
the subsystems and the dynamical cross-couplings in between them, more specifically
on the cross-couplings between the compressors and the display cases. The test system
is not usable for such kinds of experiments and therefore no experiments have been con-
ducted related to this part of the work. A simulation model has therefore mainly been
used. The used simulation model has been developed for prototyping of refrigeration
control systems at Danfoss. In Chapter 6 details of this model will be explained.

Ihttp://www.control.auc.dk/koelelab/"
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Figure 2.6: Layout of the constructed test refrigeration system.

2.4.1 Test Refrigeration System

As mentioned above a test refrigeration system was constructed, mainly for testing en-
ergy optimizing control schemes. Figure 2.6 depicts the basic layout of the system.

The test system is a simple refrigeration system as described above, however instead of
air on the secondary side of the evaporator, water is circulated through the evaporator.
The heat load on the system is maintained by an electrical water heater with an ad-
justable power supply for the heat element. The compressor, the evaporator fan and the
condenser pump are equipped with variable speed drives such that the rotational speed
can be adjusted continuously. The system is furthermore equipped with an electronic
expansion valve that enables a continuous variable opening degree. The system is more-
over equipped with temperature and pressure sensors on cach side of the components
in the refrigeration cycle. Mass flow meters measures the mass flow of respectively re-
frigerant in the refrigeration cycle and water on the secondary side of the evaporator.
Temperature sensors measures the in- and outlet temperature of the secondary media
on respectively the evaporator and the condenser. The applied power to the condenser
fan and the compressor is measured. Finally the entire test system is located in climate
controlled room, such that the ambient temperature can be regulated.

For constructing the data acquisition and control interface the XPpcC toolbox for
SIMULINK been used.
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Chapter 3

Set-Point Optimizing Control

Most process plants have complex structures with various subprocesses that have to be
coordinated such that the overall control objective is obtained. The classic way to han-
dle the control design for such systems is to divide it into subsystems that are controlled
by local stabilizing controllers. Overall stability is then attained by either making the
local control robust towards cross-couplings or designing a reference governor for the
whole system (Bemporad (1997)). The set-points for the local controllers can normally
be chosen within some degree of freedom in a bounded area while still obtaining the
objective for the given process. Often these plants operate for long periods in a close
to steady state mode, i.c. the local control objective is more or less just disturbance
rejection.  Systems with this specific enable the possibility for set-point optimization.
The objective function to be optimized could encapsulate various things such as produc-
tion costs, energy consumption, use of raw materials and so forth. Many controllers for
larger process plants already utilize these degrees of freedom. In the top-layer of the
control hierarchy various kinds of advanced optimization tools for calculating optimal
set-points are implemented. For instance in power plant controllers (Melbak (2003))
where the power production is planned such that economical objectives are optimized
taking into account forecasted demands, weather forecasts and so forth, other examples
can be found in Yaqun ef al. (2002), Chang and Shih (2005), Gharb (2001) and Efs-
tratiadis ef al. (2004). These optimization procedures are often very complicated and
involve specialized solvers. For cheaper and mass-produced plants such as refrigera-
tion systems, it is not realistic to implement such complex optimizing controllers, but
the need for an intelligent way to continuously track the optimal set-points is thus still
present. The requirement to an optimizing control for these systems differs in the way
that it should be less complex and apply more generally to various compositions of the
same class of systems, such as for instance refrigeration systems. In this chapter the
design of such an optimizing control strategy will be addressed. That is an optimizing
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control strategy that secks the optimal set-points while meeting the plant limitations and
furthermore adopts the control objective to maintain operational feasibility.

3.1 State of the Art; On-line Set-Point Optimization

In on-line set-point optimization the optimal set-points are continuously evaluated.
Hereby it is ensured that the set-points adapt to changing operational conditions due
to persistent low frequency disturbances. For such an optimizing control scheme to
make sense the system should mainly operate in a nearby steady state mode and have
at least one degree of freedom. The degree of freedom here refers to the (free) number
of set-points that can be varied while upholding the overall control objective. Besides
the available degrees of freedom, the operability has to be considered, that is the ability
of the process to perform satisfactorily under operation away from the nominal design
set-point. This latter issue has e.g. been considered in Grossmann and Morari (1984),
where a measure of the flexibility or static resiliency is introduced.

A counterpart to on-line optimization is off-line optimization. Here the optimal set-
points are generated before the process plant is started up, based either on models or
experiments. The advantage of this is that no complex solvers has to run on-line and
perhaps most important a feasible solution is always available. However off-line so-
Iutions are not considered here since it requires a considerable installation time and a
re-tuning whenever the plant characteristics changes. This is not realistic for smaller
mass produced plants such as refrigeration systems.

Process plants normally have complex natures with dynamic and static cross-couplings.
When designing the control, the plant has to be decomposed into suitable subsystems
in order to compose a clear control layout and to reduce the mathematical complexity.
A natural way to decompose the control system is in a hierarchical manner proposed
in Lefkowitz (1966), which is motivated by the presence of disturbances with varying
frequencies and impact on the "operational cost", other ways of decomposing are re-
ported ¢.g. in Morari et al. (1980), Edgar and Himmelblau (2001) and Skogestad (2000).
Figure 3.1 depicts a decomposition of the control system into 4 layers comprising self-
organization, adaptation, optimization and regulation. The regulatory task in the top
layers is to ensure operability and to keep the set-points at the optimum under influence
of "slow" disturbances. The "fast" disturbances are taken care of in the regulatory level
by the distributed controllers. Consequently as one moves up in the hierarchic structure
the demand to control performance decrease in frequency. This way of decomposing the
control system according the frequency (Figure 3.1) fits the distinction between set-point
and dynamical optimization that is made in this thesis. That is the dynamical optimiza-
tion is handled at the regulatory level, whereas the set-point optimization is handled in
the optimization layer. By assuming that the "fast" disturbances are dealt with at the
regulatory level, the process can be considered to be at a quasi-steady-state at the op-
timization level. By disregarding the remaining "slow" dynamics, the optimal control
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Figure 3.1: Multilayered decomposition ofthe control system Lefkowitz (1966)

problem (at this level) can be formulated as steady state optimization problem:

min J(xss, u-ss? r'gg)

Subject to: h(xss, uss, vss) =0 3-1
s M
7 U'SS7T NSS )

where xss is a vector containing the relevant states, uss is the control signal and vss is
the disturbance to the system; the subscript ss denotes steady state. ./ is a cost function
weighting the relevant performance indexes, /# and g are vectors describing operational
constraints.

Various methods for on-line optimization ofthis steady state cost function (Eq.(3.1)) are
reported. Roughly these methods can be categorized in two classes, namely direct and
indirect search methods (Edgar and Himmelblau (2001)).
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3.1.1 Direct Methods

The basic idea in the direct methods is to impose small changes in the steady state
operation. Based on these experiments, the cost function gradient can be estimated and
a step towards a lower cost function value can be taken. One of the advantages with this
method is that very little previous knowledge of the system is needed beforechand and
no advanced optimization procedure is needed either. Moreover the generality of the
method applies to a broad class of systems. The drawback with the method is that for
many systems it takes a considerable amount of time for the system to settle at a steady
state. Consequently the system can only slowly be driven towards a less expensive
steady state (referring to the cost function value). It might not even be fast enough to
adapt to the varying operational conditions. Furthermore detecting a steady state is in
itself not a simple task ¢.g. as indicated in Jiang ef a/. (2003) and Liavas et al. (1998).

3.1.2 Indirect Methods

Indirect methods or model based methods comprises all the methods that utilizes a model
for estimating the optimum, examples of that can be found in Halvorsen and Skogestad
(1998) . To the group of indirect methods also belongs the so called self optimizing
control. Self optimizing control structures utilizes the characteristics of the system to
find and pick out suitable control variables, such that acceptable performance can be
obtained with constant set-points in Skogestad (2000). In this way a control structure can
chosen that "automatically" keeps the system close to the optimal steady state operation.
The model based methods utilizes a model and knowledge of the quasi-static value of
the disturbance vss to compute the optimal values «*, z* and J*. Since no models in
practice describe the process exactly, the hereby found optimum will be an estimate of
the real optimum. Estimation errors can be caused by several factors as pointed out in
Svensson (1994):

¢ crrors in the model structure

e uncertain parameters

¢ unmeasured disturbances influencing the process
¢ unknown state variables

e measurcment noise

Depending on the accuracy of the model and a priori knowledge of the model parameters
the mismatch between the real optimum and the estimated might be minor and no model
adaptation is needed. This means the optimization scheme can be implemented in a
straight open-loop manner. However in a refrigeration system some of these parameters
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are not known a priori and they tend to vary with time. These time variations can be
caused simply by replacement of components but also by wear and soiling/cleaning of
system parts. To accommodate for these errors, the adaptation layer in Figure 3.1 is a
necessity for many systems. Basically two distinct methods can be used for adaptation
(Svensson (1994)):

o Steady state adaptation, where the parameters and unmeasured states are esti-
mated based on steady state measurements.

e Dynamic adaptation, where the parameters and unmeasured states are estimated
based on non-steady-state measurements.

The steady state adaptation method suffers from the same problem as the direct opti-
mization method does. The measurements have to be gathered at steady state, which for
slow dynamical systems result in a slow adaptation. In addition a suitable criterion for
detecting the steady state should be determined, which is not straight forward (Jiang et
al. (2003) and Liavas ef al. (1998)).

In a dynamic adaptation method the measurements are gathered continuously. There-
fore the dynamics of the system has to be taken into account; otherwise the estimates
will be erroneous. One way of handling the dynamics is simply to use a dynamical sys-
tem model and then adapt as well the dynamic as the static parameters. This however
requires a larger modelling effort in order to capture the dynamical characteristics as
well.

3.2 A New Model Based Approach for On-line Set-Point
Optimization

In the following an indirect/model based on-line optimizing control scheme with a dy-
namic adaptation layer is proposed. The method can be seen as an optimization layer
on top of an existing distributed control system, that is we try to compute the optimal
set-points for the distributed controllers. The proposed method can be divided into three
parts namely a steady state optimization, a steady state prediction and a model parameter
adaptation, see Figure 3.2. The idea is to utilize knowledge about the current inputs and
disturbances for a steady state prediction of the cost function gradient and then drive the
system towards a zero gradient adjusting the set-points. To reduce the prediction error,
the steady state model parameters are continuously adapted to current point of operation
for the real system. Figure 3.3 depicts the general idea. In order to make the scheme
work, i.e. track the real optimum with a small error, the static model must capture the
overall characteristics well, such that the parameter adaptation does not dramatically
change the curvature of the estimated cost function while adjusting the set-points. The
parameter adaptation should only remove biases between the real process and the model,
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Figure 3.2: The optimizing control structure using the gradient approach.

such that possible model errors can be compensated.

Inthe following we will start by setting up the steady state cost function and furthermore
include systems constrains, such that set-points can be driven towards the optimum, thus
without exceeding limitations of the system. Moreover we will analyze feasibility and
derive a computational tractable expression for the cost function gradient. Finally the
steady state prediction and adaptation layer is went over.

3.2.1 Steady State Optimization Layer

The optimization layer tries to optimize the steady state cost function, givenby Eq.(3.1).
In the following it is assmned that all of relevant the steady states xss are controllable
and directly or indirectly controlled by a series of distributed controllers. The relevant
steady states xss are the ones that has an impact on the steady state cost function i.e.
they enter in Eq.(3.1). Since the control signals are generated by output feedback, it
is possible to manipulate the steady states instead of the control signals and therefore
use xss as optimizing variable instead of uss (xss E Rn, uss E Rm). The controlled
steady states xss equals the set-points in the distributed controllers (if using integral
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Figure 3.3: The idea behind the proposed set-point optimizing method. The upper part
shows a situation where the set-points are driven towards the optimum of the modelled
system. In the lower part the optimum is reached and the adaptation has removed possi-
ble biases between the real plant and the model.

control), therefore the optimizer z%, to Eq.(3.1) can be used as the optimal reference for
the distributed controllers. This approach will be adopted in the following. However the
optimization problem Eq.(3.1) is further relaxed by the following assumptions.

¢ The inequality constraints, determined by the operational limitations, can be di-
vided into two subsets namely g constraints on the control signals ., and p con-
straints on the set-points zss. In most practical applications these constraints are
linear, hence here they are assumed linear.

e The equality constraints can be divided into a part describing fundamen-
tal dependencies between the variables, i.e. the steady state process model
Sflugs,vss) = x45 and a part describing the overall steady state control objec-
tives 05 (55, vss) = 0 (055 € R is assumed independent of control signal u).
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e wug, can be separated from the steady state model (f) and inserted in the cost
function thus eliminating f from the sets of constraints.

Taking all these assumption in to account, Eq.(3.1) can be rewritten as the following
optimization problem:

min J($557 Uss (xsm 1}55)7 1}55)
Tss

Subject to:  045(@ss, vss) = 0 (3.2)
Fzrgo+b, <0
Fuss(x5577}ss) + bu j 07

where I/ € RP*™ and F' € R?%™ are linear matrixes and b, € R? and b, € RY are
constant vectors. The optimal set-points are given by the optimizer =%, to Eq.(3.2) (note
that the optimizer 2%, (v, ) depends on vs,).

3.2.1.1 Feasibility

According to the assumptions above the inequality constraints can be divided into two
subsets, limitations on the control signal (v € /) and on the steady states (z € X). By
using the steady state model f, the constraints on « can be mapped in to the z,,-space
for a given constant disturbance v, f : (U, ves) U. U is the set of steady states (z,),
that for a given v, ; ensures v, € . Now the feasible set F is given by F : UNXNO,
where O is the set of solutions to os; = 0 for a given constant v,,. If the feasible set F
is non-empty an optimal solution can be found, but if there exists v;; € V (where V is
the set of possible disturbances) that makes F = () then the system limitations can not
be met and the plant operation becomes infeasible.

The sets 24 and X are in general hard constrained since the boundaries comprises opera-
tional limitations which cannot be crossed without endangering the plant. However the
objectives (o0s5) can be soften without endangering the system, thus reducing the system
performance and regaining feasibility. In many cases this is an acceptable price to pay
in order to regain feasibility and thus avoid an emergency shutdown. A simple way to
relax the objectives is simply to weigh ¢.g. the 2-norm of o,,. By choosing the 2-norm,
the smoothness of the cost function is preserved. Hereby Eq.(3.2) can be rewritten:

Iilin J(xsm uss(x557 vss)7 2}ss) + ||Oss ($557 vss)”%{
ss

Subject to: Ex, +b, <0 (3.3)
Fuss(x557 ”ss) + bu = 07

By choosing a large penalty E for disobeying the objectives (o5;) it can be assured that
they are fulfilled as long as F £ 0, i.e. ||0ss(xss, vss)|| < v, where v > 0 can be chosen
arbitrarily small, depending on the weight K.
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3.2.1.2 Solving the constrained optimization.

By adopting an interior point method or more specifically a barrier method the con-
straints can be replaced by barrier functions (functions whose value tends to infinity
as the constrained variable approaches the boundary). A normal choice for a barrier
function is a logarithmic function i.e. ¢(z) = —log(—g) where g < 0 is an arbitrary
inequality constraint, (Boyd and Vandenberghe (n.d.)). Inserting the two sets of inequal-
ities in logarithmic barrier functions following is obtained:

- I,L lO —€iTss + bzz Tss € X
(bl(xss) - { =1 g( ( ’ )) .
400 otherwise
B G4
1 log(_(fjuss(xs&vss) +bu,j)) Tss Eu

TssyVUss) — B g=1 .
¢2( ) { +o0 otherwise

where e; is the i’th row of E/ and f; the j’th row of I.
By using the barrier functions and introducing a scalar ¢ > 0 as a relative weight be-
tween the barrier and the cost function, Eq.(3.3) can be rewritten as an unconstrained
optimization problem.

min t(J(xSS7 vss) + ||Oss (77557 vss)”%{) + (bl(xss) + ¢2 (77557 ”ss) (35)

Tss

Assuming the optimization problem Eq.(3.5) is convex the optimizer z*, (¢, vss ) should
zero the Jacobian:

P
1
H(VI (@55, vss) 4 2R0ss (255, 55 )V 055 (55, ss)) + ; mef
- (3.6)
1
+ Vs (g, 2’ss)Tf'T =0
j; _(fjuss(x:s7vss)+bu,j) J

2% (t,vss) is known as the central path. By letting t — +oo, 2%, (¢, vss) converges
to the true optimizer z7% (v ) for the constrained optimization problem Eq.(3.2), that
is in the convex case (Boyd and Vandenberghe (n.d.)). Here ¢ will be used as a safety
parameter. By adjusting ¢ it can be assured that the optimizer =¥, (¢, v,,) stays well
inside the interior of the feasible set. Figure 3.4 illustrates how the level sets are affected
when increasing ¢ from 0 and towards +oc.

In some cases, e.g. as seen later for energy minimization in refrigeration systems, the
steady state objective (0s5) may enter as a part of the system of equations. The use of
045 in the system of equations reduces the modelling effort, as it makes out a part of the
required system of equations that uniquely determines .J for a given z,, and v,;. When
this is the case it is beneficial to augment the optimizing variables (z,) in Eq.(3.5) with
Ogs'

min t(J(xSS7 Ogs, ”ss) + ||Oss||%%) + (bl (xss) + ¢2(x557 vss) (37)

[#ss,055]
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It is obvious that the optimal value of Eq.(3.5) and Eq.(3.7) is the same, but the Jacobian
becomes slightly different:

aJ P 1 T q 1 AUss T
tazss Oss + Zi:l *(Eizsswme,z')ei + Zj:l —(fiusstbu ;) 31;/55 Oss fj o |:O:| (.8)
aJ q 1 AUss T o :
g loe, T 23055) T2t Tt G0 e, 0

In this expression the first term is the gradient when moving along the objective (oss), the
second term determines the cost of moving (orthogonal) away from the objective. It can
be seen that the second term only becomes "active", when the control signal saturates
and the controllability is lost.

Instead of implementing an algorithm that directly calculates the optimal set-point (x7,)
for every time sample, the Jacobian (left-hand side of Eq.(3.8)) can be used as a con-
trol error in a outer loop, as depicted in Figure 3.2. This results in a cascaded control
structure, where the distributed controllers are the inner "fast" loops and the optimizing
controller using the Jacobian as feedback is the "slow" outer loop. Hereby the computa-
tional effort can be reduced as the system "solves" the problem itself in a steepest decent
fashion, this idea has previously been published in Larsen ef al. (2003) and Larsen et
al. (2004). The idea is then to combine models and measurements to obtain an estimate
of the Jacobian Eq.(3.8). To obtain a computationally inexpensive expression of the
Jacobian following steps are taken:
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e The gradient 881—‘] .. 1s determined using a model and a steady state prediction
of rg,.

e 1+b 5 and —— 1+b ~ are determined assuming that @, ~ x; and
24 ss x,7 Fss w,7

uss ~ uys, where the subindex f refers to a lowpass filtered version of the mea-
sured signal.

aJ
Qogs 1y,

¢ By choosing R sufficiently large it can be assumed that:
2Ro0,;.

+ 2Ross =~

e The terms Zis= JF and Qs . J& only becomes "active" when the j’th
constrain is approached. It is therefore only necessary to have a fairly good
approximation of these two gradients when the constrains are active, that is

when z,, € AU (OU denotes the edge of /). Assuming that 2te= and

9% ss logs
% . are approximately constant for all z5; € 9;U(vss) and vss € V, where
ajlfl (vgs) is the j’th edge of U (vss) created by the j’th constraint of w,,, then

Qugs ~ . Ouss ~ . X "
T A Coy and o= R o5 Where ¢, ; € R™ and

T T
Oss7zss€8jafj zss€8jb?fj
co; € R are the j°th rows of respectively C,, € R7*™ and C,, € R7</,

The last point simply means that when a constrain on the control signal is active (z €

87)), then a constant VGCt?f (cz,5) is a fairly good approximation of gg—zj o.. jT , if it
points into the interior of I ¥ v,s € V. A fairly good approximation of gz;s Ry ij

is one that points in a direction where F expands.
By taking all of the above points in to account following simplified expression for the
Jacobian (Eq. 3.8) is obtained:

aJ
VJ = | 9%

P 1 T q 1 .

I DD B R ey 1 Bl D D R orrysw sy L 39

12R S A S (3.9

Oss T 21521 =(f7u; Tou ) €0

At each time step it is therefore only the value of 881—‘7 ‘O that is somewhat time-
consuming to compute.

This methodology of course only gives the global optimum if Eq.(3.5) or Eq.(3.7) is
strictly convex or if the cost function declines globally towards the optimum. If this
is not the case, there are no guarantees that the method will converge to the global
optimum; it could be stuck in a saddle point or a local minima. However the barrier
functions at least ensure that the set-points are kept inside the feasible set despite non-
convexity. Regaining feasibility does not either rely on convexity but locally whether
the feasible set increases when the objectives are relaxed. Later it shall be shown, that
for a refrigeration system the minimization of the energy consumption in fact leads to a
convex optimization problem.
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Figure 3.5: The structure of the adaptation layer.

3.2.2 Steady State Prediction and Adaptation Layer

Computation of the Jacobian (Eq.(3.6) or Eq.(3.8)) requires access to the steady values
of z4,. Since a steady state cannot be measured continuously it has to be estimated. This
is done by assuming that the present low pass filtered version of the control signals (u )
and disturbances (v;) are constant until a steady state is reached, that is u; ~ u,; and
vy ~ vss. Hereby an estimate of x; can be derived using a steady model of the system
(f), see Figure 3.5.

The last layer adapts the steady state model parameters (6,,) fitting the real system.
In this layer the dynamics of the system has to be considered, otherwise the parameter
adaptation will be inaccurate in the transients. However the only purpose of the included
dynamics in this layer is to filter out the dynamic behavior from the system in the pa-
rameter adaptation. Therefore the parameters determining the dynamics are not really
of interest. These parameters are therefore left out of the adaptation and guesses used
instead. It is assumed that the system can be estimated by an input non-linearity (the
steady state model (f)) and a linear dynamic part, similar to the Hammerstein model
approach (Edgar and Himmelblau (2001) and Duwaish and Nacem (2001)). Various
methods such the MIT-rule or recursive least square methods (Astrdm and Wittenmark
(1989)) can be used for the parameter adaptation, depending on whether the steady state
model (f) is linear in the parameter (¢,5). The structure of adaptation and prediction
layer is depicted in Figure 3.5. A setup like this will be sufficient for adapting slowly
varying parameters (fs;), as it shall be experimentally proven by the results in Chapter
4,

Summing up a method for on-line set-point optimization has been proposed. The method
provides a structure for a simple set-point optimization scheme for a strictly convex cost
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function or a cost function that declines globally towards the global optimum. However
the method is also applicable where the above mentioned conditions are not fulfilled, in
these cases there are however no guarantees that the set-points will converge towards the
global optimum. The method provide an optimizing set-point control scheme that can
be applied on top of an existing distributed control system.

The framework of the method can furthermore tackle system limitations. By introducing
logarithmic barrier functions and a scalar weight it is possible to keep the operation of
the plant within the system limitation with an adjustable safety margin. Finally by re-
laxing the steady state control objective it is possible to maintain operational feasibility
in extreme situations, thus with a reduced system performance.






Chapter 4

Energy Minimizing Set-point
Control of Refrigeration Systems

Advances in component technology, such as the speed control of compressors, fans etc.,
has enlarge the degree freedom in the control of refrigeration system. Hereby it has
become possible to implement more advanced control schemes that achieve a better
performance and furthermore a better energy efficiency. Example of that are given in
Gruhle and Isermann (1985) and Parkum and Wagner (1994). The power consumption
of a refrigeration system consists of contributions from a number of individual compo-
nents. The energy optimal control scheme operates at the minimum of the overall power
consumption, using the available degrees of freedom in the system to drive the process
to the energy optimal steady state (Jakobsen et al. (2001)).

Traditionally refrigeration systems are operated at constant set-points. Not much effort
has been put into optimizing the set-points according to varying operating conditions,
though the potential energy savings are substantial (Jakobsen and Rasmussen (1998),
Jakobsen et al. (2001) and Larsen and Thybo (20045)). Part of the reason is that many
of the refrigeration systems compared to other process systems are relatively small and
therefore the cost of implementing a sophisticated optimizing control scheme exceeds
the economical benefit of the potential energy savings. It would therefore be interesting
to develop a practically feasible and economically tractable control scheme that mini-
mizes the power consumption in refrigeration systems. Motivated by this we will in the
following apply the in Chapter 3 proposed method for minimizing the energy consump-
tion in a refrigeration system.

The chapter is structured as follows. At first we will state the energy minimization in
refrigeration systems as an unconstraint set-point optimizing problem and subsequently
the operational limitations will be taken into account formulating a constraint optimiza-
tion problem. Next we will derive a general static model for a refrigeration system.

35
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Based on the constraint optimization problem and the static model we will derive the
set-point optimizing control scheme for a refrigeration system by applying the proposed
method (Chapter 3). Next we will elaborate on the potential energy savings using en-
ergy optimal set-points in refrigeration systems. Finally in the last part of the chapter the
optimization scheme will be tested on the test refrigeration system and the experimental
results will be presented.

4.1 Optimal Set-Points in Refrigeration Systems

An energy optimal control scheme for a refrigeration system must minimize the overall
power consumption (3 ;) while upholding the reference temperature e.g. the cold
storage room temperature 7., ,.;. For exemplification we will in the following use a
simple system layout like depicted in Figure 4.1. By using the same terminology as in
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Figure 4.1: Layout of a basic refrigeration system

the figure and adopting the depicted distributed control structure with the 4 independent
control loops, the energy minimization can be posed as following minimization problem:

min (Wc + WCF + WEF)
[Pe, Pe, Tor] “.n
Subject to: Tcr — derref,

where W denotes the power consumption and the subindex denotes the individual com-
ponents; Compressor (C), Condenser Fan (CF') and Evaporator Fan (F'F). The set-
points to the control loops, P., P. and 7., are used as optimizing variables, thus dis-
regarding the superheat. It is assumed optimal to keep the superheat constantly small
as previously argued in Section 2.2.1. The optimization problem therefore has 3 vari-
ables and 1 equality constraint, giving 2 degrees of freedom. The two free variables are
respectively the evaporation (F,) and condensation pressure (P,).
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The set-point optimizing framework described by Eq.(4.1) can easily be adopted to
larger systems like supermarket refrigeration systems. This can be done simply by
adding up the contribution from each of the components (see Figure 2.5). For exam-
ple the power consumption from a compressor rack consisting of » compressors can be
written as: > | W ;. The same procedure can be used for a condenser unit consisting
of p condenser fans (3-7_, We F,;), and the display cases in the sales area consisting ¢
evaporator fans (3 7_, Wi F,;). However the temperature requirement for the individual
or groupings of display cases might be different. Assuming that the display cases can
be divide into { groups (! < g) with the same temperature requirement, then / equality
constraints should be introduced. By assuming a distributed control layout with [ tem-
perature controllers, one condensing pressure controller and one evaporating pressure
controller, following set-point optimization problem can be obtained.

n p q9
min (Z WC,i + Z WCF,i + Z WEFz)
i=1 i=1 i=1

[Pc’Pe’Tcr,l--Tcr,l]

Subject to: Tort = Torref,1 *.2)

Tc’r’,l - Tc’r’,'r’@f,l

Despite the huge number of control loops the optimization has, like Eq.(4.1), 2 free
variables, P, and P. (2+{ variables and ! equality constraints = 2 degrees of freedom).
Consequently the optimization problem resembles that for a simple system.

Returning to the simple system (Figure 4.1). If the temperature in the cold storage room
is kept constant at its reference (I, ,. ;) and the heat load on the room is constant, then
the cooling capacity (). must be constant as well. Therefore Eq.(4.1) can be reformu-
lated as:
min (We + Wep + Wgr)
[Pe, Pe] 4.3)
Subject to: Qe = Qe

an is the constant required cooling capacity to uphold the temperature (77, ,.y), i.e.
the steady state control objective is o5 = QE — an = 0. The condenser exchanges
heat with the surroundings, therefore the optimization problem does not entirely depend
on the refrigeration cycle itself, but on the surrounding temperature as well. It is obvious
that the condenser fan has to work harder to exchange heat when the temperature differ-
ence between the condenser (the condensation temperature (73)) and the surroundings
(T3,) is small. To achieve an unambiguous solution, information about the ambient tem-
perature therefore must be included. Changes in the ambient temperature (7) is here
seen as a "steady state" disturbance, that is vss &~ Tj,.

In the following Eq.(4.3) is referred to as the unconstraint optimization problem. Equal-
ity constraints can in general be removed from the set of constraints, by insertion in the
cost function, hence resulting in an unconstraint optimization problem.
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4.1.1 The Constrained Set-Point Optimization

In the previous the operational limitations was not taken into account, in the unconstraint
optimization problem (Eq.(4.3)) only the overall steady state control objective was taken
into account (0,; = Q. — Qe 0). In the following we will deal with the system limi-
tations and the constrains they pose to the optimization. As previously argued can the
constraints posed by the system limitations be divided into two sets, namely constraints
on the set-points (X)) and on the control signals (/). We will start by looking at the
set-points (zss = [P, P]). Here the following operational constrains, determining the
bounds of X', can be identified:

P, < P, a3 ensuring that the maximal allowed pressure in the condenser is respected.

P. > P. ;nin; ensuring that the evaporation temperature does not get too low. A low
evaporation temperature can cause damage to the goods close to the evaporator.

P. > P.; ensuring that the refrigerant flows in the right direction making the vapour
compression cycle work.

By using the same notation as in Eq.(3.2) the constraints can be collected and written in
a matrix form:

1 0 _Pc,maz
E= 0 -1 ) bz - P@,min (44)
-1 1 0

The system of course also has constrained inputs v.s = [No, Nop, Npr|, that is the
actuator limitations. The opening degree of the expansion valve (OD) is disregarded
as it is assumed that the capacity of the valve is so large that it is not posing any real
constraints on the system (it will be redundant at all times). The constraint set I/ is
determined by the saturations of the control signals (0 < N < N,,,,). Written in a
matrix form following is obtained:

-1 0 0 0
1 0 0 _NC,maz
0 -1 0 0
F= 0 1 R b, = “Nermas 4.5
0 0 -1 0
0 0 1 _NEF,maz

The constraint optimization problem can then be written as:

min (We + Weop + Wgp)

[Pc, Pel
Subjectto: Q. — Qoo =0 (4.6)
Fr.s+b, <0

Fuss(x557 2}ss) + bu = 07
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By relaxing the constraints using barrier functions and softening the steady state control
objective (055 = Q. — (e o) in accordance with Eq.(3.7), the constraint optimization
problem can be relaxed and posed as an unconstraint optimization problem:

min_ [t(We + Wep + Wep +11Qe — Qe0ll )
[@ee,Qe—Qe.0] “.7)

+ (bl(xss) + ¢2 (77557 vss)]

where ¢ (x45) and ¢o(xss, vss ) are given by Eq.(3.4), Eq.(4.4) and Eq.(4.5).
Before we continue with applying the proposed set-point optimization method, a static
model has to be derived.

4.2 Static Model of a Refrigeration System

As in the previous we will use the simple system, Figure 4.1 for exemplification. For
cach of the components, the compressor, the condenser, and the evaporator, a static
model will be derived. These models are all tied together by the flow of refrigerant
between them. By assuming a steady state, steady flow (see Eq.(2.4)) and neglecting
losses in the piping, the state of the refrigerant at the outlet of one component equals the
state at the inlet of the next. By applying this, a static model of the entire system can be
constructed by combining the individual component models.

Much of the details in the derivation of the model is left out here, as most of it can be
found in standard textbooks concerning refrigeration (Stoecker (1985)) and heat transfer
(Incropera and DeWitt (1985)). In the models below the notation introduced in Chapter
2 will used. The models are written as functions of P, and P, that is the two optimizing
variables, see Section 4.1. Whenever the specific enthalpy (%) is used, it will be indicated
of which pressure it depends, that is in terms of the refrigeration process. For example
the isentropic enthalpy at the outlet of the compressor, /; is in a thermodynamical sense
only dependent on the outlet pressure (P.) and the outlet temperature. However in the
refrigeration process, the outlet temperature depends on the inlet pressure (F.) and the
inlet temperature (7, + T, where the superheat T, is a constant controlled variable).
This means that h;; can be written as a function of P, and P., hence h;s (P, P.).

Compressor: .
The power consumption in the compressor (W) assuming a constant heat loss coeffi-
cient f, and applying Eq.(2.9) and Eq.(2.13) can be written as:

T Q@ hic(P67Pc) - ha@(Pe)
We = .

1 _fq ha@(Pe) _hac(Pc)
The enthalpy at the inlet of the condenser (h;.) assuming a constant isentropic efficiency
(1:5), according to Eq.(2.10):

1 —
b = I (bR P) = hoo(P) + ool P (49)

4.38)




40 Energy Minimizing Set-point Control of Refrigeration Systems

The mass flow of refrigerant through the compressor (... ¢), where the volumetric dis-
placement is given by V;, the volumetric efficiency is given by 7, and the density of
the refrigerant at the inlet by p,.; (Stoecker (1985)).

mr@f — NC . Vd Mol * pref(Pe) (410)

Condenser:
The power consumption in the condenser fan (axial fan), assuming that the torque is a
quadratic function of the rotational speed (cr = K1,cr - (Nor)?) (Dixon (1998)).

Weop = 7cr - Nor = Kiop - (Nop)? 4.11)

The mass flow of air (14, ) across the condenser is assumed proportional with the
rotational speed (Dixon (1998)).

Mair.c = Ko or Nop 4.12)

The outlet temperature of the air from the condenser (7,.) can be derived by assuming
that the lumped temperature of the condenser wall equals the condensing temperature
(T,). The wall temperature (= 7) is assumed constant across the condenser . The
overall heat transfer coefficient is assumed to be given by : UA = « - ]}, where
« 1s a constant depending on the characteristic of the air, 1, (Prandtl, Nusselt and
Reynolds number) and the heat transmitting area. The exponent m = 0.4...0.84 is
a constant that depends on the alignment of the tubes in the cross airflow trough the
condenser (Incropera and DeWitt (1985)). Based on these assumptions and moreover
noting that the inlet temperature to the condenser is 7y, the outlet temperature can be

found as (Carabogdan et al. (1983)):

ac - m™he
_¢ " Tair0 ‘““C> (4.13)

Taac - Tc + (Ta - Tc) - €Xp <_ .

Mair,C * C ,air
The conservation of energy across the condenser gives (Carabogdan et al. (1983)).
0 = mr@f(hic(P57 Pc) - hac(Pc)) - mair,C : Cp,air(Taac - Ta) (414)

Evaporator:

The description for the evaporator is equivalent to that of the condenser, however the
heat transfer runs in the opposite direction.

Power consumption in the evaporator fan (W )

Wep = K1 gp - (Nep)® 4.15)
Mass flow of air across the evaporator (14, )

Mair.5 = Ko gp - Npgp 4.16)
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Outlet temperature of air from the evaporator (T,,¢)

ag My g
Tooe = Te + (Tcr - Te) ceXp | ——/——————— (417)
Mair E * C ,air
Conservation of energy across the evaporator.
0= Q@ - mair,E : Cp,air (Tcr - Taa@) (4.18)

The model above can with ease be extended to include supermarket refrigeration sys-
tems. If we briefly look at Figure 2.5 (the layout of a supermarket refrigeration system)
then it can be seen that in terms of modelling, the condenser unit and the compressor
rack can be perceived as one big condenser and one big compressor. The display cases
(or evaporators) can however not be covered by one big evaporator model, because of
the different temperature requirements in each of the say [ display cases. Therefore /
parallel evaporator models has to be included in the system model. This however re-
quires a description of the split of mass flow into the / display cases, which is given
by: e = 22:1 Mrey,s. Inaddition a description of "energy” flow out of the display
cases and into the compressor is given by: m - b, = 22:1 Myefi - Poei. These two
additional equations is all that is needed for extending the model to larger systems, like
supermarket refrigeration systems.

To briefly summarize; we found that a static system model of the refrigeration system
can be constructed by a number of component models connected by descriptions of
mass and energy flow in between. The component models are in principle so general
that they are independent of the specific type of compressor, condenser and evapora-
tor, however the parameters might be different. In the model the following parame-
ters are assumed to be constant, however dependent on the specific type of component:

Va, Moot fqs s, K1, 8P, K2 EF, g, mp, K1 cr, K2 or, ac, mc and Cp,_q4;.

4.3 Applying the Set-Point Optimizing Scheme for Re-
frigeration Systems

To illustrate the nature of the optimization problem the unconstraint cost function
(Eq.(4.3)) has been computed and plotted in Figure 4.2. This has been done by using the
parameter values listed in the Table 4.1, and the static model Eq.(4.8) to Eq.(4.18). As
it can be seen, the unconstraint optimization problem Eq.(4.1) is convex with an unam-
biguous global optimum.

In Figure 4.3 the contour plot of the cost function along with the constraints is depicted,
that is the constraint optimization problem given by Eq.(4.6), (note that the constrain
P. — P, <0is outside the window of the plot).

From Figure 4.3(a) it can be seen that not alone the set X is convex in x4, (Fxgs +b, =
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Figure 4.2: The unconstraint cost function, Eq.(4.3), for a constant cooling capacity
(Qe = 4.5 kW) with the set-points Pc and /', as optimizing variables.

0 is linear hence convex) but also U is convex, which means that the feasible set £ is
convex. This means that an interior point method using barrier functions and a steepest
decent algorithm will converge towards the global optimum (for f — o0) (Boyd and
Vandenberghe (n.d.)). Therefore ifthe Jacobian of Eq.(4.7) is computed and used in a
feedback as suggested in Section 3.2, the set-points will be driven towards the global
optimum.

In Section 3.2.1.1 it was indicated that the set U was dependent on the steady state dis-
turbance (vss = Ta) and therefore also /. When the ambient temperature increases
(Tae = 25°C — 37.5°C) the size of F" decreases see Figure 4.3(b). If 7u increases
further (7,, = 37.5°C — 38.5°C) IF will be reduced until it diminishes completely, see
Figure 4.3(c). Ifthis happens the system becomes operational infeasible. In other words
this means that the condensation pressure can not be kept below Pc,max even when the
condenser fan is operated at full speed (NVCF,max)* This will with the present control
scheme used in supermarket refrigeration systems result in an emergency shutdown.
However ifthe cooling capacity is reduced (Qe = 1.5MI1' — 1.3MUI’) causing a slightly
higher room temperature (7cr = 8.0°C — 8.8°C), then feasibility can be regained thus
avoiding an emergency shutdown, see Figure 4.3(d).

However in order to make the optimization scheme work the Jacobian Eq.(3.8) lias to be
computed. By using the static model Eq.(4.8)-(4.18) and that J = Wc¢ + WcrF + WEF
following expression for I, can be obtained (in Appendix B details about the
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Figure 4.3: Contour plots of the cost function plotted along with the system constraints.
The (x) denotes the optimum of the cost function with barrier function, Eq.(4.7). (a) The
intersection of ¢/ and X' constitutes F. (b) F decreases as the ambient temperature
T, increases. (c¢) T, has increased so much that F has vanished. (d) By accepting a
decreased cooling capacity . feasibility is regained.
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derivation of the gradients can be found):

dWe . Ohis T dhoc 1

dF, =W, OFP. his— hae OPFP. hoe—hoc (4 19)
awe | — ¢ (8 is 8h05) 1 _ Ohoe 1 .
dr. OF. AP, / his—hoe 8P, hoe—hoc

dWo Qe hic—hoe _ Qo OT.

dpP, Wc hoefhac T.—T, 9P,
dWe Qe hie—ho (4.20)
dPe We hoe—Poo

qee | . 3Werp
d?ﬁF Qc - UAC(I - mC)(Tc - Taac)

d‘g;iz«“ B 3WEF A 0
dWgp |~ __ Qe ITe (42D
dP. Qe + UAE(1 - mE)(Te - Taoe) T..—T. 0P,

Notice that if W is measured at steady state, then the gradient Eq.(4.19) only depends
on refrigerant properties, i.e. independent of f, and 7;, (Eq.(4.19) was derived under
the assumption that f; and »;, are constant, independent of P, and F.).

The matrices C,, and C', are approximated by following:

r [-1 1 1 -1 0 0
)'F {1 11 -1 -1 @2

CT ~ sign ([ e e Gem]) FT—[-1 1 -1 1 -1 1] @23)

dNg dNcFp dNpFr

T oo o ap, aP. aP.
C, =~ sign dNGg  dNgrp  dNgr
ar. ap. dP.

As it can be seen from Eq.(4.22) and Eq.(4.23) very rough estimates of gZ—jS and

s 1Tss
Auss

o], are used namely only the sign. This gives a fairly good approximation' that
can be computed from only having qualitative knowledge of the system behavior. In-
serting Eq.(4.19)-(4.23) in Eq.(3.9) the simplified expression for the Jacobian (V.J), can
be computed. Using V.J in a feedback to a set-point controller, the set-points P, P. and
Q. can be controlled? such that V.J is driven towards zero in a steepest decent fashion,
that is to the optimum of the relaxed constraint optimization problem Eq.(4.7). Using a
steepest decent method, the optimal set-points P}, X and Q)% can be found. The feasi-
ble set (F) depicted in Figure 4.3 has been computed using the optimal value Qf_j. The
optimal values of P} and P} are plotted and indicated by the star (*) in Figure 4.3(a),(b)
and (d). In Figure 4.3(a) the optimum is in the interior of F, why the optimum of the
constrained and unconstrained optimization coincides. In Figure 4.3(b) the optimum of
the unconstrained optimization falls outside F, why the true optimum of the constrained
optimization lies on the bound of . However the weight ¢ has been chosento ¢ = 0.5
such that a certain safety margin to the constraints is upheld, why the obtained optimum

LA fairly good approximation points to the interior of F, according to Section 3.2.1
2 Q. is indirectly controlled by changing the temperature reference Terref
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falls in the interior of F. In Figure 4.3(d) the constraint optimization problem is infea-
sible, however the relaxation of the steady state control objective (05, = Q. — 4.5kW)
allows the cooling capacity to decrease (Q, = 4.5kW — 4.3kW, such that the opera-
tional feasibility can be maintained.

The numerical example above proved that by using the simplified expression of the
gradient Eq.(3.9) in a steepest decent algorithm it was possible to compute the optimum.
Furthermore it showed that by using the weight ¢ as a safety parameter it is possible
to keep the operation of the plant well inside the feasible set. Finally it was proved,
that by relaxing the steady state control objective (to uphold the cooling capacity) it was
possible to regain feasibility, this by lowering the cooling capacity and allowing the cold
storage room temperature (7, ) to increase.

4.4 Potential Energy Savings

The objective of the following section is to give a feeling of the optimization problem
and to indicate the amount of energy that it is possible to save by using energy optimal
set-points.

Component | Parameter Value Parameter Value
Compressor Va 53.86 [cm?] fq 0.20
Mol 0.70 Mis 0.50
N¢ maw 60.00 [s71]
Evaporator Kl,EF 1.2-1073 [JSZ] KZ,EF 0.02 [kg]
ap 1170.00 mg 0.50
NEF,maz 60.00 [871] P@,min 2.00 [bar]
Condenser KLCF 1.2-1073 [JSZ] KZ,CF 0.02 [Ifg]
ac 1170.00 meo 0.50
Nepmas 60.00 [s71] P o 11.00 [bar]
Air Cpair 1000.00  [%]
Refrigerant | Thermodynamical properties of R134a Skovrup (2000)

Table 4.1: Parameter values. The parameters concerning the compressor and condenser
have been obtained from the test refrigeration system.

By using the static model and the parameter values from Table 4.1 the power consump-
tion in various operational conditions has been computed. Figure 4.4(a) depicts the
power consumption in the compressor as a function of the condensing pressure (P.), for
a constant cooling capacity (. = 4.5 kW) and a constant evaporating pressure (P, = 2
bar). It can be seen that by reducing the condensing pressure from for example 12 bar
to 8 bar one can reduce the power consumption in the compressor with roughly 30 %.
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Figure 4.4: The power consumption respectively in the compressor and the condenser
fan at varying condensing pressure but constant evaporating pressure
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Figure 4.5: The power consumption respectively in the compressor and the evaporator
fan at varying evaporating pressure but constant condensing pressure
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Figure 4.6: Power consumption using optimal set-points compared to traditional control
strategies.

This reduced condenser pressure (P,) can be obtained by increasing the condenser fan
speed, while upholding the evaporating pressure (P.). This of course results in an in-
creased power consumption in the condenser fan as it is illustrated in Figure 4.4(b). It
can however be seen that when the ambient temperature (77,) is low, it requires less en-
ergy to obtain this reduced condenser pressure. This indicates that especially in the cold
season it is possible to save energy by reducing the condenser pressure (recall that the
condenser unit is placed outside on the supermarkets rooftop).

The power consumption in the compressor can however also be reduced by increasing
the evaporating pressure, thus increasing the power consumption in the evaporator fan,
see Figure 4.5(a) and (b). It can further be seen that if the temperature reference to the
cold storage room (7%, ) is high it requires less energy to obtain this increased evap-
oration pressure, i.e. the same picture as for the condensing pressure. Therefore if the
temperature reference (7., r.¢) and/or the ambient temperature (7, ) varies, it pays off
continuously to optimize the two pressures, P, and P..

To give an impression of the potential energy savings, a comparison between an optimal
condenser pressure set-point control (OCC) and the traditional constant condensing
pressure set-point control (CCC) has been performed. The OCC scheme optimizes the
condensing pressure (F,) while keeping the evaporating pressure constant. The power
consumption using these two control schemes are shown in Figure 4.6(a). It is assumed
that the CCC controlled system runs optimally at 7}, = 25°C'. As the figure shows, in-
creases the potential energy savings for the CCC controlled system as 7, changes from
25°C. At an ambient temperature of T, = 15°C' it is possible to reduce the total power
consumption with about 20%, at T, = 10°C with 30% and so forth.

In Figure 4.6(b) an optimal evaporating pressure set-point control (OEC) is compared
with the traditional constant evaporating pressure set-point control (CEC). The OEC
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Figure 4.7 Power consumption of OCC compared with the LTA control, T, = T, +9.5.

scheme optimizes the evaporating pressure (P.) while keeping the condensing pressure
constant. It is assumed that the CEC controlled system runs optimally when 7., = 0°C.
The same picture as for the condenser pressure can be observed, when the cold storage
room temperature is changed from the optimal (7, = 0°C) then the potential energy
savings increases. For example, if 77, is changed from 0°C to 10°C' the potential energy
saving is roughly 25% and so forth.

Another control strategy that has been proposed by Jakobsen and Skovrup (2001) is to
control the condensing temperature as linear function of the ambient temperature (LTA)
(actually the wetbulb temperature but we assume the air is dry), ie. T, = a - T, + b.
Figure 4.7 depicts the OCC compared with the LTA control strategy. Making a best fit
of the parameters it is found that @ =~ 1 and b =~ 9.5. As it can be seen an astonish-
ingly good approximation of the optimal condenser pressure can be obtained using the
LTA strategy, this was however for a constant cooling capacity. In a supermarkets re-
frigeration system daily changes in the required cooling capacity occurs, ¢.g. between
night a day. During the night the display cases are normally covered with insulation to
minimize the load from the surroundings hence reducing required cooling capacity. In
Figure 4.8(a) is depicted the effect of a 20% increase in cooling capacity on the energy
consumption of the LTA compared to the OCC. As it can be seen the LTA is quite robust
to a change in ()., it can however be seen that the loss in optimality seems to increase
with the ambient temperature, hence at T,, = 25 °C the loss is approximately 5% and at
T, = 30 °C it is approximately 6%.

A condenser unit in a supermarket’s refrigeration system is as mentioned earlier placed
outside and therefore exposed to dirt. A commonly arising problem is that dirt tends to
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Figure 4.8: Sensitivity in the power consumption using LTA compared to OCC, with
respect to changes in the cooling capacity and a reduced mass flow of air lowering the
overall heat transfer in the condenser, caused by dirt build up.

builds up on the fins of the condenser, hence reducing the airflow and lowering the over
all heat transfer (Thybo and Zamanabadi (2003«a)). Now Figure 4.8(b) depicts the loss
in optimality in the LTA assuming that dirt on the condenser has reduced the mass flow
of air by 30%, i.e. K2 ¢ is reduced by 30%. In Figure 4.8(b) it can be seen that this
causes an increased power consumption of the LTA compared to the optimal (OCC),
which at T}, = 25 °C amounts to approximately 11%. As the cooling capacity changes
during the day and the dirt slowly builds up during weeks or months it is not unrealis-
tic that a supermarkets refrigeration system is operated at an increased cooling capacity
while dirt is on the condenser. In Figure 4.9 is plotted the effect of a 20% increase of the
cooling capacity (&) and simultaneously a 30% reduction in air flow (K2 cr) . In this
case it can be seen from Figure 4.9 that the loss of optimality becomes quite significant,
atT, = 25 °C the loss is around 22%.

All in all the LTA strategy is a simple strategy that gives a close estimate of the optimal
condenser pressure and is a huge improvement compared to the commonly used CCC
strategy. Though the LTA strategy proved to be quite robust towards individual changes
in respectively operating conditions and system characteristics, simultaneous changes
though caused a considerable loss in optimality. Therefore in refrigeration systems
where the cooling capacity varies and dirt builds up on the condenser (after cleaning
it regularly) there is still a considerable potential energy saving to be obtained utilizing
an OCC compared to the LTA strategy. However the LTA could be improved by includ-
ing the dependency of (). and thus reducing the effect of simultancous changes in the
cooling capacity and mass flow of air.

The exact percentage that it is possible to save depends however on the given character-
istics of the compressor and the fans in the individual refrigeration systems. The above
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T,1°Cl

Figure 4.9: Power consumption of OCC compared with the LTA control. The system is
exposed to a 20% increase of the cooling capacity (¢).) and 30% reduction in air flow
(K2,cp).

made calculations does however indicate, that a substantial reduction in the power con-
sumption can be achieved using respectively a LTA or OCC strategy.

4.5 Experimental Test Results

The proposed set-point optimization control scheme has been tested on the test refrig-
eration system. However the optimization problem is simplified by disregarding the
constrains and keeping the evaporation pressure (P,.) constant. When the evaporation
pressure is constant, then the workload of evaporator fan controlling the temperature in
the cold storage room is constant as well. This reduces the complexity of the optimiza-
tion problem as the work of the evaporator fan can be disregarded and the optimizing
variables can be reduced to ;s = P,. The optimization problem can then be written as:

min(Wc —+ Wc F)
(Pe]
Subject to: QE - Q&O =0 (4.24)
P.—P.o=0
That is an OCC scheme. The objective of the OCC scheme is as previously mentioned
in Section 4.4 to continually adapt the condensing pressure to the optimal, under the
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influence of varying ambient temperatures (vss = Ty). That is the OCC scheme should
be able to follow daily/yearly changes in the ambient temperature.

Though the optimization problem is constrained by equalities (the control objectives),
then the optimization problem Eq.(4.24) can be solved in the steepest decent fashion
as an unconstraint optimization problem. This can be done simply by computing the
Jacobian keeping F. = P, o and Q). = Q). o constant, i.e.

dWep

~ dWe
Pe:Pe,07Qe:Qe,0 + ch

VJ= aP,

Pe=F.0,Qe=Qc,0 (425)

ddvgf and d?}i*‘“ can be found from Eq.(4.19) and Eq.(4.20).
Before we move on to implement the set-point optimizing control scheme on the test
refrigeration system, we will describe the experimental setup and verify the static model

on the test system.

4.5.1 The Experimental Setup

The test system described in Chapter 2 has been used for the experiments with the pro-
posed set-point optimizing control scheme. Figure 4.10 depicts the basic system layout
of the test system. There is however a slight difference between the test system and the
simple system that has been used in the calculation above, instead of air the evaporator
cools water, see Figure 4.10. The water is circulated by a pump through a water-heater
that delivers a constant heat (Q loaq) to the water. This is removed again in the evapo-
rator, i.c. at steady state onad = Q@. Conceptually there is no difference whether the
evaporator cools water or air in a cold storage room. To avoid a change in notation 7,
will therefore in the following denote the water temperature.

The test system Figure 4.10 is equipped with the depicted control system and sensors
measuring the indicated entities. The control system comprises two local PI-controllers
controlling respectively the suction pressure (=F.) and the condensing pressure (P.).
The ambient temperature (7)) is controlled by a HVAC system, that controls the tem-
perature of the room wherein the test system is located. The power to the water-heater
(onad) is manually adjusted thus controlling the cooling capacity (). (at steady state

Qload - QE)'

4.,5.2 Verification of the Static Model.

In the following we will verify the static model Eq.(4.8)-(4.14), however the evaporator
model is disregarded as it is not required for the optimization problem, Eq.(4.25).

To verify the static model of the compressor and the condenser, the test system has been
operated at different steady states. The steady states have been obtained at various con-
densing pressures. The condensing pressure P, has been stepwise increased from P,=7
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Figure 4.11: Computed compressor parameters at varying condensing pressures.

bar with 0.5 bar up to 11.5 bar. The ambient temperature 7, the evaporation pressure
P. and the cooling capacity ). have been kept constant at all time at following values:
T, =22°C, P, = 3bar and (). = 3800 Watt.

The measurements have been gathered, when a steady state has been reached. A steady
state was assumed obtained when the water temperature (7.,.) (see Figure 4.10) had been
settled within +0.2 °C for 1 hour.

Compressor

The compressor model builds on the assumption that the heat loss coefficient f, and
the isentropic efficiency 7;s can be considered to be constant according to Eq.(4.8) and
Eq.(4.9). In Figure 4.11 is the mean of the computed f, and 7;, depicted for each of
the steady states. As it can be seen from Figure 4.11 the values of f, and 7;s how-
ever depends on the condensation pressure. These dependencies are however negligible,
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Figure 4.12: Verification of the compressor model. The dots indicate the measured W,

and the line segments the computed gradient (ddvgcc ) using Eq.(4.19)

when computing the gradient Eq.(4.19). By using the measured We and inserting in
Eq.(4.19) the gradient (ddvgf) at each steady state has been computed and plotted, see
Figure 4.12. Recall that Eq.(4.19) was derived based on the assumption that f, and 7,
where constant. Though this turned out to be a quite rough assumption it can be seen
that the estimated gradient is quite accurate.

Condenser

According to Eq.(4.11) the power consumption in the condenser is a cubic function of
the rotational speed. In Figure 4.13(a) the dependency between W and Nep is de-
picted. As is can be seen an offset term (%, ¢s¢:) has to be introduced to Eq.(4.11) as

L@Qj}?(]\ﬂj}? = O) §£ 0:
Wer = kofpser + Kior - (Nop)? (4.26)

The offset is arising because the condenser fan speed is controlled by a frequency con-
verter. At low frequencies there are relatively high losses in the converter, therefore at
Neop < 12 57! the model becomes inaccurate. At higher rotational speeds Nop > 12
s~ 1 the model Eq.(4.11) seems to fit quite good (see Figure 4.13(a)).
In Figure 4.13(b) the "measured" air flow (1,4, ) has been depicted as function as the
rotational speed N together with the model Eq.(4.12). The "measured” air flow has
been determined based on measurements of ), and using Eq.(4.14). As it appears from
the figure, Eq.(4.12) models the air flow across the condenser quite good.

Figure 4.14(a) depicts the measured temperatures around the condenser. It can be
seen that the outlet temperature of the air from the condenser (7,,.) is higher than the
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Figure 4.13: Computed condenser fan parameters at varying fan speeds.
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Figure 4.14: Computed condenser parameters at varying operational conditions
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condensing temperature (7%). This does however not follow the assumption made in
Eq.(4.13) where it was assumed that the condenser wall temperature was equal to the
condensing temperature (7,), which would cause T, to be /ess than 7,. The reason
for this mismatch is that the inlet temperature of the refrigerant to the condenser (7,.) is
superheated (T, > Tyoc > 1), 1.€. the sensible heat of the refrigerant is not negligible.
The condensing temperature (77) in Eq.(4.13) is therefore adjusted as follows:

T _ Tc . hlat + TCETiC hs@n

c ’
hic - hac

4.27)

where hsepn, and by, is respectively the sensible heat and latent heat of the refrigerant.
That is, T" is a weighted mean of the temperature that the air experience on its way
through the condenser.

By using Eq.(4.27) and Eq.(4.13) the U A-value has been estimated. Figure 4.14(b)
depicts log(U A¢) as function of log(mg;, ), as it canbe seen UAc = ac - m7S (=

log(UAc) = mc - log(mair ) + log(ac)) models the heat transfer quite well. <
Assuming that ggz = ggz and applying Eq.(4.26) the gradient Eq.(4.20) can be rewrit-
ten as:
dWep B 3(Weop — kopfset)
dP. Q.- UAc(1 — me) Ty — Thoe
UAc(l = me)( % (4.28)
dWC Q@ hic - hac Qc aT'c
ch Wc hae_hac TC—TQ aF)c

In Figure 4.15 the computed gradient using Eq.(4.28) has been depicted. The gradient
has been computed for each of the steady states. Except for the high pressures (P, > 9.5
bar), where the condenser fan speed (N ) is low and the fan model Eq.(4.11) becomes
inaccurate, the gradient fits the measurements quite well.

We now look at the total system, that is the fan condenser and the compressor. Figure
4.16 depicts the sum of the measured power consumed by the condenser fan and the
compressor (Wep + W), furthermore the computed gradient (d?’—c + ‘WY,#) is de-
picted. The measurements indicate that the optimal condensation pfessure résulting in
the minimal power consumption lies in the interval 7.25 < P, < 8.0 barclose to 7.5 bar.
The computed gradients all unambiguously points towards the interval 7.25 < Pz < 7.5
bar, which is in the interior of the previous mentioned interval. This means the optimiza-
tion scheme, for the given steady state, no matter where it is started (7 < P, < 12 bar)
would drive the condensation pressure into the interval 7.25 < Po < 7.5 bar. This
results in a worst case error of the estimated optimum P on 0.75 bar.

This shows that though the static model is quite simple and some rough assumptions
have been made, it is still sufficient for driving the set-point quite close to the true opti-
mum.
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4.5.3 Implementation and Experimental Results

In the previous section the static model was verified and minor adjustment to models
was incorporated. To briefly recall, we wanted to implement the proposed set-point op-
timization to optimize the condenser pressure (the OCC scheme) according to Eq.(4.24)
by zeroing the Jacobian Eq.(4.25):

7dWC dWCF
VI = AP, ' Pe=Pe,0,Qe=0Qc,0 + dP, |Pe=Pe0,Qe=Qec0
i Ohis 1 . o 1
e aPC his - hO@ aF)c ha@ - hoc (429)

+=

3(WCF - kaffset) . dWC Q@ hic - hac Qc aT'c
Qc - UAC(I - mC)(Tc - Taac) ’

ch Wc hae_hac TC—Ta aF)c
where UAs = a¢ - m;’zf o and T, is determined by Eq.(4.27). The optimizing control
structure consist of three parts a steady state parameter adaptation, a steady state predic-
tion and a steady state optimization. Inthe following we will go over the implementation
of each part.

Parameter Adaptation

In Table 4.2 the available measurements, estimated variables, adapted parameter, and a
priori known the parameters are listed. Note that the mass flow of refrigerant (1n,.¢), in
general, not is measured in commercial refrigeration systems. However if it is assumed
that more a priori knowledge of the compressor characteristic is available, the mass flow
can be determined quite accurate without needing a direct measurement. The purpose of

Measurement Estimated Adapted Parameters
variables parameters known a priori
Pc; P@ mair,C Qc kaffs@t =53 [Watt]
K
Ec: TOC: TO@ KC}i’ - (Kfl”;;)s mo = 0.4 ['] J
. Taa.& Ta. fq - q Cp,air = 1000.00 [W]
Myes. Wo, Wep Mis

Table 4.2: Available measurements, estimated variables, parameters known a priori and
adapted parameter in the optimizing control scheme.

the parameter adaptation is two folded. Firstly many of the parameters are not known a
priori and only rough initial guesses can be supplied. Secondly some of these parameters
are not perfectly constant they might have wake dependencies on operational conditions
and furthermore they might be time varying as previously mentioned in Chapter 3.

The parameter adaptation has been carried out by using the so called MIT rule. Using
this adaptive parameter adjustment routine, the parameter is adapted by minimizing the
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error between the measurements and the model, in accordance to following equation
(Astrom and Wittenmark (1989)):

% = —’76%7 4.30)
e denotes the model error, € the parameter estimate and -~y determines the adaptation rate.
In Section 3.2.2 at Figure 3.5 it was indicated that the parameter adaptation should be
performed using the measurement of the controlled variables (x). If however there are
more unknown parameters than measured controlled variables such that the number of
measurement is insufficient other measurement must be taken into account, this has been
done in the following. The model error is determined using following residual equations
based on the static model (Eq.(4.8)-(4.14)):

5 = ac My o
Cac — Taac - Tc - (Ta - Tc) - exXp <_77 (431)
Mair,C - C ,air
CKep — WCF - kaffset - Kop- miir,c‘ (4.32)
efq = WC - ]?q ) mref(hic - hoe) (4.33)
Cnis mref(his - hoe) — Nis - WC (4.34)
The error gradients can then be written as:
deog = Mair o —ac My o
— = T -1.)- ’ : 435
dac ( Mair,C * C ,air =P Mair,C - C ,air ( )
degor -3
— ) 4.36
dKop Myir,c ( )
= - _mref ic — oe (437)
df,
dey,. .
T W (4.38)
d77is

Since all of the model equations are based on steady state conditions, the parameter
adaptation only becomes accurate when a steady state is reached. To accommodate for
the disturbances related to the dynamics of the system a crude model of the dynamic has
been implemented in the adaptation scheme, as described in Section 3.2.2. The most
pronounced dynamics is caused by the heat transfer through evaporator wall. This dy-
namic has simply been copied by using a low pass filter.

An interesting remark can be made to the residual equations Eq.(4.31)-Eq.(4.34) that
links the optimizing scheme to fault detection. Assume that the parameters are adapted
in a faultless operation and these values afterwards are stored as nominal values. In that
case by using the nominal values the Eq.(4.31)-Eq.(4.34) can be used as residual equa-
tions for fault detection. In Thybo and Zamanabadi (20035) it is described how energy
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Figure 4.17: Implementation of the computation of r,;, and the adaptation of a:.

balances can be used for generating residuals and how to diagnose fault in commercial
refrigeration systems. The residual for the parameter estimation Eq.(4.31)-Eq.(4.34) is
exactly derive based on energy balances across the individual components. Actually
Eq.(4.31) is used in Thybo and Zamanabadi (2003a) for detecting dirt on a condenser
and implemented in the latest condenser control system from Danfoss A/S (Danfoss A/S
(2005)). However the other residual equations might be helpful in detecting other faults.
Nevertheless as the parameters are adapted and used for set-point optimization the steady
state effects of the faults are accommodated.

In the following we will only go into details with the implementation and result for the
adaptation of the parameter o, the fundamental results are the same for the remaining
parameters.

Figure 4.17 shows the implementation of the adaptation scheme. As it can be seen
from the figure, the variable 1, is estimated using same rough approximation of the
dynamics in the condenser wall as for the parameter adaptation. In the experiment a
first order filter with a time constant on 80 sec has been used. In practice the parameter
adaptation is only affected little by the exact choice of the time constant why a rough
guess is sufficient.

At Figure 4.18(a) the adaptation of «¢ is depicted. The adaptation rate has been sat
to v = 1500 to get a fast adaptation and the sample time is 1 min. The adaptation
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Figure 4.18: Adaptation of the parameter c.cr. At time=110 min the condensing temper-
ature Ty is changed, T, = 40.5 — 38°C.

was started at time=0 min from the steady state; 7, = 40.5°C (~ P, = 10.5 bar)
and Nop = 37.5s~ . From Figure 4.18(a) it can be seen that the adaptation settles at
ac ~ 950 after about 10 min. At time=110 min the condensing temperature 7, has been
changed, T, = 40.5 — 38°C (sce Figure 4.18(b)). It can be seen from Figure 4.18(a)
that there are some small dynamical interactions on the parameter adaptation, which de-
pends on choice of time constant for the evaporator wall. However the adaptation settles
quite fast at ¢ &~ 920, that is at least fast enough for the set-point optimization.
Steady State Prediction

In order to compute the steady state value of the Jacobian Eq.(4.25) the steady state
value of z,, = P, has to be predicted. As described in Section 3.2.2 the steady state
prediction of z,; = P, is computed based on the current values of the control signal
(v = [N¢, Nop] = uss) and disturbance (1, =~ vs;). Furthermore we will assume that
the current value of the control objectives i.e. the cooling capacity ((..) and the evapo-
rating pressure (F.) equals their steady state value.

By assuming the dynamic in the condenser fan is negligible and K2 ¢ is constant,
then the current workload in the condenser fan (W) is equals the steady state value,
according to Eq.(4.26). Hereby the mass flow of air can be found as:

o/ Weop = koffser

439
Kor (4.39)

mair,C -
Finally by using insertion of 14, ¢, Eq.(4.8), Eq.(4.13),and Eq.(4.27) in Eq.(4.14) and
using the adapted parameters the steady state value of P, can be found by iteration. For
the practical implementation a Newton iteration method was used. At each time step,
the solution from the previous time step has been used as initial guess for the next.
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Steady State Optimization

By using the adapted value of ac and the predicted steady state, the Jacobian (Eq.(4.29))
has been computed and used in a feedback for controlling the set-point for 7], see
Figure 4.19. The optimizing set-point controller is simply an integrator with the gain

Condenser

Pe

Figure 4.19: Set-point controller for condensing pressure

(3 = —31 10 | and a sample time of | min. For the tests a rather fast sampling time
has been chosen. In real life application a much slower sample time can be chosen, as it
shouldjust be able to follow the daily and yearly temperature changes. Using the set-up
depicted in Figure 4.19, the condensing pressure set-point optimization has been tested.
Figure 4.20(b) shows the value ofthe computed Jacobian according to Eq.(4.29), before
and after the condensing pressure set-point optimizing scheme lias been switched on. It
canbe seen that when the optimization scheme is turned on at time=50 min the Jacobian
is driven towards zero, after approximately 70 min the Jacobian reaches zero with a little
undershoot. Figure 4.20(a) shows the summed energy consumption in the condenser fan
and the compressor. After the optimizing scheme is turned on at time=50, it can be seen
(from the filtered signal) that the energy consumption decreases from around 1400 Watt
downto 1100 Watt in about 60 min. That is a reduction in the energy consumption in the
condenser fan and the compressor at around 20%. This has been obtained by reducing
the condenser pressure from 11.5 bar down to around 7.5 bar, while keeping the cooling
capacity (Qe) approximately constant, see Figure 4.21(a) and (b).

According to the optimizing control, the optimal condenser pressure P* is around 7.5
bar (Figure 4.21(a)), if we compare to the steady state measurements in Figure 4.16, we
can see that P* is very close to the result obtained there. That is P* falls in the interval
7.25 < Pc < 8 bar. The steady state measurements in Figure 4.16 and experimental
results Figure 4.21 where both obtained at a ambient temperatures close to 7,, = 22 °C
(see Figure 4.14(a)). All in all it seems like the condensing pressure set-point optimizing
scheme drives condensing pressure quite close to the true optimum.

One of the main objectives with the condenser pressure optimizing scheme (the OO0
scheme), was that it should be able to follow changes in the ambient temperature T,
(the "steady state" disturbance vss = T, ). In the following we will therefore test the
optimizing schemes ability to adapt to changes in 7a. Figure 4.23(a) depicts the am-
bient temperature, which lias been kept constant at 7, = 21.5 °C until time=21 min,
hereafter it lias been changed quite abruptly from 21.5 till 26.5 °C within approximately
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Figure 4.20: Test result utilizing the set-point optimizing control scheme. The optimiza-
tion scheme is started after 50 min
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Figure 4.21: Pc and Qe before and after the set-point optimizing scheme lias been turned
on. The set-point optimizing control was started after 50 min.
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Figure 4.22: Change in the ambient temperature, 7, and the influence on the Jacobian.
At time=21 min 7}, is changed from 21.5 till 26.5 °C.

45 min. This courses the Jacobian to drop below zero (see Figure 4.23(b)) meaning that
condenser pressure should be increased. Figure 4.23(a) depicts the condensing pressure.
It can be seen that the pressure is increased until it reaches around 8.3 bar where it settles
at time = 80 min. At this time the Jacobian is driven back close to zero (Figure 4.23(b)).
It can be seen pressure settles approximately 20 min after the ambient temperature has
settled at 26°C. This proves that the optimizing scheme is able to follow even quite
abrupt changes in the ambient temperature.

4.6 Conclusion Part 1

In the first part of the thesis, set-point optimizing control for refrigeration systems was
considered. The main emphasis was on deriving a practical feasible and economical
tractable optimization scheme for small and mass produced plants such as refrigeration
systems. In the following the main conclusion are drawn based on the accomplishments
and contributions of Part 1.

¢ In Chapter 3 a method for on-line set-point optimization has been proposed. The
method provides a structure for a simple set-point optimization scheme for a
strictly convex cost function or a cost function that declines globally towards the
global optimum. The method is also applicable where the above mentioned con-
ditions are not fulfilled, in these cases there are however no guarantees that the
set-points will converge towards the global optimum. The method provides a
set-point optimizing control scheme that can be applied on top of an existing dis-
tributed control system.

100
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Figure 4.23: Change in the ambient temperature and the influence on the condensing
pressure and the power consumption. At time=21 min 7u is changed from 21.5 till 26.5
°C.

The framework ofthe method can furthermore tackle system limitations. By intro-
ducing logarithmic barrier functions and a scalar weight it is possible to keep the
operation of the plant within the system limitation with an adjustable safety mar-
gin. Finally by relaxing the steady state control objective it is possible to maintain
operational feasibility in extreme situations, thus with a reduced system perfor-
mance. This latter issue was in Chapter 4 demonstrated by a numerical example
based on a static model of a simple refrigeration system. Here it was shown that
the set-point optimization was able to keep the set-points and the control inputs
(the rotational speed ofthe fans and the compressor) within their limitations while
upholding the steady state control objective, that is the cooling capacity should be
constant. Furthermore it was shown that in the extreme case where the ambient
temperature is high (a hot summers day) and the condensing pressure reaches the
maximal limit, while the condenser fan runs at maximal speed it is possible to pro-
ceed the operation, thus at a lowered cooling capacity. This would in the present
distributed control setup result in an emergency shut down in order to protect the
system.e

* In Chapter 4 the minimization of the energy consmnption in a simple refrigera-
tion system was formulated in the set-point optimizing framework introduced in
Chapter 3. It was shown how this set-point optimization easily can be adopted to
larger systems like supermarket refrigeration systems. Despite the huge number
of control loops in such systems the resulting optimization was shown to resemble
that for a simple system.

It was furthermore shown that a static system model of the refrigeration system
can be constructed by a number of general component models connected by de-



Energy Minimizing Set-point Control of Refrigeration Systems 65

scriptions of mass and energy flow in between. The component models are in
principle so general that they are independent of the specific type of compressor,
condenser and evaporator, however the parameters might be different. By using
the same component models though various compositions of these, different sys-
tem models can be builded such as ¢.g. a supermarket refrigeration systems.
Utilizing the static models and the proposed set-point optimizing framework for
a set-point optimizing control scheme, makes it fairly easy to mass produce the
solution for use in various compositions of refrigeration systems.

¢ To give an idea of the potential energy saving using an energy optimal control
scheme. The potential energy savings using the conventional constant set-point
control was compared to two versions of optimal set-point control. Namely opti-
mal condenser pressure control (OCC) and optimal evaporating pressure control
(OEC) here was found that the energy savings for both controls is in the area of
20-30% depending on the operational conditions.
The OCC scheme was furthermore compared with a control scheme that approx-
imates the optimal condensing temperature linearly as a function of the ambient
temperature (LTA). The LTA scheme proved to give a close estimation of the opti-
mal condenser set-point and moreover displayed a good robustness towards indi-
vidual changes in the cooling capacity and the overall heat transfer coefficient in
the condenser. However following points differentiate the proposed OCC scheme
from the LTA.

— In systems where the cooling capacity continuously varies and dirt builds up
on the condenser, considerable losses in optimality can be anticipated using
a LTA scheme compared to the OCC scheme.

— The parameters in the LTA scheme needs to be determined a priori, hence
data of the optimal operation for the specific plant must be recorded.

— The LTA lacks the ability to take system constraints into consideration.

The exact percentage that it is possible to save using a LTA or OCC scheme how-
ever depends on the characteristics of the specific systems. The calculations that
was made does however indicate, that a substantial reduction in the power con-
sumption can be achieved by introducing a set-point optimizing control scheme.

¢ As a part of the project a test refrigeration system that enables the possibility of
testing various control structures was designed and built. On this test system an
optimal condenser pressure control (OCC) was tested. This was done by applying
the in Chapter 3 proposed set-point optimizing control scheme.
Experimental results proved that the optimizing scheme was able to drive the con-
densing set-point very close to the true optimum. Within a time frame of approx-
imately 1 hour after enabling the set-point optimizing control scheme, the energy
consumption in the condenser fan and the compressor was lowered by 20%. This



66

Energy Minimizing Set-point Control of Refrigeration Systems

was obtained by letting the optimization scheme reduce the condensing pressure
from 11.5 bar down to the optimal condensing pressure at around 7.5 bar, while
keeping the cooling capacity constant. Moreover this was done using no a priori
knowledge of the optimality for the system and only little a priory knowledge of
the system characteristics, thus demonstrating the flexibility of the method that
enables a mass production of the solution to a variety of systems requiring only
little installation time (i.c. feeding the needed a priori knowledge).
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Chapter 5

Dynamical Optimizing Control

In the set-point optimizing control we looked at the control of the refrigeration system
from a system oriented point of view. That is by coordinating the operation of the subsys-
tems, we tried to optimize the steady state operation of the entire refrigeration system.
However the steady state optimizing layer relies on the underlying distributed control
system to ensure stability and a reasonable low variance on the controlled variables. In
the set-point optimizing layer it was described how to take the system limitations into ac-
count such that the operation of the refrigeration system stayed feasible, that is however
at steady state. Dynamically we were not able to give any guaranties, therefore a certain
safety margin had to be introduced in order to lower the risk of violating system con-
straints. It is often so that the optimum is close to an operational constraint, therefore a
control that dynamically handles constraints and minimizes variance will allow a closer
operation to constraints. These are concerns that should be handled in the dynamical op-
timization layer, along of course with other demands to the dynamic performance, such
as fast settling time, minimal control actions etc. The idea in the dynamical optimization
layer is not that the whole distributed control system necessarily should be replaced by
a centralized optimizing controller. The dynamical optimizing control should only be
applied in the subsystems or the groupings of subsystems that limits the obtainable sys-
tem performance. Parts of the conventional control system will therefore still be present
where it performs satisfactorily.

The present control structure in a supermarket refrigeration system is distributed. The
distributed control structure does not take into account the cross-couplings in the system.
These cross-couplings are naturally inherited from the cyclic structure of the refrigera-
tion process (the vapour compression cycle). Though most of these cross-coupling are
relatively weak and do not cause any large disturbance to the individual control loops
isolated seen, it turns out that they pose a major problem when hysteresis controllers are
used in the local control loops. It can namely cause synchronization of the distributed
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hysteresis controllers, thus accumulating the effects of the cross-couplings resulting in
large disturbances. The reason for using hysteresis control is caused by the fact that of
the control inputs to the display cases are restricted to binary values, i.e. off/on.

In the following we will investigate the causes for synchronization by studying a simple
example, furthermore we will look at related theoretical work and try to extract some
general rules for when synchronization arises in coupled hysteresis controlled systems.
The main result is novel approach for desynchronization, which is given in Section 5.3.

5.1 Synchronization of Interconnected Subsystems

Synchronization, or the more general term state agreement, arises in dynamical
systems that are interconnections of subsystems (Lin ef al. (2005¢)). State agreement
means that the states of the subsystems are all equal. The state agreement problem
is known from all sorts of systems, ¢.g. biochemical systems (Gunawardena (2003)),
rendezvous in multi-agent systems (Lin ef al. (20054)), consensus in computer science
(Moases and Rajsbaum (2002)) and synchronization (Pogromsky ef al. (2002)). The
description of the synchronization of coupled hysteresis controlled systems is however
novel. Milosevic ef al. (2004) studies cross-interactions between hysteresis controlled
converters, but does not describe synchronization. Especially in systems with discrete
valued control inputs, it is common to use hysteresis controllers ¢.g. in power systems
(Meyer and Sonnenmoser (1993)), room temperature control in heating systems, and in
supermarket refrigeration systems (Larsen ef al. (2005)).

In the following we will look at the synchronization of hysteresis controlled subsystems.
By studying a simple example of two interconnected subsystems both controlled by
hysteresis controllers, we will try experimentally to investigate some of the courses for
synchronization. Next we will briefly look at some of the recent results obtained for
the state agreement problem for multiple nonlinear dynamical systems. Finally we will
suggest a model predictive control strategy for desynchronization.

S5.1.1 Synchronization of Coupled Hysteresis Controlled Subsys-
tems

In the following we will study some of the causes for synchronization in a simple cou-
pled hysteresis controlled system, namely an interconnection of two hysteresis con-
trolled integrators. Though it is a very simple system, it does illustrate the main causes
for synchronization.
Consider the following two subsystems (two integrators):

:i?l =1- 2usub(51

51
j:Z =1- 2usub(527 ( )
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1
time [sec] time [sec]

Figure 5.1: Synchronization of the two interacting hysteresis controlled systems (nega-
tive feedback)

where 61,9, € {0,1} are integer values that switches the common the input to the
subsystems w,,;, on and off.

If these two systems both are controlled by hysteresis controllers with an upper bound
equal 1 and a lower bound equal -1, then the §°s follow the switching law given by:

& =+<0 if r; < —1 5.2
6 if -1 <a <,

where i € {1,2}. Now if we set u,,; = 1 and start the system, z; and x5 will move up
and down between the upper and lower bound. In this case there are no interconnection,
the subsystems are completely independent of each other. However if we introduce the
following feedback in the system, the two subsystems will synchronize.

Ugup = 1 — (11 + ), (5.3)

where o1 > 0 and oy > 0 are two scalars (coupling strengths) that determine how much
the input w4, depends on the states =1 and zo. Figure 5.1 depicts a simulation result for
a1 = a9 = 0.15 and the initial states ;1 (0) = 0.5 and 2:9(0) = —0.5. The figure clearly
shows that the two integrators synchronize and we achieve state agreement (z1 = z9)
as the difference z1 — z3 tends to zero. The larger we choose the coupling strengths
o and a9 the faster the subsystems will synchronize. Even very small values of the
coupling strengths make the subsystems synchronize eventually. However if the system
is started perfectly desynchronized e.g. at 21(0) = 1 and z2(0) = —1, then synchro-
nization will not occur. If however the initial value deviates even slightly from exact
desynchronization, the system will synchronize. In other words there are two equilibri-
ums, an unstable; where the system is perfectly desynchronized and a stable; where the
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Figure 5.2: Desynchronization of the two interacting hysteresis controlled systems (pos-
itive feedback).

system is perfectly synchronized.

If the sign of the feedback is changed i.e. usys = 1 + (@121 + aozy), the case is re-
versed. Then the equilibrium, where the two subsystems are desynchronized, is stable
and the equilibrium, where they are synchronized, is unstable. This is shown by the
simulation result in Figure 5.2. The simulation is carried out with the coupling strengths
a1 = ag = 0.15 and the initial states 21 (0) = 1 and 22(0) = 0.6. As it can be seen
from the figure, the states desynchronize and stay desynchronized.

Now we will return to the case with negative feedback again, that is stable synchroniza-
tion. In the previous simulations, the subsystems both had the same "natural" switching
frequency. Now we will study what will happen, if the switching frequency is not the
same. To change the switching frequency the upper bound in the hysteresis control
of =5 has been changed from 1 to 1.2, furthermore the coupling strengths are set at
a1 = ay = 0.01 and the initial states at 21 (0) = 1 and 24(0) = —1. Figure 5.3 depicts
the simulation result with these parameters. The difference in frequency between the
two systems is too large for the systems to synchronize. It can be seen that the state
x1 has the highest switching frequency and it "overtakes" 5. If we however increase
the coupling strengths to vy = ay = 0.2, the system will synchronize, see Figure 5.4.
Complete state agreement at all time can of course not be obtained because of the dif-
ferent hysteresis bounds.

The last point we want to illustrate is the effect of unequal coupling strengths. If we set
a1 = 0 and «y > 0 (or vice versa) the systems will synchronize (negative feedback).
The size of a1 compared with «y merely determines whether z; is mostly attracted to z»
or vice versa. If positive feedback is used, then exact desynchronization is only obtained
if all the «’s are equal, otherwise the systems will desynchronize but not perfectly phase
shifted.

The picture for systems consisting of a larger number of interconnected hysteresis con-
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Figure 5.3: Two interacting hysteresis controlled systems

with different hysteresis
bounds and weak negative feedback.

time [sec]
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Figure 5.4: Synchronization of two interacting hysteresis controlled systems with dif-
ferent hysteresis bounds and strong negative feedback.

trollers resembles what, was described above for the two hysteresis controllers. If the
feedback is negative the subsystems are attracted to synchronization, if the feedback is
positive they are attracted to desynchronization. Furthermore by changing the sign of the
feedback in the individual subsystems, groups of subsystems canbe made to synchronize
and others to desynchronize. This is illustrated for a system consisting of 3 subsystems,
where following feedback is used wg,p = 1 — oy — qoxg + agzg and «; = 0.15,
ag = 0.15 and 3 = 0.3 in this case subsystem 1 and 2 will synchronize and 3 will
desynchronize as depicted in Figure 5.5. The number of equilibriums increases with
the number of hysteresis controlled subsystems. There are though still only one stable

equilibrium i.e. where the hysteresis controllers are all synchronized[desynchronized] if
the feedback is negative[positive].
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Figure 5.5: Synchronization of subsystem 1 and 2, desynchronization of system 3

5.1.2 The State Agreement Problem for Coupled Nonlinear Systems

A recent result obtained by Lin ef al. (20055) states a theorem for state agreement for
multiple nonlinear dynamical systems. Consider the following interconnection of n

subsystems:

:.El - fl(xh 7£En)
(5.4)

Ty = fn(xh "'7xn)7

where z; € R™ and i € {1,2,...,n}.

By assuming that the vector fields (f;) of the subsystems satisfy a certain sub-
tangentiality condition, it is proved that the interconnected system reaches state agree-
ment if and only if the interconnection digraph is quasi strongly connected (QSC). Figure
5.6 briefly describes the definition of a digraph being QSC, more details can be found
in Lin ef al. (2005b). To give an intuitive example of the theorem, one can imagine a
number of agents in the plane. If every agent moves towards the interior of the con-
vex hull of its neighbors (meaning that the agents acts according to a QSC interaction
digraph and fulfil the sub-tangentiality condition), then according to the theorem, state
agreement will follow. The last-mentioned is however, assuming that the agents cannot
speed up infinitely fast (f; should be continuous).

An application of the theorem in Lin ef al. (2005b) is to prove synchronization of the
Kuramoto model of coupled nonlinear oscillators. The time evolution of the phase in the



Dynamical Optimizing Control 75

QSC not QSC
(@ (®)

Figure 5.6: A digraph is said to be QSC if for every two nodes v; and v; there is a node
v from which v; and v; is reachable (Lin ef al. (20055)). The graph (a) is QSC, whereas
graph (b) is not.

+’th oscillator is given as:

FEN;

where K; > 0 is the coupling strength, w; is the natural frequency and N; is the set
of interacting neighbors. It is proven in Lin et al. (20055) that for identical coupled
oscillators (w; = w) synchronization will be achieved if and only if the interaction
digraph is QSC and the initial values max; ; [|6,(0) — #;(0)|] < =. It turns out that
max; ; ||#; — 6;|| < = is an invariant set for the systems Eq.(5.5).

If we study an example with two identical oscillators, coupled such that their interaction
digraph is QSC, then as long as the initial condition ||6,(0) — 6,(0)|| <  is satisfied and
the coupling strength K; > 0 the oscillators will synchronize. If however the oscillators
are started exactly desynchronized ||61(0) — 65(0)|| = = then they will not synchronize.
This was the same experience we had with the hysteresis controlled system. If the cou-
pling strength o1, a2 > 0 and the hysteresis controlled subsystems were started exactly
desynchronized, then the subsystems would not synchronize.

Now if we look at the interaction structure in the hysteresis controlled system Eq.(5.1)
using the feedback Eq.(5.3) or generally wgyp =1 — > ; aj; then unless all the s
are zero, the interaction digraph will be QSC, that is however on/y if all of the J’s are
simultancously 1. The structure of the digraph therefore changes depending on the §°s.
This means that the interconnection digraph is state dependent, this is however an im-
portant difference from the Kuramote oscillators, where the interconnection digraph is
static. Recent results reported in Lin e al. (2005a) obtained for systems with time de-
pendent interaction digraph, poses a similar theorem as above, thus with slightly harder
conditions for the vector fields (f;) and furthermore requiring that the interconnection
digraph should be uniformly quasi strongly connected (UQSC). UQSC means that the
interacting union digraph in time intervals (7' > 0) for all £ > 0 should be QSC. Trans-
lated to the hysteresis controlled system this means that there should exist time intervals
over which, all of the §’s have been 1. If the switching frequencies of all the §°s are
larger than zero, then the interconnection digraph will be UQSC. However an important
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precondition for applying the theorem on the hysteresis controlled systems is though still
not fulfilled namely that all f; should be continuous. Though the theorems presented in
Lin et al. (2005¢) and Lin et al. (2005h) were not applicable to hysteresis controlled
systems, it though brought the attention to the importance of the coupling structure.
Generally we can say that if the coupled hysteresis controlled system is not UQSC then
synchronization will not be attained at least not for all subsystems. Furthermore the
example of the Kuramoto oscillators exhibited similar behaviors as the hysteresis con-
trolled subsystems, thus accrediting the findings for the hysteresis controlled system.

5.1.3 Desynchronizing Control

In the previous we looked at the simple hysteresis controlled system Eq.(5.1) with the
feedback given by Eq.(5.3). Many hysteresis controlled systems has by construction
this (negative) feedback, especially systems involving cyclic processes. The negative-
ness emerges because the subsystem removes "energy" from the system, whenever the
subsystems are turned on (§; = 1). In supermarket refrigeration systems the negative
feedback is a result of the refrigerant returning from the hysteresis controlled display
cases to the suction manifold (see Section 2.3). In heating systems it is the water return-
ing from the hysteresis controlled heat elements to a hot water tank, other examples can
surely be found. Nevertheless common for both examples are, that besides this endoge-
nous feedback, the input to the hysteresis controlled subsystems (ug,3) is affected by
an exogenous control input (w.,,). In supermarket refrigeration systems the exogenous
input would be the compressor controlling the suction pressure in the suction mani-
fold and in the heating system it would be the water heater trying to uphold a certain
temperature in the hot water tank. u,; 1S therefore normally a controlled variable con-
trolled by w.,,. Furthermore do the input to the subsystems (u5,5) and the subsystems
themselves, in general, contain more complicated dynamics than the simple integrator
system described previously. We will therefore consider a more general family of sub-
system than integrators.

Consider the following discrete time affine model of » subsystems:

:El(k —+ 1) = Alxl(k) —+ (51(/€)Blusub(/€) + ¢y, yl(/f) = 012171(]{) + Dlusub(k) + dy

Zn(k+ 1) = Apzn(k) + 60 (k) Brusus (k) + ¢, yn(k) = Cran(k) + Dpusun(k) + dy,
(5.6)

where £ € Ny is the discrete time-instant and x; € R™, y; € R, usyp € RP are the
states, outputs and inputs. 4; € R™>*™ B, € R™*P, CiT € R™ and DiT € RP? are
linear discrete time system matrices and ¢; € R™ and d; € R are constant vectors

Gefl,..,nb.
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The subsystems are assumed to have the following input:

z1(k)

zu(k +1) = Ayzy (k) + Butiewo (k) — By, : 57)

where =, € R!, 4, € R*! B, € R**? B, € R (, € RP*!' d, € R?
and u.,, € R? As it can be seen has us,;, been extended with a dynamic part and
exogenous input v, (z, denotes the states of w,,;). The coupling strengths (the «’s)
have been collected in a matrix B,,.

The interconnected system Eq.(5.6) and Eq.(5.7) is subjected to a hysteresis control law
for each of the » subsystem. The switching law for the 7’th system is given by:

1 if yi(k) >y,
si(k) =<0 if  yi(k) <y (5.8)
Silk—1) if oy, <wyi(k) < s

where ¥; and y; are the upper and lower bounds on y; in the hysteresis control. Note it
has been assumed, that the §’s can not switch between samples, only at samples.
Figure 5.7 depicts the interconnected system described by Eq.(5.6) - Eq.(5.8).

In the following we will say that the system Eq.(5.6) - Eq.(5.8) is synchronized if state
agreement is attained for all =4, ..., z,, i.e. exclusive z,,. Now notice that if, for all
i € {1, ..,n}, the controllability matrix of A;, B;C,, has rank > 1 and there exists time
intervals where 6; # 0, then the interconnecting digraph is UQSC (if the controllability
matrix of A;, B;C,, rank > 1, then x,, will affect all the x;’s hence UQSC). Notice this
means that the system can still be UQSC even if B, = 0, obviously the z;’s will not
synchronize then, because there is no feedback. Since we are only interested in knowing
when z4, ..., z,, synchronize (exclusive z,,), then the precondition that the system should
be UQSC, can be ratified. We will therefore furthermore require, that there exists a
feedback from at least one of the states in one of the subsystems. We thus require the
following precondition for synchronization; the system Eq.(5.6) - Eq.(5.8) should be
UQSC and there should exist at least ore ¢ € 1, ..n such that the observability matrix of
A, Bo i has rank > 1, where By, = [Ba 1, ..., Ba i, ...Ban].

Now if we assume all of the subsystems are synchronized, i.e. state agreement is at-
tained, then it means that all states (x) are equal, moving up and down as all of the
n hysteresis controllers switches on and off simultancously. Hereby the interference
on ugyp from each of the subsystems are accumulated, thus causing periodically large
variations at the controlled variable u,,;. In the context of refrigeration systems and
heating systems, this means that we will get large variations on respectively the suction
pressure, and the temperature in the hot water tank. In a traditional distributed control
setup the compressor would try to suppress the variations on the suction pressure and
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Figure 5.7: The interconnected systems consisting of » hysteresis controlled subsystems

a water heater would try to suppress the variations on water temperature in the tank.
This would cause excessive control actions in respectively the compressor and the water
heater, however they would never succeed in suppressing these variations. In short the
synchronization causes two major problems, namely large variations on the controlled
variable (usyp) and excessive control actions on w..,,. In Chapter 6 we will discuss more
in details the problems related to synchronization in supermarket refrigeration systems.

In the following we will look on how to avoid synchronization and thereby reduce the
variation on the controlled variable ., and reduce the control actions on .. ..

Recall that if we had a positive endogenous feedback in the system, then the subsys-
tems would stabilize desynchronized. Consider the interconnected system Eq.(5.6)-
Eq.(5.8). Now assume that the endogenous feedback is negative and the subsystems
are synchronized. The idea is now to construct a state feedback that creates a positive
endogenous feedback, i.e. we want to construct a state feedback matrix (K), where
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Uewo = K21, ..., 2n]7 suchthat B,K — B, = 3B,. where 3 > 0. Assuming without
loss of generality B! B, has full rank then

K = (8+1)(ByBu) "By Ba (5.9)

By using this state feedback the sign of the endogenous feedback is changed, thus, ac-
cording to the previous observations, stabilizing the system at desynchronization. Notice
that if 5 = 0, in Eq.(5.9), then the state feedback will simply decouple the subsystems.
The state feedback only takes care of the desynchronization, i.e. at relatively high fre-
quencies. In order to keep wsyp around the desired set-point, a low frequent part has to
be introduced to u.,,, such as e.g. an output from a PI-controller (wp;). That is the
entire control signal becomes w.,, = Kz + up;. However one should be aware of the
following points before trying to utilizing this feedback scheme in practice:

o It requires that all the states in the subsystems are measured or can be estimated
(the pair A; and C; is observable).

¢ In order to make this control scheme work, only small (compared with the switch-
ing frequency) time delays in the measurements and in the actuator can be al-
lowed, otherwise it is not possible to generate a positive feedback (i.e. stabilize
the unstable equilibrium).

¢ It would require excessive and fast control actions to desynchronize the hysteresis
controllers, if they are close to synchronization.

Now if we assume we had a model of the system available, then we would be able to
predict the future values of the states (z). We could thereby allow time delays in the
measurements and in the actuators, because we could be pre-active in the control. This
would however still leave us with the problem that we would need large and fast control
actions. This is a requirement, that it is not possible to fulfill with the compressor in a
refrigeration system. It is therefore, in most cases, not possible solely by using the ex-
ogenous control input (u.,,) to desynchronize the subsystems. We do however have the
possibility dynamically to change the bounds in the hysteresis control, that is to manip-
ulate the switching law (Eq.(5.2)). Thybo (2005) proposed a "reversed" control strategy
for a supermarket refrigeration system, where the main idea is to utilize the hysteresis
bounds in the control of suction pressure, to suppress the fast dynamics. Thereby the
control action in the compressor can be reduced as the compressor only maintains the
sufficient "mean" pressure.

However, the main objective was that we would like to tailor a control that minimizes
the control actions on u.,, and minimizes variations on u,;. The idea in the following
is that, if we are able to predict future values of the states (x), then we must be able
to schedule the operation of the subsystems by manipulating the switches (¢6), such that
we by using a minimal control effort (u.,,) minimizes the variance on w,;. This must
furthermore be done such that the outputs from the subsystems (y;) are kept within the
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upper and lower bounds. The idea proposed in the following is to solve this as an op-
timization problem in a moving horizon fashion, i.e. using Model Predictive Control
(MPC). However, this can not be solved as a standard lincar MPC problem because of
the hybrid nature of the system. Before we carry on we will therefore briefly introduce
MPC and hybrid systems.

5.2 Background

This section introduces some of the preliminaries of MPC and hybrid systems that is
used later on.

The hysteresis controlled system described by Eq.(5.6) - Eq.(5.8) incorporates discrete
valued control actions, namely the §’s. The §’s switches the dynamics in the subsystems
between different linear (affine) descriptions, making it a linear hybrid system. We will
in the following restrict the introduction of hybrid systems to the discrete-time linear
framework of Mixed Logical Dynamical (MLD) systems Bemporad and Morari (1999).
The MLD form is a suitable way of representing hybrid systems, when the intention is to
use them in connection with MPC. Besides hybrid systems, we will introduce MPC and
try to motivate the use of MPC for the problem of scheduling the operation of coupled
hysteresis controlled subsystems such that synchronization is avoided.

5.2.1 Discrete Time Hybrid Models

Hybrid systems are complex systems which have discrete event dynamics as well as con-
tinuous time dynamics. This broad class of systems includes continuous systems with
phased operation (bouncing ball, walking robots, biological cell growth and division),
continuous systems controlled by discrete logic (aircraft autopilot modes, thermostats,
chemical plants with valves and pumps, automobile automatic transmissions), and co-
ordinating processes (air and ground transportation systems, swarms of air vehicles).
In general, hybrid systems switch between different modes of operation. In each of the
modes the systems follows different dynamical descriptions. The switch between modes
can be triggered by variables crossing certain thresholds, elapse of certain time periods,
or by external inputs (HYSCOM (n.d.)). There are a wide range of ways to represent
hybrid systems, in the following we will however only introduce the framework of MLD
systems, that is we will restrict our models to the discrete-time domain and piecewise
affine dynamics.

5.2.1.1 Mixed Logical Dynamical Models

The MLD models are a generalized form of representing linear hybrid systems. Other
ways of representing linear hybrid systems are reported, however this class of models
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are roughly speaking all equivalent (Heemels ef al. (2001)).
The general MLD form of a hybrid system introduced in Bemporad and Morari (1999)
is

2(k+1) = Ax(k) + Biu(k) + Bad(k) + Bsz(k) (5.10a)
y(k) = Ca(k) + Dyu(k) 1 Dad(k) 1 Ds=(k) (5.10b)
EQ(S(]f) —+ Egz(]f) < E4:E(/€) + Elu(k) + Es, (5.10¢)

where k£ € N is the discrete time-instant, and =z € R™ x {0,1}"™ denotes the
states, u € R™< x {0,1}™¢ the inputs and y € RPe x {0, 1}?¢ the outputs, with both
continuous and binary components. Furthermore, § € {0,1}"¢ and z € R" represent
binary and auxiliary continuous variables, respectively. These variables are introduced
when translating propositional logic or piecewise affine functions into mixed integer
linear inequalities.

All constraints on states, inputs and auxiliary variables are summarized in the inequal-
ity Eq.(5.10c). Note that this formulation allows specification of additional linear
constraints on as well continuous variables and boolean variables. Note also that
the equations Eq.(5.10a) and Eq.(5.10b) are linear; the nonlinearity is hidden in the
integrality constraints over the binary variables. Various examples of representing
different kinds of systems in the MLD form can be found in Bemporad and Morari
(1999).

5.2.1.2 HYSDEL

Representing a hybrid system directly in the MLD form Eq.(5.10a) - Eq.(5.10¢) is in
general a tedious and non-trivial task. In order to automatize this procedure, the com-
piler HYsDEL! (HYbrid System DEscription Language), that generates the matrices of
the MLD model starting from a high level description of the dynamic and logic of the
system, has been developed. HYSDEL allows the user to model hybrid systems in a tex-
tual basis. The structure of the modelling resembles that of a Discrete Hybrid Automaton
(DHA), i.e. a connection of a finite state machine, an event generator, a switched affine
system and a mode selector. For a detailed description of HysDEL and DHA’s consult
the HYSDEL manual (Torrisi ef a/. (2000)). In the case study, Chapter 6 HYSDEL has
been used for building a MLD model of a supermarket refrigeration system. In Appen-
dix C the HYSDEL code can be found.

5.2.2 Model Predictive Control

Many systematic control design techniques are nowadays available to solve stabilization,
tracking, robustness, noise reduction problems etc. both for linear (e.g. PID, lead/lag

I'The HYSDEL compiler is available at http://control.ee.ethz.ch/~hybrid/hysdel/
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networks, LQG, H.,) and nonlinear (e.g. sliding mode, feedback linearization, gain
scheduling, nonlinear H..) systems. However, none of these are able to handle con-
straints. The first and far most important reason for using MPC is unconditionally its
ability to handle constraints on as well inputs, states and outputs. This is the point that
parts it from other control techniques. In linear MPC, if no constraints are present, the
MPC scheme results in nothing else but a sub-optimal LQR controller. However MPC
offers other advantages that makes it convenient to use (Macigjowski (2002) and Cama-
cho and Bordons (2003)) such as:

¢ It is casy and intuitive to tune. The tuning parameters make sense to a layman.
¢ Multivariable problems can easily be handled.
¢ Knowledge of future references and disturbances can easily be taken in to account.

¢ Feed forward of measurable disturbances is naturally incorporated.

The major drawback is however the required on-line computation that is needed at
each time-instance for optimizing an objective function. This makes demands on
the available time for computation and on the speed of the hardware. However, the
acceleration in the speed and decrease in prize of modern computing hardware along
with recent developed of methods for explicit off-line solutions for as well linear
systems (Bemporad ef al. (2002)) and linear hybrid systems (Dua and Pistikopoulos
(2000)), has made MPC feasible for a larger variety of systems.

The idea in MPC is to use a model of the given plant to predict the future develop-
ment of the output (y) for a certain time horizon (N time-steps), see Figure 5.8. These
predicted values depends however on the present states (at time-step &) and the future
sequence of control signals ([u(k), ..., uw(k + N)]). The future sequence of the control
signals is calculated by optimizing an objective function over the N-step time horizon.
The objective function typically penalizes the derivation of the predicted outputs from
a reference. Of this open-loop optimal control sequence only the first is applied to the
plant. At next sampling interval (k 4 1) a new state measurement is obtained (thus
providing feedback) and the objective function is optimized once again over the shifted
horizon (k + 1, ...,k + N + 1) (moving horizon). Constrains on the input, output and
states can be accounted for by optimizing the objective function subjected to these con-
strains. Figure 5.8 depicts the MPC strategy. If there are no constrains and the objective
function is quadratic (i.e. the model is linear and the objective function is based on the
2-norm), then there exist a closed form solution, even for the infinite horizon, namely
the LOR. However if constraints are present, there exists no closed form solution and
the optimization problem can only be solved by using a finite horizon (however explicit
solutions for the infinite horizon can though be computed (Bemporad ef al. (2002))).
Hence linear MPC is closely related to the LQR.
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Figure 5.8: The MPC strategy. Constrains on input and output are illustrated by the
horizontal solid lines.

This introduced the basic ideas of a moving horizon and MPC. For more insight a num-
ber of books (e.g. Maciejowski (2002), Camacho and Bordons (2003) and Rossiter
(2000)) and survey papers (¢.g. C. E. Garcia and Morari (1989), Mayne ef al. (2000)
and Qin and Badgwell (2003)) can be found.

5.2.3 Predictive Control of MLD Systems

As introduced in Tyler and Morari (1999), MPC is well suited for finding control laws
for hybrid systems described in the MLD form.

The predictive control problem for MLD systems can be defined as follows. Let uyy,
Zrep and y,.; be desired steady state values. Consider the following constrained finite
time optimal control (CFTOC) problem

N—-1
min J(U (), (k) = 3 (1Q1(ulk +8) = rep)ll 1)
=0 (511)
HNQ2(2(k + ilk) — zres {100y + 1Qa(y(k + ilk) — yref)H{Loo})

subjected to the MLD model Eq.(5.10a)-Eq.(5.10c)ats = k, ...,k + N — 1,
where U(k) = [u(k)T,... ,u(k + N — 1)T] and @, Q2 and Q3 are assumed to be

full column rank matrices. It can be seen that the cost function penalize the predicted
evolution of the state, control input and output over the finite horizon N. The optimal
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control sequence at time-instant % is obtained by minimizing the cost function subjected
the evolution of the MLD model including its mixed integer linear inequalities plus pos-
sibly additional constraints. As we are using linear norms (either 1 or co-norm) and the
MLD model contains binary variables, the CFTOC problem amounts to solving a Mixed
Integer Linear Program (MI-LP). Because of the binary variables the MI-LP is not con-
vex (a local minima is not necessarily a global minima), in fact it is in general N P-hard.
N P-hard means that by using the algorithms available, the solution time grows in worst
case exponentially with the number of binary variables (Raman and Grossmann (1991)).
As the number of binary variables grows linearly with the length of the horizon (Morari
(2002)), this clearly indicates why it is convenient to use a finite time horizon. Though
solving the CFTOC problem is hard, efficient algorithms and solvers, that can handle
large size problems exists, such as ILOG (2003).

To summarize, MPC of MLD systems requires solving of a MI-LP problem at each time
instance. By modelling the systems directly in HYSDEL the MLD model can automati-
cally be generated, thereby converting the CFTOC problem into a standard MI-LP form
that can be exported and solved by existing solvers.

5.3 A Novel Approach for Desynchronization

To briefly recall; the objective was to formulate a CFTOC problem, where the optimal
control sequence minimizes the variance on w4, using a minimal control effort, thus de-
synchronizing the subsystems. Since the hysteresis controlled system Eq.(5.6) - Eq.(5.8)
is hybrid, we want to formulate it in the MLD framework such that the CFTOC problem
can be solved as a standard MI-LP.

In the following we will transform the hysteresis controlled system Eq.(5.6) - Eq.(5.8)
in to a MLD-form. We will construct two different MLD models, a full version tak-
ing all dynamics in to account (version 1) and a reduced version (version 2), which is
computational more tractable, however still sufficient for dealing with the problems of
synchronization.

Version 1
The interconnected system Eq.(5.6) and Eq.(5.7) can be written in a more compact form:

(k4 1) = A#(k) + [By, cla(k) + Bad(k) + Baz(k)
g(k) = Ca(k) + d, (5.12)

Eyd(k) + Esz(k) < Eyx(k) + B,

where z = [$17 ey Ly xu]Ta @ - [yh ceey yn7usub]T> U = [uezm I]T,(S - [617 ceey 671] and
z is an auxiliary variable defined as: 2z = [z,01, ..., 2y 5n]T and system matrixes is given
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by:
Ay 0 0 Bid, 0 0 c
A= By = By = c—=
0 A, O 0 Byd, 0 Cn
_Ba Au 0 0 Bu 0
B.C, 0 Cy 0 DC, dy
By = = o a= |
0 B, C, 0 C, D,C, dn
0 0 0 0 Cu d,
(5.13)

The new variable z is defined by the nonlinear term z; = z,6;, however this can be
replaced by the following mixed integer(MI)-inequalities, assuming ., € [m, M].

zi(k) < Mo (k)
zi(k) > md;(k)
zi(k) < zu(k) —m(1 = (k)
zi(k) 2 zu(k) — M(1 = 6;(k))

Writing these Ml-inequalities in a matrix form the matrices Eg, Eg, E4 and E5 are
obtained.

One of the objectives was to minimize the control actions on w.,,, that is to minimize
Atbego(k) = teno(k) — teao(k — 1). Tt is therefore convenient to rewrite the system
Eq.(5.12) by augmenting the state vector Z( k) with we,,(k—1) (x(k) = [Z(k), tero(k—
1)]") such that Awu., can be written as an output.

The upper (y) and lower (y) bounds, maintained by the hysteresis control, has not yet
been considered. Recall that the idea was to use the upper and lower bounds (along
with Au.,,) as control inputs. Now if we look at the switching law Eq.(5.8) then the
logic determining whether J; is on or off, has to be incorporated in Eq.(5.12) as MI-
inequalities.

Let @; and u; be controllable upper and lower bounds for the 7’th subsystem. Let 65, and
dy, be two sets of binary variables determined by [0g, (k) = 1] « [u;(k) — y:(k) < 0]
and [0y, (k) = 1] < [yi(k) —u; (k) < 0]. Let furthermore z¢ ; (k+ 1) = J;(k) be alogic
state keeping track of the old values of ;. By assuming that &; should switch on when
the upper bound is reached and vice versa when the lower bound is reached, the logic
determining the hysteresis control law can be set up. In the Table 5.3 the logic and the
matching MI-inequalities can be found. More details on transforming logic rules into
MI-inequalities can be found in Christiansen (1997), Hayes (1993) and Bemporad and
Morari (1999).

Now updating the system, Eq.(5.12), with the new input, state and binary vectors and
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Logic | MlI-inequalities
Initialization of 5, and &y,
[0a, (k) = 1] = [a;(k) — y; (k) < 0] a; (k) — yi(k) < Wz( = 0a; (k)
w;(k) —yi(k) < e+ (M ) i (k)
[Ou, (k) = 1] < [yi (k) — u; (k) < 0] vi(k) — u; (k) <

M, ( u, (k)
yi(k) —u;(k) <e+ (my; — 6) u; (K)
Hysteresis control of the ¢’th subsystem

[6i(k) = 1] « [6a, (k) = 1] da; (k) —8;(k) <0
V(0w (k) = O] A fag s (k) = 1]) Oy, (k) — (1 —0:(k)) <0

(1 =0y, (k) + 25 — 0:(k)) <1
(1 —da, (k) + (1 —mei(k)) — (1 —d(k)) <1
State update (binary states)

| zgi(k+1) = 06;(k)

2

Table 5.1: Logic determining the switching law of the 7’th hysteresis controller. M,
[77;] are over [under] estimates of @; (k) — v;(k), M, [m,] are over[under] estimates of
y; (k) — u;(k) and ¢ is a small tolerance (typically the machine precision).

including the MI-inequalities (Table 5.3):

z(k+1) Ax(k) + Biu(k) + B26(k) + Bzz(k)
y(k) =Cz(k) + Diu (5.14)
Eqo(k) + E3z(k) <Ejx(k) + Eyu(k) + Es,

where

w(k) = [E(k), wezo(k — 1), [2e1(K), s wen(K)]]T,

y( ) [@ Aueza( )]

u(k) = [tezo(k), 1, [y (F), oy w, ()], (g (R), oo an (R)]])T,

8(k) = [[0u, (k), ..., Ou n( )]7[ ay (k), ... Oa,, (K )] [61(K), ..., n ()T

2(k) = [y (ko1 (k), ..., 2 (K)o, (B)]T.

The system matrices are glven by:
A By 0 By ¢ 0 0 00 0 Bs

A=10 0 0|.Bi=|I 0 0 0f,Bs 0 0 0 Bys=10],
0 0 0 0 0 0 0 0 0 I+B, 0
C 0 0 0 d 0 0

C{o -1 O}anle{I 00 0}

The matrices concerning the inequalities Fy, F», Fs, F4 and Fs define the upper and
lower bounds on z, » and the auxiliary variable z, plus incorporating the Ml-inequalities
in stated in Table 5.3. These are rather large and trivial matrices, that along with 4, B,
B,, Bs and C' can be automatically generated using HYSDEL.

We have shown the system Eq.(5.6) - Eq.(5.8) can be transformed into a MLD form. By
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Variable Size
real binary
x n-m+q+I n
U 2n 4+ g+1 0
z n-l 0
é 0 3n

Table 5.2: Size of the MLD model, version 1, Eq.(5.14)

subjecting the objective function (Eq.(5.11)) to the MLD model Eq.(5.14) and choosing
appropriate weight matrices (Q1, Q. and Q)3) the objectives can be met.

Let @ - diag(Quemn 4, Qg7 Qﬁ): - - diag(be Quemﬁ ng) and
Qs = diag(Qy, Qu,.,> @au.,,). By choosing Qau,,, > 0and Qu,,, > 010
be diagonal matrices with large values in the diagonal, it is possible to minimize
the variations on wg,; and simultancously minimize the control actions Aweg,,, thus
fulfilling the objectives and desynchronizing the subsystem.

It can however be seen from Table 5.2 that the resulting MI-LP contains quite a lot of
binary variables, namely 4 times the number of subsystems plus as many z variables
as there are subsystems. Recall that the computation time is strongly dependent on the
number of binary variables, it therefore pays off to reduce the size of the problem, i.c.
reduce the number of binary variables.

Version 2

Motivated by the huge number of binary variables in the previous representation of the
interconnected systems (version 1), we will in the following try to construct a simpler
MLD model.

We will now use the d’s as input instead of the upper and lower bounds in the hysteresis
control. The system can then be written as:

#(k+1) = Az(k) + By, ¢, BoJu(k) + Bsz(k)
(k) = Ci(k) + d, (5.15)
Egz(]f) < E4:E(/€) + Elu(]f) + E57

Where ‘/"i - [$17 "'7x’n7xu]T7 g - [917 "'7yn7usub]T> U = [u6107 17(517 ceey (577,]T> z =
[£401, ..., 2,0, and the system matrices are given by Eq.(5.13).
Now introducing Au.,,, in the output, for the same reason and by using the same method
as above in version 1, the system Eq.(5.15) can be written as:
xz(k+ 1) = Az(k) + Biu(k) + Bsz(k)
y(k) =Cz(k) + Dyu (5.16)
Egz(k) §E4:E(/€) —+ Elu(k) + Es,
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Variable Size
real binary
x n-m+q+I 0
U q+1 n
z n-l 0
é 0 0

Table 5.3: Size of the MLD model, version 2, Eq.(5.16)

where (k) = [E(k), ueao(k — 1], y = [§, Atego]”. and the system matrices are

. . o A Bl o Bl [ BQ o Bg o C 0

given by: A = {O 0},81 = {I 0 O:|,Bg = {O},C {O ~ } and
0 d

Dy = I ol

The matrices F1, Fo, Fs, F4 and Fs are determined by the bounds on =z, » and the
MIl-inequalities determining z. They further more they incorporates the upper and lower
bounds (g; and y,) on y; in the subsystems. Since the switches (d) are incorporated as
control inputs and directly determined by the solving a CFTOC problem, the hysteresis
control law does not have to be regarded and formulated as a MI-inequalities.

The CFTOC resembles that for version 2, i.e. consider the objective function (Eq.(5.11))
and submit it to the MLD model Eq.(5.16). The objective (minimizing the variance on
Ugyp DY using minimal control action Aw,,,,, thus avoiding synchronization) can be ob-
tained by choosing the weight matrices in the same way as in version 1. However to
avoid excessive switching in the subsystems the &’s has to be weighted as well.

Now if we look at the complexity of the problem, it can be seen by comparing Table 5.2
and 5.3, that the number of binary variables and states are much smaller in the version
2 model than in the version 1, hence much more computational tractable. This clearly
shows that the size of the MLD-model and hence the matching CFTOC problem clearly
depends on how the control problem is posed. Furthermore one should be aware of the
fact that the MLD representation is not unique, the same system therefore has several
representations, which are not equally computational tractable.

In Chapter 6 we will demonstrate the use of the desynchronizing control on a supermar-
kets refrigeration system based on the version 2 representation of the control problem.



Chapter 6

Desynchronizing Control of
Supermarket Refrigeration
Systems

A typical supermarket refrigeration system consists of a central compressor rack that
maintains the required flow of refrigerant to the refrigerated display cases located in the
supermarket sales area. Each display case has an inlet valve for refrigerant that needs
to be opened and closed such that the air temperature in the display case is kept within
tight bounds to ensure a high quality of the goods.

For many years, the control of supermarket refrigeration systems has been based on
distributed control systems, which are flexible and simple. In particular, each display
case used to be equipped with an independent hysteresis controller that regulates the air
temperature in the display case by manipulating the inlet valve.

The major drawback, however, is that the control loops are vulnerable to self-inflicted
disturbances caused by the interaction between the distributed control loops. In
particular, practice show that the distributed hysteresis controllers have the tendency
to synchronize, meaning that the opening and closing actions of the valves coincide.
Consequently, the compressor periodically has to work hard to keep up the required
flow of refrigerant, which results in low efficiency, inferior control performance and a
high wear on the compressor.

The control problem is significantly complicated by the fact that many of the control
inputs are restricted to discrete values, such as the opening/closing of the inlet valves
and the stepwise control of the compressor. Furthermore, the system features switched
dynamics turning the supermarket refrigeration system into a hybrid system.

89
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In the following we will first briefly recall the layout of a supermarket refrigeration sys-
tem, and provide an overview of the traditional control setup. Next we will derive a
nonlinear model of the refrigeration system, and furthermore by linearization, we will
transform the model into an interconnection of linear hysteresis controlled subsystems.
Next we will analyze the causes for synchronization based on the results provided in
Chapter 5. Finally we will based on the linearized model apply the proposed desynchro-
nizing MPC and test it on the nonlinear model.

6.1 System Description

In the following section we will briefly recall the layout of a supermarkets refrigeration
system. We will however give a more detailed description of the display cases, as they
play an important part, later on, in the model and when we will study synchronization.
Furthermore we will briefly recall the traditional control structure and motivate the use
of a desynchronizing control.

6.1.1 System Layout

As mentioned earlier the supermarkets refrigeration system can be divided into a high
and a low temperature part. We will however only consider the high temperature part
here.

Now recall that the system can be divided into three parts namely the compressor rack,
the condenser unit and the refrigerated display cases. Figure 2.5 depicts the layout.
The compressors maintain the flow of refrigerant in the system, by compressing the
low pressure refrigerant from the suction manifold, which is returning from the display
cases. The high pressure refrigerant, leaving the compressors, flows to the condenser
unit, where it condenses. The condensed refrigerant flows from the condenser unit and
into liquid manifold and further on to the display cases, where it evaporates. Hereafter
the evaporated refrigerant returns in the suction manifold, whereby the refrigeration cy-
cle is closed.

The Display Cases

A variety of different display cases exist, in the following description we will however
focus on open display cases, which are by far the most common type. The basic equa-
tions describing the dynamics for open as well as closed display cases or clod storage
rooms are similar, however the load for the surroundings though differ. Now figure 6.1
depicts a cross section of an open display case.

The refrigerant is let into the evaporator located at the bottom of the display case,
where the refrigerant evaporates under heat absorption from the surrounding air circu-
lated through the evaporator. The resulting air flow creates an air-curtain at the front
of the display case. The fact that the air-curtain is colder than the goods enables a
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Figure 6.1: Cross section of a refrigerated display case.

heat transfer from the goods (Qglods-air) and - as a side effect from the surroundings
(Qairload) to the air-curtain. Inside the display case is located a temperature sensor
(7,,,r). which measures the temperature next to the goods. This temperature measure-
ment is used in the control loop as an indirect measure of'the goods temperature. Fur-
thermore, at the inlet to the evaporator is located an (off/on) inlet valve which is used to
control the temperature in the display case. In series with the inlet valve is a thermostatic
expansion valve which is used to control the superheat, that is when the inlet valve is
open. In some versions there is no extra thermostatic expansion valve, in that case the
superheat is regulated by pulse width modulation ofthe inlet valve.

6.1.2 Traditional Control

The control systems used in today’s supermarket refrigeration systems are, as previously
mentioned decentralized. Each ofthe display cases is equipped with a temperature con-
troller and a superheat controller that controls the filling level of the evaporator. The
compressor rack is equipped with a suction pressure controller. Furthermore, the con-
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denser is equipped with a condensation pressure controller, and on top, various kinds
of supervisory controllers may be used that help adjusting the set-points, such as ¢.g.
described in Chapter 3 and 4. Here we will only consider the display case temperature
controller and the compressor controller.

The air temperature T,;, in the display cases are controlled by a hysteresis controller
that opens and closes the inlet valve. This means that when T,;, reaches a certain upper
temperature bound the valve is opened and 7;, decreases until the lower temperature
bound is reached and the valve is closed again (Danfoss A/S (2004«)). Unfortunately,
when the valve is closed, the air temperature continues to decrease below the lower
bound creating an "undershoot", this is caused by two things. Firstly, the remaining re-
frigerant contained in the evaporator evaporates, and secondly, the thermal capacity of
the evaporator wall adds an extra order to the system dynamics.

In the supermarket many of the display cases are alike in design and they are working
under uniform conditions. As a result, the inlet valves of the display cases are switched
with very similar switching frequencies. Therefore, the valves have a tendency to syn-
chronize leading to periodic high and low flow of evaporated refrigerant into the suction
manifold thus creating large variations in the suction pressure.

Recall that the compressors controls the suction pressure by turning off and on com-
pressors in the compressor rack (Danfoss A/S (20045)). The suction pressure controller
is normally a PI-controller with a dead band around the reference of the suction pres-
sure. The dead band ensures that the integration is stopped as long the suction pressure
is within the dead band. When the pressure exceeds the upper bound the integration is
started and one or more additional compressors are turned on, eventually, to reduce the
pressure, and vice versa when the pressure falls below the lower bound. Hereby mod-
erate changes in the suction pressure and small biases from the reference do not initiate
a compressor switching, Nevertheless, pronounced synchronization effects lead to fre-
quent compressor switching causing large fluctuations in the suction pressure and a high
wear on the compressors.

All of these problems would however be solved if a continuous control of the air tem-
perature was applied, e.g. a cascaded control with a superheat control in the inner loop
and an air temperature control in the outer loop. The inner loop would control the filling
level of the evaporator (the superheat is an indirect measure of the filling level) and the
outer loop would adjust the filling continuously to maintain the required air temperature.
The reason, however, why hysteresis controllers are used in the display cases, despite
the severe side effects, has various reasons. If a mechanical superheat controller (a ther-
mostatic expansion valve) is installed in the display cases, it is of course not possible to
apply a cascaded control structure. Furthermore if the evaporator in the display cases is
operated with a low degree of filling, then the temperature distribution across the display
case will be in-homogenous, thus deteriorating the goods quality. Finally, humid air will
cause a frost build up on the coldest arcas of the evaporator, thus deteriorating the heat
transfer and blocking the air flow through the evaporator. The hysteresis control has the
positive side-effect, that in the off periods the frost will melt, perhaps not completely but
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enough to create a more dense ice layer that actually improves the heat transfer (Fahlén
(1996)), defrosting of the evaporators can therefore be carried out less often using hys-
teresis control.

In the following we will therefore apply the proposed control scheme for desynchro-
nization, thus accommodating the otherwise deteriorated control performance and fur-
thermore maintaining the desired qualities of the hysteresis controls. Before we turn to
the implementation, we will however need an appropriate model of the system. In the
following we will derive a model and study more in detail the phenomenon of synchro-
nization in supermarkets refrigeration systems.

6.2 Dynamic Model of a Supermarkets Refrigeration
System

In the literature only few dynamic models of refrigeration systems can be found (e.g.
Xiang-Dong ef al. (1997) and Larsen and Holm (2003)) and yet less describing larger
systems consisting of a number of evaporators. However in Gordon ef al. (1999) is a
very detailed dynamic model of a multiple evaporator system presented. For describing
the effects of synchronization we can settle with a somewhat less detailed model. We
will therefore start by summarizing the main features of a nonlinear continuous-time
model of a supermarket refrigeration system derived by Jakobsen and Skovrup (2004).
The aim of the model is exactly to describe the major dynamic interconnections that
might complicate the system control. The model is accepted at Danfoss and used for a
firsthand verification of new control algorithms.

Afterwards on the nonlinear model is linearized, obtaining an interconnection of linear
hysteresis controlled subsystems, according to Eq.(5.6)-Eq.(5.7). The lincarized model
will be used later on for analysis and implementation of a desynchronizing control.

6.2.1 Nonlinear Continuous-Time Model

The nonlinear model of the supermarket refrigeration system is composed of individual
models of the display cases, the suction manifold, the compressor rack and the condens-
ing unit. The main emphasis in the modelling is laid on the suction manifold and the
display cases such that the dynamics relevant for controlling the compressor(s) and dis-
play cases are captured. Furthermore the model must be able to describe the dynamics
whether the inlet valve is closed or opened and it should capture the phenomena of syn-
chronization.

The Display Cases

The dynamics in the display case can be described by three states, namely the goods’
temperature T),045, the temperature of the evaporator wall T,,,;; and the mass of liquid
refrigerant in the evaporator M,..;. The input to the display case model is the suction
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pressure (Ps,.), the state of the inlet valve (closed or opened, valve € {0, 1}) and the
disturbance QW load- The model of the display cases encompasses three parts, namely
the goods, the evaporator and the air-curtain in between. The following derivations are
based on a layout of a display case similar to the one depicted in Figure 6.1, the notation
introduced in the figure will furthermore be used in the following. By setting up the
energy balance for the goods and the evaporator, the following two state equations can
be derived, assuming a lnmped temperature model.

dTgOOdS UAgOOdsfair

- (Tooss — Toss 6.1
dt Mgaods : vagwds ( e ) "
Twen __UAair—wan
_ ATir — Twa
dt Myai - Cpwall ( i ©2
_ UAwall*’f’Ef(Mref) . (Twall - TE) |

Mwall . Cp,wall

where U A is the overall heat transfer coefficient with the subscript denoting the media
between which the heat is transferred, A/ denotes the mass, and ', the heat capacity.,
where the subscript denotes the media the parameter refers to. Moreover T is the evap-
oration temperature, which is an output from the model of the suction manifold that will
be derived later on. The air temperature 7y, is determined in the following,

As indicated in Eq. (6.2), the heat transfer coefficient between the refrigerant and the
evaporator wall U A,yq11—re is a function of the mass M, ., of the liquified refrigerant
in the evaporator. It is assumed here that this relation can be described by the following
linear function:

Mref

UAwallfref(Mref) - UAwallfrefrig,maz . Mi
ref,max

; (6.3)

where M, = M, . mas, Wwhen the evaporator is completely filled with liquid refriger-
ant, this is also when the maximal overall heat transfer coefficient U Ay q11—re frig mas
is attained.

The accumulation of liquid refrigerant in the evaporator is described by:

Y 0 if valve =1,
d;@f = { —x= ifvalve = 0 and M,c; > 0, 6.4)
0 if valve =0 and M,.; = 0.

where Ahy, is the specific latent heat of the remaining liquid refrigerant in the evaporator
(when the valve closes), which is a nonlinear function of the suction pressure. Q. is the
cooling capacity of the individual display case, which can be found by setting up the
energy balance for the evaporator:

Q@ - (Twall - T@) : UAwallfref(Mref) (65)
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The amount of liquid refrigerant in the evaporator M, s follows a switched nonlinear dy-
namics governed by Eq. (6.4). It is assumed that the evaporator is filled instantancously
when the inlet valve is opened (valve = 1 = M,.y = M,cf pmqr). Furthermore,
when the valve is closed (valve = 0) and all of the enclosed refrigerant has evaporated
(M = 0), then dj\é;ef = 0. Figure 6.2 depicts the finite state machine for the state
Myey.

Valve closed and
evaporator is
being emptied

Valve open and valve = 1

evaporator is full

Valve closed and
evaporator is empty

Figure 6.2: Finite statc machine, describing the mass of refrigerant in the evaporator
(M'r’e f )

When the refrigerant leaves the evaporator it flows on to the suction manifold. The mass
flow out of the evaporator is given by:

. { Qe if valve = 1,
m =

foe ~hie (6.6)

A%;g if valve = 0,

where ;. is the inlet enthalpy which is a nonlinear refrigerant specific function of the
condensing pressure and the subcooling and £, is the outlet enthalpy which is a non-
linear function of the suction pressure and the superheat.

Finally, the air temperature T, can be found by setting up the energy balance for the
air-curtain (Qair,wa” = ngds,air + Qairload)~ It is assumed that the heat capacity
of the air is zero and that the temperature distribution in the air is uniform.

T, — Qairlaad + Tgaads ' UAgOOdsfair + Twall ' UAai'r’fwall
air —
UAgOOdsfair + UAgOOdsfair

; 6.7)

where Q;r10aq 1S an external heat load on the air-curtain from the surroundings.
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The Suction Manifold

The dynamic in the suction manifold is modelled by two states, namely the density of
the refrigerant in the suction manifold p,,,. and the suction pressure P;,,.. Setting up the
mass and energy balance, and assuming an ideal gas, the corresponding state equations
are obtained

dpsuc  Myn—suc — Vcomp " Psuc

= 6.8

T Vi ; (6.8)
dPsuc Hinfsuc - hautfsuc‘./cam : psuc

=R P 6.9

dt Cv ) ‘/suc ’ ( )

Min—suc — Z?Zl m; is the total mass flow from the display cases and into the suction
manifold, where m; is the mass flow out of the :’th display case determined by Eq.(6.6)
and n is the number of display cases. The "energy" flow in to the suction manifold is
given by Hm,suc = Z?Zl Mhoe i, Where ho.; is the outlet enthalpy from the ¢’th
display case. V. is the volume of the suction manifold, Vwmp is the volume flow out
of the suction manifold determined by the compressor(s), R is the gas constant for the
refrigerant and C, is the specific heat capacity.

The Compressor

In most refrigeration systems, the compressor capacity is discrete-valued, as compres-
sors can be switched only cither on or off. Let m denote the total number of compres-
sors. The compressor bank is modelled using a constant volumetric efficiency 7,.; and
the maximal displacement volume V. Thus, the volume flow V_,,,, ; out of the suction
manifold created by the i’th compressor can be determined as follows

. 1

‘/camp,i = comp; - m Mol - Va i=1,.,m (6.10)
where comp; is the i’th compressor capacity, and Veomp = b, Viomp.i is the total
volume flow.

By disregarding the dynamics of the condenser, a full model of the supermarket refrig-
eration system has now been attained. Summing up, the model of the suction mani-
fold contains 2 states ([Psue, Psuc)) and 3 inputs ([Vieomp, 74, hoe :]). Each display case
contains 3 states ([T yoods i, Lwail,i, Mref,:]), 2 inputs ([Psye, valve;]) and 1 disturbance
([Qairlaad@]). To give an overview of the model the flowchart is depicted in Figure 6.3.

6.2.2 Linear Model

In the following we will linearize the nonlinear model derived above, such that display
cases and the suction manifold can be described as an interconnection of linear hysteresis
controlled subsystems i.¢. according to Eq.(5.6)-Eq.(5.7).
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Display cases

Vave | 1
M, Bl
Q‘ - Eq (6 1) T‘at’r= M .
airload Fq.(6.2) T q
Eq.(6.7) | “wall
Eq.6.3)| . M,
¢ Eq635)| O,
Eq.(6.4)
77777 \:l h, |Eq@6
Suction Manifold hoe i
S v )
]L ])Suc Eq.(6.8)
* Eq.(6.9)

4 z hoe i mi

comp

Figure 6.3: Flowchart for the nonlinear model of the supermarkets refrigeration system.

The Display Cases
The term describing the goods temperature (Eq.(6.1)) is linear, it is simply a low-pass
filtering of the air temperature (7,;,.), therefore this expression is kept unchanged

dTgOOdS UAgOOdsfair

= — AT d —_T. ,
dt Mgaads . Cp,gaads ( o008 MT)

The equation describing the wall temperature (Eq.(6.2)) is on the other hand nonlinear,
it contains a product of the two states T',,;; and M,.;. By disregarding the cooling
capacity of the enclosed refrigerant (when the inlet valve closes), the wall temperature
can be described by following linear system:

dTwall UAai'r’fwall
- : Tair - Twa -
dt Mwall . Cp,wall ( ”)

Qe
Mwall . Cp,wall

6.11)

Disregarding the cooling capacity of the enclosed refrigerant in Eq.(6.11), means that
the undershoot in the air temperature is not modelled. This "undershoot" is however
important to capture when controlling the air temperature. By introducing 6 € {0, 1}
to describe the valve action and a low-pass filtering of Q.. the emptying time of the
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evaporator can be approximated by the filtering time-constant 7¢;;:

dQ. 1
dt o Ttil

((5 : (Twall,O - T@) : UAwallfref,maz - Q@) (612)

It is assumed that cooling capacity Qo) only depends on T, thus disregarding the dy-
namical influence of Tq11. Thwair,o 1 therefore the constant "mean" wall temperature.
Finally by linearizing the evaporation temperature, the display case is transformed to a
switched linear system. The dependence between T, and P;,,. can be approximated by
a linear (affine) function. Linearizing around the normal point of operation (Ps..,0), the
following expression for 7. can be obtained:

dl,

T, =
dpsuc Psye=Psuyc,o0

: (Psuc - Psuc,O) + T@,O (613)

By inserting in Eq.(6.11) a switched linear model is obtained.
The air temperature is computed using Eq.(6.7), i.¢.

Qairlaad + T goods * UAgOOdS air T Twall UAG/L’I" wall

Tair =
UAgOOdS air T UAgOOdS air

The Suction Manifold

Now if we study the equation describing the pressure in the suction manifold (Fs..)
Eq.(6.9), it can be scen that it contains two nonlinear terms namely H,,, ;.. and
howt—sue * Vwmp - psuc. Recall that pgy. 1S a state, hgy—syce 1S a function of P, and
Vwmp is (indirectly) a control input.

If the outlet and inlet enthalpy are assumed identical and constant for all the display
cases, i.€. hoe; = hoeo and hye; = hye o, then by insertion of Eq.(6.6) (disregarding
the emptying when the valve is closed), Hm,suc can be written as:

Hin gy = o2 . ZQ@“ (6.14)

ha@ 0 —

where T is determined by Eq.(6.13).

By assuming that the density of the refrigerant in the suction manifold (psue = Psuc,0)
is constant, meaning that the state p,,. is truncated, and furthermore assuming that
Pout—sue = Pour—suc,0 18 constant the nonlinearities in Eq.(6.9) can removed.

dpsuc - RHinfsuc,O - haut suce O‘/camp Psuc, O
dt Co - Viue

(6.15)

where Vcomp is determined by Eq.(6.10).
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Now writing the linearized (switched) system in a more compact form, the following
can be obtained for a supermarkets refrigeration system consisting of » display cases

#1(t) = A1z (8) + 01 () Brusus(t) + 1,  w1(t) = Cra1(t) + ds

: : (6.16)
Zn(t) = Apzn () + 0, (1) Bpusus(t) + ¢n, yn(t) = Crzn(t) + dy,
and for the suction manifold
z1(t)
iy (t) = Bytego(t) = Bo | 6.17)

Talt)
Ugyp(t) = Cuzy () + dy

where xz(t) - [Tgaads,i7Twall,i7 Q@,i]Ta Yi — Tair,i; Usub — Twall,O - T@; Ty — Psuc
and vy, = Vwmp. The system matrices can be found in Appendix D.

Finally by discretizing Eq.(6.16) - Eq.(6.17), the system is brought in the form of
Eq.(5.6) - Eq.(5.7), i.e. an interconnection of linear hysteresis controlled subsystems.
The linearized system therefore has a flowchart similar to the one depicted in Figure 5.7.
To compare the nonlinear and the linearized model a simulation has been performed.

Component Parameter Value Parameter Value
Display UAgOOdsfai'r’ 60 [W/K] Mgoads 400 [kg]
casc UAai'r’fwall 360 [W/K] Mwall 180 [kg]
UAwallfref,maz 900 [W/K] M'r’@f,maz 0.6 [kg]
Cp wall 385 gl il 40 [sec]
Cp,gaads 1000 [kgLK] Psuc,O 4 [bar]
Qairlaad 900 [W] Psuc,0 25 [kg/mg]
Twair,0 0 [°C]
Suction Viue 5 [m?] R 85 %]
manifold C, 649 [,W—JK]
Compressor Va 10 [m>/h] Tvol 0.8
Refrigerant | Thermodynamical properties of R404a Skovrup (2000)

Table 6.1: Parameter values for the lincar and nonlinear model. The parameters are
approximated to achieve responses similar to real plants.

The air temperatures (7,;,) has been controlled by hysteresis controllers and the com-
pressor has been operated at a constant capacity (the used parameter values can be found
in table 6.1).
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Linear model

air, 1

air,2
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Nonlinear model

[°Cl

air

T

— t
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air,2
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Figure 6.4: Simulation of the lincar and nonlinear system with 2 hysteresis controlled
display cases. The upper part of the plots depicts the air temperatures, where the hori-
zontal lines illustrate the upper and lower bound in the hysteresis controllers. The lower
part of the plots depicts the suction pressures.
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As it can be seen the air temperatures have a certain undershoot. Recall this undershoot
was caused by the enclosed refrigerant in the evaporator when the valve closes. For
the linear system this undershoot is approximated by a low-pass filter. It can however
be seen that the filtering also has an effect on the suction pressure as the variations are
smoothend as well, thus reducing the tendency to synchronization. This will be dis-
cussed more in details below, however it can, in general, be seen that the lincar model
captures the effects of synchronization and most important, the resulting increased vari-
ations on the suction pressure.

6.3 Synchronization in Supermarkets Refrigeration
Systems

In this section we will study more in detail the causes for synchronization in supermar-
kets refrigeration systems. In Chapter 5 we found that, besides the coupling structure,
the coupling strength and the "natural" switching frequency is determinative for syn-
chronization. By analyzing the parameters in the derived models we will try to find out,
which parameters determines the coupling strength and the switching frequency.

The first precondition that we found should be fulfilled for the subsystems to synchro-
nize, was that the interconnection digraph should be UQSC and that there should exist a
feedback from at least one of the subsystems. If we study the flowchart of the nonlinear
system, Figure 6.3, and the matching equations it can be seen that, when all the inlet
valves are open (valve = 1), then the state Ps,,. in the suction manifold affects (via 7)
the states in all of the display cases. Hence, if there exists time intervals, where all of
the valves have been open the system is UQSC. Furthermore it can immediately be seen
that there exist a feedback from the display cases to the suction manifold (v7; and %o ;),
i.e. the preconditions for synchronization is fulfilled. If the linearized system Eq.(6.16)
- Eq.(6.17) is analyzed it can be found that the controllability matrix of 4;, B;C, and
the observability matrix of A;, B, ;, both have rank > 1, i.e., according to findings in
Chapter 5, the precondition for synchronization is fulfilled. Figure 6.4 depicts simula-
tion results for two equal sized display cases, simulated on as well the nonlinear as the
linearized system. The simulation clearly shows that both systems synchronize.

We found earlier that the coupling strength and the switching frequency where deter-
minative for, whether the subsystems would synchronize. If we start by studying at the
switching frequency in the display cases, it is obvious to see, that it is determined by the
following:

e The size of de—“t” when the inlet valve is open and closed respectively.
¢ The size of the undershoot in Ty, ..

o The range of the hysteresis bounds.
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If we look at Eq.(6.1), Eq.(6.2) and Eq.(6.7), it can be seen that d{;t” is determined
by the two variables Qairload and 7, furthermore by parameters determining the heat
transfer and heat capacity of the evaporator wall and the goods. These parameters are
determined by the design of the display case and the properties of the stored goods.
However the heat transfer from the evaporator wall to the air is in general much better,
than from the goods to the air (UAqir—wait > UAgoods—asr). this means that the
dynamics in the display case largely is determined by its design and not by the contents
of goods. In a supermarket many of the display cases are alike or designed based on the
same guidelines, meaning that the parameters often are homogenous (for equally de-
signed display cases are U Aqir—waii/Mwan and U Ayari—refrig/Muway approximately
constant). Furthermore the display cases are located in the supermarkets sales area,
where they are affected by approximately the same disturbances, i.c. Qair,laad and
they are all operated at the same evaporation temperature 7, (or equivalently Pi,,.).
This means that de%” for all the display cases, when the inlet valves are opened and
closed respectively, approximately are the same.

The size of the undershoot in 7, is determined by the capacity of the enclosed
refrigerant in the display case, when the inlet valve is closed, i.e. M,cf maaQhig, and
the heat capacity of the evaporator wall. The heat capacity of the wall and the mass of
the enclosed refrigerant is determined by the design of the evaporator. The latent heat
Ahy, is determined by the suction pressure, i.e. the lower P, the larger Ah;,, which
means that the undershoot gets larger when the suction pressure is low. The undershoot
is therefore determined by design parameters, which where alike for the majority of
display cases, and the current suction pressure, which is common for all the display
cases.

In a supermarket the refrigerated goods can normally be divided into a few categories
depending on the required storage temperature. This means that there would be various
groupings of display cases containing goods that need to be preserved at similar
temperatures. The preset hysteresis bounds for these display cases would be similar.
The display cases in the supermarket can therefore be divided in a few groups operated
with different hysteresis bounds. The display cases within the group are operated with
similar bounds.

Summing up this means that a supermarkets system consists of groupings of display
cases, where the display cases within the group operates with similar switching
frequencies, but different in between the groups. This means that display cases within
the groups has an enhanced risk of synchronizing. Furthermore connected to the
refrigeration system, would typically be a couple of walk-in storage rooms that exhibits,
in general, a much slower switching frequency caused by the lower heat load and much
larger capacity of the air in the room.

We will now turn to study the coupling strength. If we look at the coupling matrix B,,
in the linear model (see Appendix D), it can be seen that the coupling strengths are
identical for all the display cases and independent of the design of the display cases. It
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can however be seen that the volume of the suction manifold (V;,,.) affects the coupling
strengths. The smaller V,, . the higher coupling strength hence higher attraction to syn-
chronization. However once the size of the suction manifold is given the attraction to
synchronization is entirely be determined by the feedback from the display cases, i.e.
Q. (the applied cooling capacity in the display case). The larger ). ; the higher attrac-
tion to synchronization, meaning that display cases within a wider range of switching
frequencies will synchronize. The size of Q). ; depends on the size of the display cases,
see Eq.(6.5), (U Ayqi—roy depends on the surface area of the evaporator), therefore will
large display cases contribute more to synchronization than small display cases. How-
ever if a number of smaller display cases have synchronized, they will have the same
effect as a large and therefore amplify the attraction synchronization.

Now if we study Eq.(6.5) it appears that the size of (). ; also depends on T, and thereby
on the suction pressure. So if the suction pressure is increased, then Q. ; will be de-
creased and the attraction to synchronization will be decreased and vice versa. Figure
6.5 depicts a simulation, on the nonlinear system of the two display cases with slightly
different hysteresis bounds, hence different "natural" switching frequencies. It can be
seen that when the suction pressure is low (Qw high), then the attraction to synchro-
nization is high and the display cases synchronizes. After 4000 sec the suction pressure
is increased from around 4.2 bar to 5.2 bar, Q). ; is thereby lowered meaning that the
attraction to synchronization is weakened. When the pressure reaches 5.2 bar the attrac-
tion is so weak that the difference in the natural switching frequency causes the display
cases to stop synchronizing.

Other effects however turns out to play an important part in the attraction to syn-
chronization for real supermarkets refrigeration systems. If the suction pressure is
high then Q“ is low and the time it takes to bring the air temperature down will be
longer. A limited positive disturbance in the suction pressure when the pressure is high,
might even cause (). ; to be so low such that the air temperature in a group of display
cases cannot be dragged down to the lower bound. The temperatures will therefore all
coincide within a narrow temperature range in between the upper and lower bounds.
Such a pressure disturbance could be caused by either switching a compressor off
(@if the suction pressure is controlled by discrete compressor capacities) or if a large
subsystem such as a cold storage room is turned on. Nevertheless when the suction
pressure eventually decreases again the group of displays cases will be synchronized.
Furthermore if the suction pressure is controlled by a (discrete) number of compressors
that can be turned on and off and the compressors starts to periodically switch on and
off (initiated by synchronization of a coupled of display cases) the compressor will
cause a periodical variation in the suction pressure, thus increasing the attraction to
synchronization. The influence on the suction pressure caused by turning on another
compressor in the compressor rack, depends however on the specific suction pressure.
At high pressure, turning on another compressor initiates a larger pressure drop in the
suction manifold than at low at pressure (at high pressure the density in the suction
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Figure 6.5: Simulation of the nonlinear system with respectively 2 hysteresis controlled
display cases with slightly different hysteresis bounds. Increasing the suction pressure
decreases the attraction to synchronization.

manifold is high, meaning that an increased volume flow out of the suction manifold
caused by turning on an extra compressor, leads to a higher mass flow, hence larger
pressure drop). Hence this points towards a lower attraction to synchronization a high
pressures.

All in all it is hard to give an unambiguous description of how the /eve/ of suction
pressure effects the attraction to synchronization. However it is clear that the variation
on the suction pressure is important for the attraction to synchronization.

Now summing up, we found that the design parameters, the load from the surroundings
and the suction pressure are alike for most of the display cases. Furthermore individual
groupings of display cases will have similar hysteresis bounds, therefore the switching
frequencies for those groups will be alike. We furthermore found that the size of the
applied cooing capacity in the display cases (Qw), each time the inlet valve opens, are
determinative for the attraction to synchronization. Furthermore we found that the vari-
ations on the suction pressure are important for the attraction to synchronization. All in
all this substantiates that the conditions for synchronization are present in a supermarket
system and the controllable parameters affecting synchronization is the suction pressure
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and the hysteresis bounds.

6.4 Desynchronizing Control

In this section we will apply the, in Chapter 5, proposed desynchronizing control on the
non-lincar model of the supermarkets refrigeration system. In Section 6.2 we derived
a switched linear model of a supermarkets refrigeration system, which we showed in
Section 5.1.3 could be transformed into a MLD model (after discretizing) and applied in
a MPC. However the control problem is slightly more complicated than the framework
described in Section 5.1.3 as the exogenous control input is discrete-valued. Recall that
the compressors in the compressor rack could either be turned on and off, thus creating
discrete valued compressor capacities. We will therefore start by extending the MLD-
model with these changes, such that it can be applied in the desynchronizing control
scheme.

6.4.1 MLD-Model

In the following we transform the linearized model Eq.(6.16) and Eq.(6.17) into a MLD-
form, according to the representation given by Eq.(5.16), introduced in Chapter 5. How-
ever some changes is incorporated beforchand.
In the framework introduced in Chapter 5, the exogenous input (wey,) to the inter-
connected systems Eq.(5.6) - Eq.(5.7) was assumed to be continuous. The input to
the refrigeration system is however discrete-valued, as the compressor rack consist of
m capacities that can switch on and off. If we study Eq.(6.15) then the nonlinearity
hout—suc * Veomp Was removed by assuming that Aoys—su. Was constant (Rous—suc 15
a function P,,.). A better approximation of the nonlinecar model can be achieved if
howi—sue 18 linearized instead.

dhsucfaut

hsucfou T ) Psuc_ suc hsucfau 5 6.18
C TP pp o)+ 50 (6.18)

This introduces the bilinear term, Py, - Vwmp in Eq.(6.15). However if we let dcomp ;s €
{0, 1} denote whether the 7’th compressor capacity is turned on or off then Eq.(6.15)
can be rewritten as:

(5c0mp,1 1
:[bu,lx/camp,h cey bu,l‘/camp,m] - Ba

5c0mp,m Ln

dPS’LLC
dt

6.19
5c0mp,1psuc ( )

+ [bu,Sx./camp,h ) bu,S‘./camp,m]

5c0mp,mpsuc



106 Desynchronizing Control of Supermarkets Refrigeration Systems

where
Ahsuc—out
b hautfsuc,o T T dPan. Psuc,O " Psuc,0
uw,l — —
' Cv ) ‘/suc

Ahsuc—out (620)
T dP...  Psuc0

bug =— R——=—"",

Cv ) ‘/suc

By discretizing Eq.(6.19) it can be transformed into a MLD-form. Note however that
the procedure of replacing the § P, .-value with an auxiliary variable z in continuous-
time, causes a change in the model-structure when the system is discretized. To avoid
this further complication Eq.(6.19) is assumed to be discretized using a forward Euler
approximation, which preserves the structure of the continuous-time model in discrete-
time. Choosing a suitable sampling time 7', is however difficult, as the switched
dynamic in the display case exhibit greatly differing time constants. Specifically, the
decrease of T,;, when the valve is open is significantly faster than the increase when the
valve is closed. To avoid long prediction horizons (in terms of steps) in the MPC, a long
sample time needs to be chosen. In general, however, this implies that the valve should
be opened for /ess time than the sampling interval in order to bring the temperature
down from the upper to the lower temperature bound without excessive undershoot.
The necessary additional flexibility is achieved by introducing the intermediate opening
time ,pen as a continuous-valued control input which allows one to vary the opening
time of the valve within the sampling interval. This behavior is well approximated by
introducing #,,.,, as a variable that varies the opening degree of the valve, i.c. rewriting
Eq.(6.12) we get:

d.e 1 taen
Q 7_(5 4

- ) Twa _Te 'UAwa —ref,maxr — .5 621
PRl - (Twan,o —Te) l-ref, Qe) (6.21)

where T4 is the intended sample time (the system is still in continuous-time). This
however introduces the nonlinearity §-¢open - (Tiwai,0—1%). Recall that T,y 0 —7% in the
linear model Eq.(6.16), is the input to the subsystems (¢sup). If tsup.0 = Twair,0 — Te 0
is assumed constant, then the remaining nonlinearity (6 - £,p.,) can be substituted by a
set of Ml-inequalities, as follows:

dQ. 1 (Lopen
dt Trit Tsamp
subjected to (6.22)
topen < 0T samp
topen 2 0

: (Twall,O - T@,O) : UAwallfref,maz - Q@)
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By applying the changes (Eq.(6.19) and Eq.(6.22)) to the linearized system (Eq.(6.16)
and Eq.(6.17)) following is obtained:

. Usy
xl(t) :Alxl(t) +t0p6n1(t)Bl 2.0 + ¢4, yl(t) = Clﬂﬂl(t) +dy
samp
. Usub,0
xn(t) :Anxn(t) + Lopenn, (t)BnT + cn, yn(t) = Cnxn(t) + dy,
samp
j:u (t) :[bu,lvcamp,h (EXS} bu,lvcamp,m]ueza(t) (623)

z1(t)
+ [bu,3Veomp,15 -5 bu3Veomp,m)2(t) = Bo | !
Ty ()
syt (t) =Cruzy (L) + dy
subjected to a set of MI-inequalities,

where xz(t) - [Tgaads,i7Twall,i7 Q@,i]Ta Yi — Tair,i; Usub — Twall,O - T@; Loy — Psuc
and tezo = [Scomp, 15+ Ocompm])” A0 2 = [Scomp 1 Psucs -+ Ocompm Psuc)” - The sys-
tem matrices are given by Eq.(6.20) and Appendix D. Recall that when the discretiza-
tion of Eq.(6.23) is performed subsequently, the state x,, is assumed discretized using
an Euler approximation, thus maintaining the system structure.

Now if we look at the system Eq.(6.23), then it can be seen that the system is no longer
UQSC as the input to the subsystems w4, are assumed constant. The system will there-
fore not synchronize by itself. At first glance this seems to be a serious problem with the
model, however recall that the model is meant to be used in a MPC framework, which
means that the initial states are updated with measurements at every time-instance. Fur-
thermore w0 Will be updated at every time-instance (it will however be constant dur-
ing the N-step prediction). This means that if the real system synchronizes, then the
MLD model will as well. The effects of synchronization is captured by the MLD model,
which means that if the real system and thereby also the MLD model synchronizes, it
will cause large variations on the predicted variable ws,;. Therefore if the objective
function penalizes variations on w4, from its reference, then it will be optimal to de-
synchronize the operation of the subsystems.

By discretizing the system Eq.(6.23) it can be transformed into a MLD-form according
to Eq.(5.16), where ;(t) = [z1, ..., Tn, Ty Uewo (K= DT,y = [Y1, s Yis Usub, Dtezo)s
U = [617 tap@n,h EEEP) 6n7 tapen,ru uEIO]T and z = [5c0mp,1psuw sy 5c0mp,mpsuc]T~ Sum-
ming up this means that a refrigeration system consisting of » display cases and con-
trolled by m discrete compressor capacities will result in a MLD model of the size
indicated in table 6.2
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Variable Size
real binary
T 3-n+1 m
U n n-+m
z m 0
6 0 0

Table 6.2: Size of the MLD model for a refrigeration system consisting of n display
cases and controlled by m discrete compressor capacitics.

6.4.2 Implementation on a Refrigeration System

In the following we will test the desynchronizing scheme on the nonlinear model
of a supermarket refrigeration system.  We will focus on a system consist-
ing of two display cases and two equal sized compressors with the discrete ca-
pacities compy € {0,50} and comps € {0,50}. The parameters used in
the model can be found in Table 6.1. The input vector is defined as v =
[Ovaive, 1, topen 1, Ovalve,2; topen, 2, Ocomp 15 5wmp72]T, the state vector is defined as
xr = [Tgaads,h Twall,h Q@,h Tgaads,27 Twall,27 Q5,27 PSUC7 5c0mp]T> where (5c0mp -
Scomp1 + Ocomp2. The output vector as y = [Tyir 1, Toir 2, Psue, Acomp]”, where
Acomp = 50(Abomyp ). Note that the Acomp formulation will be needed in to penalize
the switching of the compressor, as described in Section 5.3. Notice furthermore that
by adding the summed compressor switches to the state-update instead adding them in-
dividually, the number of states can be reduced by m — 1 where m is the number of
discrete compressor capacities.

The sampling interval is Tsqmp = 60 sec. In order to accommodate the fact that, it on
a real plant takes a while to fill the evaporator after opening the valve, a lower bound
0N T oper, 1s introduced. It is assumed that it takes 10 sec to ensure that the evaporator is
completely filled, i.e. we set topen, € [10, 60].

The procedure in Section 6.4.1 yields an MLD system with 8 states (7 states from the
system and 1 additional state for d.omp(k — 1)), 2 z-variables, 4 binary-variables and
52 inequality constraints (see also table 6.2). The derivation of the MLD system is per-
formed by the compiler HYSDEL, the code can be found in Appendix C.

6.4.2.1 Control Objectives

The control objectives are to bring the suction pressure P, close to its reference value
at Pyye pep = 4.2bar (~ 1, = —10°C) with little variance, while fulfilling the soft con-
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straints' on the air temperatures in the display cases T, € [0, 4], and while switching
the compressors as little as possible in order to minimize wear. Switch transitions in the
inlet valves of the display cases are by far less critical concerning wear. Furthermore in
some cases, it is desired that the air temperature has the zigzag behavior as experience
indicate that this gives a more compact icing on the evaporator improving the heat trans-
fer and giving a uniform temperature distribution across the display case, as mentioned
carlier. The air temperature has been constrained softly for two reasons firstly it is not
crucial that the temperature stays within the bounds at all time, secondly it improves
feasibility of the CFTOC problem (Eq.(6.25)) as it expands the feasible set.

Here, an objective function is used that penalizes with the co-norm over a finite horizon
the following three terms. (i) the deviation of the suction pressure Ps,,. from its refer-
ence, (ii) the switching of the manipulated variables (the compressor and valve control
actions) and (iii) the violation of the soft constraints on 7},;,. The control law is then ob-
tained by minimizing the objective function subject to the evolution of the MLD model
and the physical constraints on the manipulated variables. As we are using the co-norm,
this minimization problem amounts to solving a MI-LP.

According to Section 5.3 and the above formulated objectives, the following optimal
control problem is considered:

—

o, M= (latIE, +lly(k) = ooy (R)IZ,) 624
N—-1 .
tpe > (ﬁ(/ﬂ) +S(k)) (6.25)
k=1

subject to the evolution of the MLD model computed from Eq.(6.23) over the prediction
horizon N and taking into account the discrete-valued nature of some of the manipulated
variables (0yaive,; aNd dcomp ).

The deviation of P, from its reference is weighted by s =
diag(Qrair, @ Psuc; @Acomp). To ensure only small variations in P, a large
weight is chosen, i.e. @ psyc = 500. Recall that step changes in the compressor
capacity have a magnitude of 50 (comp € {0, 50, 100}). To avoid compressor switching
when the suction pressure lies within a reasonable dead band of +0.2bar, we set
QAcomp 10 2. Thus, switching a compressor on or off costs 2 - 50 = 100, and the
deviation in P, has to amount to % = 0.2bar before a change in the compressor
capacity is initiated.

The weight matrix on the manipulated variables is given by @, =
diag(q1, 92,93, 94, 5, 9s5). Assuming that it is 100 times less expensive (in terms
of wear) to open the valves than to change the compressor capacity, we set the weights

0N Syqive,1 AN Gygrve 10 g1 = g3 = 193 = 1. The rest of the weights are set to small

TA soft constraint means; that the variable is penalized heavily if it crosses the constraint, it however
remains feasible in contrast to a hard constrained variable
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positive values > 0.
The soft constraints on the temperature bounds are taken into account by introducing
slack variables for the upper S and the lower S bounds and a large penalty, p = 10%.

6.4.3 Simulation Results

This section presents control experiments simulated on the nonlinear model described in
Section 6.2.1. To illustrate the performance improvements that can be achieved by using
a desynchronizing MPC scheme, the control performance resulting from a traditional
controller (as described in Section 6.1.2) is compared with the desynchronizing MPC
scheme. To illustrate the problems that often arise with the traditional control scheme,
we have chosen a refrigeration system with two equally sized display cases that have a
pronounced tendency for synchronization.

The traditional controller comprises a hysteresis based temperature controller with
[Tiower> Tupper] = [0,4] and a Pl-type suction pressure controller with a dead band
of 0.2 bar around the reference of 4.2 bar. The MPC uses a horizon of N = 10. The
prediction horizon is chosen such that it approximately corresponds to one switching
period.

The lower part of Figure 6.6 depicts the air temperatures in the two display cases when
using the traditional control scheme. Initially, the two temperatures exhibit an offset
which vanishes within the first hour due to the attraction to synchronization described
in Section 6.3. When the valves of the display cases get synchronized it leads to large
variations in the suction pressure as shown in the lower part of Figure 6.7. As depicted
in Figure 6.8, the compressor controller tries in vain to suppress these variations when
they exceed the dead band of +0.2bar causing excessive switching and wear. Unless
something is done to de-synchronize the valves, they will remain synchronized.

The upper part of Figure 6.6 shows the temperatures in the display cases when employ-
ing the desynchronizing MPC. The two temperatures coincide in the beginning and the
valves are thus synchronized. However, after only 20 min, the switching of the valves
is de-synchronized, resulting in smaller variations in the suction pressure as can be seen
in the upper part of Figure 6.7. These reduced variations not only result from the de-
synchronization, but also from the significantly reduced undershoot in the air temper-
atures®. The traditional controller fails to respect the lower bound as it cannot predict
the undershoot in contrast to MPC. By predicting the undershoot, the cooling capacity
of the enclosed refrigerant in the evaporator plus the capacity "stored" in the evaporator
wall is included, the energy consumption is thereby reduced, as the mean air temper-
ature is increased (within the bounds). Finally, as can be seen in Figure 6.8, the large
penalty on the compressor switching reduces the number of switch transitions consider-
ably with respect to the traditional control scheme. By counting the number of switches

2The small undershoot in T, for MPC, despite the soft constraints, is mainly caused by the coarse
sampling.
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Figure 6.6: T,,;, in the 2 display cases, controlled respectively with the desynchronizing
MPC and a traditional hysteresis controller.
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Figure 6.7: Ps, in the suction manifold, controlled respectively with the desynchroniz-
ing MPC and a traditional PI controller with a dead band on £0.2 bar.
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Figure 6.8: The compressor control input comp (compressor capacity) using respec-
tively the desynchronizing MPC and a traditional PI controller with a dead band on
+0.2 bar.

after 100 min, where a steady operation is reached for both systems, it can roughly be
seen that the number of steps is reduced by a factor 5.

To solve the optimal control problem online at each time step, CPLEX 9.0 was run on
a Pentium IV 2.0 GHz computer. For T4, = 1min and a horizon of N = 10, the
computation time is in average 3.9 sec and always less than 9.7 sec rendering an online
implementation of the MPC scheme computationally feasible that is for a system con-
sisting of two display cases. Extending the case study to larger systems is conceptually
straight forward, however the method is limited by the fact that a MI-LP has to be solved,
hence the complexity grows with the size of the system and thereby also the required
computation time. Furthermore the switches are bounded to take place on samples and
cannot occur in between samples, hence the switching is limited to a few restricted time
instances, which limits the obtainable performance especially if a larger systems are
considered. For systems larger systems initiatives therefore must be taken to decompose
the optimization problem into a number of smaller problems, ¢.g. by grouping the dis-
play cases into fewer subsystems. However in that case a performance decay must be
anticipated, as this would result in a sub-optimal solution. Finally, if needed, the explicit
piccewise affine state feedback controller might be derived by pre-solving the optimal
control problem offline for all states. This method is however by far limited more by the
complexity of the problem.
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6.5 Conclusion Part I1

In the second part of the thesis dynamical optimizing control for refrigeration systems
was considered. Firstly the phenomenon of synchronization in distributed control
systems consisting of a number of interconnected hysteresis controlled subsystems was
studied. Secondly a control scheme that desynchronizes the operation was proposed.
In supermarket refrigeration systems synchronization turns out to cause a severe degra-
dation in the control performance. Motivated by this the proposed desynchronizing
control scheme was applied on a supermarket refrigeration system. In the following the
main conclusion are drawn based on the accomplishments and contributions of Part II.

e In Chapter 5 a novel description of the phenomenon of synchronization of

coupled hysteresis controlled subsystems was introduced. Here we studied the
causes and effects of synchronization in a simple interconnected linear system
consisting of a number of coupled hysteresis controlled subsystem. We found
that the attraction to synchronization heavily depends on the feedback from the
subsystem; the larger the feedback the higher attraction to synchronization, that
is however if the feedback is negative. If on the other hand feedback is positive it
turns out that the subsystems desynchronize. By introducing coupling strengths
we found that even if the undisturbed switching frequencies in the subsystems
are not alike, they will synchronize, if the coupling strength is sufficiently high.
We furthermore found that there, in general, are two equilibriums; a stable where
the subsystems are synchronized and an unstable where they are desynchronized.
By utilizing this discovery we proposed a desynchronizing feedback control law,
that changes the sign of the feedback, hence stabiles the unstable equilibrium and
thus desynchronizes the operation of the hysteresis controlled subsystems.
By studying recent work for synchronization of coupled continuous nonlinear
systems, we found that many of the findings for the coupled hysteresis controlled
systems are alike. An example of two coupled nonlinear oscillators exhibited
the same dependency of the coupling strengths and also turned out to have two
equilibria; a stable where the oscillators are synchronized and an unstable where
they are exactly desynchronized. Furthermore this work brought the attention to
the importance of the interconnecting structure, as this is a crucial precondition
for synchronization to occur. We showed that the interconnecting digraph for the
introduced structure of the coupled hysteresis controlled subsystems (Eq.(5.6) -
Eq.(5.8)) under certain conditions fulfilled the precondition to the interconnecting
structure.

¢ In Section 5.1.3 a general discrete-time framework for coupled hysteresis con-
trolled subsystems was introduced, Eq.(5.6) - Eq.(5.8). In Section 5.3 a novel
approach for desynchronization was proposed. The idea is to formulate a CFTOC
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problem based on the introduced discrete-time framework, that penalizes the ef-
fects of synchronization hard. The CFTOC is employed in an MPC scheme, hence
solved at cach time-instance. The hereby computed optimal control sequences,
thus minimize the variance on the resulting effects of the feedback from the sub-
systems (ugyp), using a minimal exogenous control effort (Awuey,). The manip-
ulatable control inputs are assumed to be the switches in the subsystems and the
exogenous control input.

In Chapter 6 we derived a linear model of a supermarket refrigeration system, that
has the same structure as the introduced general linear hysteresis control system
(Eq.(5.6) - Eq.(5.8)). We showed by analyzing the model, that the connection
structure fulfilled the preconditions for synchronization. By studying respectively
a nonlinear and the linear model, we found that the parameters determining the
"natural" switching frequency, in general, are alike for a majority of the display
cases. Furthermore since the display cases all are located in the supermarket sales
arca and they all operates at the same evaporation pressure (~ suction pressure)
the operational conditions are alike. Finally groups of display cases containing
goods requiring similar storage temperatures, are operated with the same hys-
teresis bounds. All in all a supermarket refrigeration system consists of various
groups of display cases operating at similar switching frequencies, thus increasing
the risk of synchronization.

By studying the linearized model we found that the coupling strengths are similar
for all of the display cases, however the size of the feedback is not. This indicated
that large display cases contribute more to synchronization, furthermore that if a
number of display cases has synchronized they attract other display cases within
wider range of switching frequency to synchronize as well. We furthermore found
that the size of the applied cooling capacity in the display cases (Qw), cach time
the inlet valve opens, are determinative for the attraction to synchronization. Fur-
thermore the variations on the suction pressure ¢.g. caused by a stepwise control
of the compressor capacities are important for the attraction to synchronization.
All in all we substantiated that the preconditions for synchronization are present
in a supermarket system, and that the controllable variables affecting synchroniza-
tion is the suction pressure and the hysteresis bounds.

The linearized model of the supermarket refrigeration system described in Section
6.2.2 was cast into the MLD form. The result is a hybrid model of low complexity
that is sufficiently accurate to serve as a prediction model for the desynchronizing
MPC-scheme and which is computationally tractable.

The case study of a supermarket refrigeration system illustrated the performance
limitations of traditional control schemes and furthermore proved that the pro-
posed desynchronizing MPC was able to desynchronize the operation of the dis-
play cases, taking into account the interactions between the display cases and the
compressor, respecting the temperature constraints, minimizing the variations in



Desynchronizing Control of Supermarkets Refrigeration Systems 115

the suction pressure, and reducing the switching in the compressor bank. This
led to a lower wear in the compressor and a higher energy efficiency of the su-
permarket refrigeration system. The design and tuning of the cost function was
easy and intuitive, and the extension of the case study to larger refrigeration sys-
tems is conceptually straightforward. However the method is limited by the fact
that a MI-LP has to be solved, hence the complexity grows with the size of the
system and thereby also the required computation time. Furthermore coarse sam-
ple instances limits obtainable performance especially for larger systems, as the
switching is bounded to take place on samples.



Chapter 7

Discussion and
Recommendations

In this thesis system optimizing control of refrigeration systems were considered. The
optimizing control was divided into two layers namely a set-point optimizing layer and
a dynamical optimizing layer. New approaches within both areas were presented and
tested on respectively a dedicated refrigeration test rig and as a case study on a super-
markets refrigeration model. The conclusions for each of these two parts can be found
at the ending of Part I and II and will therefore not be restated here. In the following
we will discuss the obtained results and finally a number recommendation for further
research will be given.

7.1 Discussion and Perspectives

The vision behind starting up this project was the idea of incorporating more "intelli-
gence" in the control of refrigeration systems. One way of incorporating "intelligence"
is to make use of mathematical models in the control. By incorporating the models di-
rectly in the control system the "stored information" in the models becomes available
for the control system at all time. But how to handle all this information and how can
consistent control actions be computed based on this? Furthermore in the future refrig-
eration systems it is likely that "softer" qualities will be asked for in the control system.
For example how is the refrigeration system controlled such that the right food quality is
obtained? This might be a question of balancing moist, temperature and light, quantities
that cannot be controlled individually and not all directly. Moreover the right food qual-
ity is perhaps obtained by balancing cost of operation with the length of the shelf life.
Nevertheless the problem is to figure out the right control action based on the available
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information of the past, the present and the future such that the objectives are complied
with best possible while meeting the system limitation. A structured way of dealing
with this is to pose the problem as an optimization problem; by putting a "price" on the
individual objectives, the control action that results in the "cheapest” operation can be
computed. Though the optimization problem can be solved there is still a huge challenge
in developing models that comprises these "soft" qualities as well static as dynamical.
This project has contributed to the process of integrating more "intelligence" in the re-
frigeration control systems, i.e. by moving towards a system optimizing control. In this
thesis we have structured the optimization in two layers separated by difference in dy-
namics, i.. a set-point optimizing layer and a dynamical optimizing layer.

In the first part of the thesis, concerning set-point optimizing control, a novel method is
proposed. Inthe development of the method the focus has been on deriving a simple and
general method, that with ease can be applied on various compositions of the same class
of systems, such as refrigeration systems. The method was applied for minimization
of energy consumption in refrigeration systems, however the generality of the method
allows other steady state objectives to be optimized as well. This could be objectives
aligned with what was mentioned above, such as optimizing food quality or ultimately
economical goals, i.e. maximizes profit. Nevertheless different complexity levels in
the implementation of the method can be imagined. A simple implementation can be
one that only includes the constrain satisfaction possibly combined with the LTA con-
trol scheme and a complex can be one that includes several objectives as those mention
above and furthermore accommodates changes in system parameters.

In the second part of this thesis, covering dynamical optimization, the main emphasis
is laid on analyzing the phenomena of synchronization of hysteresis controlled subsys-
tems. A method for desynchronization based on a model predictive control setup is
proposed. The method was applied for desynchronization of the two hysteresis based
temperature controllers in a supermarkets refrigeration system. It was hereby possible
to improve the energy efficiency and minimize the wear. Extending this case study to
larger systems is conceptually straight forward, however the method is limited by the
growing complexity and thereby also the required computation time. For larger sys-
tems simplification therefore must be made to make it practically feasible. Though this
method might not be practically feasible for commercial systems at present, the develop-
ment of as well optimization algorithms and speed of processors, might make it feasible
in the future. Nevertheless the proposed method for desynchronization and the prelim-
inary analysis of synchronization has contributed to the understanding of the problem,
given a benchmark for potential performance improvement and contributed to a number
of patent applications (Larsen and Thybo (2004«a) and Thybo (2005)).
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7.2 Recommendation

In the following section recommendations and ideas for future work and research is
stated.

¢ Aninteresting aspect for further research of the in Chapter 3, proposed optimiza-
tion method, is the question of stability. It would be interesting to determine how
much slower than the system dynamics, the steady state optimization should be,
for the optimization to converge. Furthermore to investigate how the parameter
adaption affects the shape of the cost function, i.c. what are the allowable bounds
for the variation in the parameter adaptation and how much slower than the steady
state optimization should the parameter adaptation be to insure convergence?

¢ In Chapter 3 a method, for set-point optimization taking systems constrains in to
account, was proposed. It would be interesting to see how effective the optimizing
scheme would be to uphold operational feasibility under extreme conditions in
practice.

¢ Other objectives than energy consumption could be taken into account in the set-
point optimization e.g. defrosting of evaporators, food quality, shelf life, mainte-
nance, failures etc., however in that case a more appropriate common measure of
cost could be in terms of money. For example what is the price of a reduced shelf
life versus the profit of a reduced energy consumption? Nevertheless before such
set-point optimization can be introduced, there is a huge challenge in deriving new
models that describe the dependency between set-points and objectives.

¢ In Chapter 5 dynamical optimization was considered especially synchronization
of coupled hysteresis controlled subsystems. In (Lin ef al. (20054)) a theorem
for synchronization in coupled nonlinear systems with fime dependent intercon-
necting structures is stated, it would be interesting to investigate whether this the-
orem could be expanded to cover systems with state dependent interconnecting
structure. Hereby a larger class of hybrid systems could be considered including
hysteresis controlled systems.
It would furthermore be interesting to investigate whether a more constructive the-
orem could be developed for oscillating systems, that describes a relation between
the coupling strength and the difference in frequencies for when synchronization
would occur.

¢ In Chapter 5 we saw that the complexity of the MLD models is highly depended
on how the system and control problem is stated. It would be interesting to in-
vestigate whether automated methods for generating minimal representations of
MLD models in terms of the number of booleans, could be developed.

o In Chapter 6 the desynchronizing MPC was tested on a small scale supermarkets
refrigeration system, however for larger system the complexity grows. It would
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therefore be interesting to investigate how the system model could be simplified
further and how the optimization problem could be sectioned into a number of
less complex parallel subproblems, that could be solved either on- or off-line.

¢ The use of hysteresis control in the display cases is motivated mainly by two
points, it ensures an uniform temperature distribution in the display cases and
causes a less harmful frost build up on the evaporators. However if the frost build
up and temperature distribution in the display case could be modelled, continuous
valued control schemes that would not lead to synchronization could be devel-
oped. The modelling would properly lead to a set of partial differential equations,
it could therefore be interesting to investigate how to control not a point tempera-
ture but a temperature distribution in a thermal system such as in a display case.
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Appendix A

Test System

The test refrigeration system has been buildt supported by sponsorships from Danfoss
A/S, Danfoss Drives A/S, Siemens A/S, Grundfos A/S and Findan A/S. In the following
a detailed description of the design of the test refrigeration system will be given. Large
part of the description given here is extracted from Petersen and Lund (2004).

A.1 Construction of the Test Refrigeration System

The test refrigeration system can be divided into three parts namely:

o The refrigeration system
¢ The secondary side, i.¢. the heat load circuit

e The control interface module.

In the following a detailed description of these parts will be given.

A.1.1 The Refrigeration System

A detail overview of the primary and secondary side is depicted in Figure A.2 and
Figure A.1 depicts the entire system.

The components by which the refrigeration system has been constructed will be went
over in the following and afterwards the sensors will be described.
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Figure A. 1: Picture of'the test refrigeration system

A.1.1.1 Expansion Valves

There are two expansion valves on the refrigeration system, a thermostatic and an elec-
tronic expansion valve. It is possible by opening and closing the manual valves v72 and
vi2b (see Figure A.2) to switch operation such that either the electronic or the thermo-
static expansion valve is used.

Following types of valves has been used:

¢ A thermostatic valve, Danfoss TEN 2.

* An electronic expansion valve, MCV HVAC from Danfoss.

A.1.1.2 Compressor

The compressor is a Danfoss-Maneurop MTZ32, which is a reciprocating piston com-
pressor. The compressor has a displacement volume of 53.86 cm3. The motor shaft
speed, is controlled by an adjustable frequency drive. The low-pressure vapor is used to
cool down the compressor before it is compressed inside the cylinder. A pressostat is
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EVAPORATOR (C12)

CONDENSER (C5)

CONDENSER (C6)

LFSL

Figure A.2: Detailed layout oftest refrigeration system
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Figure A.3: Receiver (left) and Compressor (right).

placed across the compressor, cutting oft" the power supply to the entire system (except
the data acquisition) when the pressure thresholds are violated, thereby preventing dam-
age to the system. The pressostat will engage when the condensing pressure exceeds
12 bar, or the evaporating pressure drops below 2 bar. The compressor is depicted in
Figure A.3

A.l.1.3 Receiver

A receiver is placed between the condenser and the expansion valves. The receiver
establishes a buffer zone to compensate for varying need ofrefrigerant depending on the
point of operation. The receiver is depicted to the left ofthe compressor in Figure A.3.

A.l.1.4 Condenser

The condenser is an ECO, type ACE. ft is equipped with a 500 mm diameter fan, which
is vertically aligned (see Figure A.4). The fan speed is controlled by an adjustable
frequency drive allowing a fan speeds 0f 0-50 s-1. The air flows across the condenser
tubes guided by a number of the aluminium fins that furthermore ensure a large heat
transferring area.
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Figure A.4: Condenser seen from above.

A.l.1.5 Subcooler

The subcooler is placed between the condenser and the expansion valve. The function of
the subcooler, is to cool down the condensed refrigerant. The refrigerant is cooled down
by leading cold tap water past the refrigerant in a small heat exchanger. Additional
energy is transmitted from the refrigerant to the tap water, cooling down the refrigerant
creating larger subcooling. This is normally not used but can, ifnecessary, be turned on.

A.l.1.6 Evaporator

The evaporator is a GEA, M2520L2G2X. The refrigerant and the secondary medium
(water) are separated in separate flow chambers. The flow chambers are constructed
from pressed stainless steel plates. The plates are soldered together, and isolated from
the ambient by a 30 mm thick layer of polyurethane foam. The refrigerant and secondary
medium passes through the evaporator in opposite direction. The top ofthe evaporator is
depicted in Figure A.5. The tube are in- and outlet of respectively water and refrigerant.

A.l.1.7 Frequency Drives

Two adjustable frequency drives are utilized in the cooling plant, a VET 5000, control-
ling the rotational speed ofthe compressor and a ADAP KOOL AKD 5000, controlling
the rotational speed ofthe condenser fan. The drives are both manufactured by Danfoss
A/S. The adjustable frequency drive operates in open loop, as all regulation is performed
in the control module (Section A. 1.3). For the compressor the low limit rotational speed
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Figure A.5: The evaporator.

is satto 35 s_1, to ensure a sufficient lubrication when the compressor is running.
The frequency drives also measures power consumption in respectively the compressor
and the condenser fan.

A.1.1.8 Flow Transmitter

The flow transmitter on the refrigerant side is a Siemens SITRANS F M MAGFLO.
The measuring device is a MASS 2100, and the signal converter is a MAG 6000. The
Mass 2100 is able to measure the mass flow of a liquid substance passing through. It
utilizes the coriolis force to calculate the mass flow. The sensor converts the flow into
an electrical voltage, proportional to the mass flow.

A.1.1.9 Pressure Transmitter

The pressure transmitters are manufactured by Danfoss A/S, and of'the type AKS 33.
They produce a signal between 0 and 10 volts proportional to the pressure.

A.1.1.10 Temperature Transmitter

The temperature transmitters are of the type PT 1000 and manufactured by Danfoss.
They produce a signal between 0 and 10 volts proportional to the temperature. They
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are mounted onto the copper tubes, and isolated from the ambient by a layer of insulat-
ing material. The temperature transmitters do not have direct thermal contact with the
refrigerant, but measures the copper tube temperature instead. This introduces a small
time constant in the measurements.

The same kind of temperature sensors are used on the heat load circuit.

A.1.2 Heat Load Circuit

The function of the heating load circuit, is to simulate a cooling storage. By heating the
water in the water tank, the temperature of the water led into the evaporator increases.
This can be interpreted as a temperature change in a cooling storage. The components
of the heating load circuit are outlined in the following.

A.1.2.1 Water Heater

The water heater is a Metro, type 620. It has a capacity of 60 liters. A 6 kW heating
element is placed in the tank. The heating element delivers an adjustable power of 0-6
kW to the water.

A.1.2.2  Water Pump

The water pump is a Grundfos UPE 25-40. It provides a water flow proportional to
an analog input signal. The input signal is not connected to the control module, so the
water flow is presently set manually on the pump.

A.1.3 Control Interface Module

The control interface module establishes an interface between the refrigerate system,
and the user. It is comprised by both hardware and software. A flow chart of the con-
trol interface module is depicted in Figure A.6. The Software is installed on the host
PC, where the SIMULINK control diagram is compiled into an executable file, which is
downloaded to the target PC through a LAN.

A.13.1 Target PC

A 3 GHz target PC equipped with two PCI National Instruments DAQ (NI-6024E DAQ),
and 512 MbRAM is mounted on the cooling plant. Each DAQ has two output channels,
and 8 differential or 16 single ended input channels. Each channel is sampled with 12
Bit.
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Figure A.6: Flowchart illustrating how the control module is constructed.

A.1.3.2 Software

For control of both the cooling circuit and heating load circuit, it has been chosen to
interface the circuits using the Xpc-toolbox for SIMULINK. The XPcC-toolbox contains
a set of block diagram representations of various hardware components, among which
the National Instrument DAQ’s can be found.
Mathworks have furthermore developed the Real-Time Workshop, which is an automatic
code generator for a variety of platforms. By using Real-Time Workshop, it is possible to
implement the controller in block-diagram form, as Real-Time Workshop will translate
the SIMULINK diagram into C-code, which is afterwards compiled into an executable
file using a C-compiler. The executable file is then uploaded on the target PC through a
LAN. This construction enables control experiments to be conducted on the refrigeration

system through the internet.



Appendix B

Derivation of Gradients

In Section 4.3 the gradient of J = Weo + Wep + Wep is used. In the following the
derivation of

dJ dWeo  dWep  dWgp
— | dF. ap. ab,
dx Oss adWeo dWer dWgrp
88 dP. dP. dPe Qe:canst

will be went over. Each of the three clements [€Yc, dWe T [dWep dWop|T 4pg

A A dP. * dP. dP, » dP.
[Eee dVee]T will be derived individually. During the derivation it is assumed
that the suﬁerheat (Tsr) and the subcooling (7s.) is constant. The superheat is a
controlled variable which makes it a good assumption, whereas the subcooling is
varying. However the subcooling is normally not varying at lot and the variations has
only an infinitesimal impact on the total power consumption.

Derivation of Eq.(4.19), that is [ZVe, e T,

Inserting Eq.(4.9) in Eq.(4.8) gives:

— % hiS(P&Pc) - ha@(Pe)

We : B.D
Mis ha@(Pe) - hac(Pc)
By direct differentiations of Eq.(B.1), following is obtained:
i Qe 1 Ohic | Ohoe his—hec
G| TR s (aPc T ap; hoefhoc) B2)
dWe | | Qe 1 Ohis _ Dhoe _ Ohoe his—hac '
dF. Nis  Troe—Poe <8Pe T 9P, T 9P hoefhoc)

By inserting Eq.(B.1) in Eq.(B.2), Eq.(4.19) can be obtained.
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Derivation of Eq.(4.20) and Eq.(4.21). A

In the following we will only derive the derivative d?}i*‘“ by using by using the same
procedure, the rest of the derivatives in Eq.(4.20) and Eq.(4.21) can be found.

By using Eq.(4.11) and Eq.(4.12) the derivative d?’% can be found as:

Kicr .5 OMgir,c

dWerp IWer OMgir ¢ 3
= . = m. . .
ch amair,c‘ aF)c (KZ,CF)S a0 aF)c

(B.3)

87%“—1;':’0 can be found from Eq.(4.13), Eq.(4.14) and Eq.(2.12) hereby following is ob-
tained.:

ag-m @

0= Q@ + WC(I - fq) - mair,CCp,air(Tc - Ta) . <1 — €xXp <_W%>>

)
Mo 1 —ex _—OZC'mZ;ﬁC _ QEJVWC(l_fq)
e P mair,C -C, ,air B Cp,air (Tc - Ta)
f(mair,C) - Q(PC)
From this following can be deduced:
. . —1
8f _ 8f ama?nc _ 39 — ama:w’,C _ ag 8f (B4)
aF)c amair,C apc aF)c apc aF)c amair,C
agm ¢ .
Since f(mgir,c:) = Mair,c (1 — exp (—ﬁ)) we obtain:
of ac My o ac My o
—1— - < ant 1—m)— 8¢ 4
amair,c eXP( mair,C -G ,ai'r’) ( m) mair,C -G ,air + (B 5)
_ QC - (1 - mC)UAC(Tc - Taac) .
(Tc - Ta)mair,C -C ,air
Furthermore g(P.) = %T(i}f:)) thereby:
ag - d;}/ﬂcc(l_fq)(Tc_Ta)_ Cg% (B.6)
aF)c N Cp,air(Tc - Ta)2 .
By applying Eq.(B.4), Eq.(B.5) and Eq.(B.6) to Eq.(B.3) following is obtained:
dWerp _ 3Werp dWe Q. T, B.7)

dP. Q.- UAc(l — me)(To — Tooo) ch( _f")_Tc—Ta dP,

Finally by using Eq.(4.8) the derivative 272 in Eq.(4.20) can be found.



Appendix C

HYSDEL Model

In this appendix the HYSDEL code used in the case example of a supermarket refriger-
ation system is provided. The model consist of two compressors that together forms 3
discrete capacities (0%, 50% and 100%) and two display cases each with an inlet valve
that can be cither open or closed.

SYSTEM Refrig_two_evap {
INTERFACE {

INPUT {

Jr o—m- COMPRESSOR & MANIFOLD- - - - = = = === = = = = = = - == - o o +/
BOOL Compl,Comp2; /+ Discrete compressor capacities +/

Jr o EVAPORATOR L - - = == - == == = = - o o oo o o o +/
BOOL valve_1; /+ Off/on Valve EVAP 1 +/
REAL topen_1; /+ Opening time of valve, when open EVAP 1 ¢/

Je - EVAPORATOR 2= - = == = == == = = == o - o o o o o v/
BOOL valve_2; /+ Off/on Valve EVAP 2 ¢/
REAL topen_2; /+ Opening time of valve, when open EVAP 2 ¢/

}

STATE {

Jo o—m-- COMPRESSOR & MANIFOLD - - - - = === = = == = = o = o - — o o o o v/
REAL Psuc [1, 71; /+ Suction pressure in suction manifold v/
REAL Comp_old [0,2]; /+ Previous control action of compressor v/

Jr - EVAPORATOR 1--------
REAL Dis_Twall 1 [-15,15]; /+ Discrete wall temperature EVAP 1 +/
REAL Dis Tgoods_1 [0,5]; /+ Discrete temperature of goods EVAP 1 +/
REAL Dis Qe 1 [0,3000]; /+ Discrete Measured temperature of air EVAP 1 s/
Jo - EVAPORATOR 2= - == = = == == = = = o - — o oo o o o o o v/

REAL Dis_Twall_2 [-15,15]; /+ Discrete wall temperature EVAP 2 +/
REAL Dis Tgoods_2 [0,5]; /+ Discrete temperature of goods EVAP 2 +/
REAL Dis_Qe 2 [0,3000]; /+ Measured temperature of air EVAP 2 +/

}

OUTPUT {
REAL outl, /+ Peuc v/
out2, /¢ Tair_1 v/
out3s, /¥ Tair_2 s/
outd4, /¥ delt_comp +/

}

PARAMETER {
REAL

Je - COMPRESSOR & MANIFOLD - - - - = === = = == = = o = o - — o o o o v/
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Te, /+ Evaporation temperature EXTERNAL PARAMETER:/
he_in=2.096615e+005, /+ Enthalpy at inlet of evaporator
he_out=3.623586e+005, /+ Enthalpy at outlet of evaporator

A_suc_l = -0.05810540416268, /+ Discrete state space model of suction manifold for compl
A_suc_2 = -0.05810540416268, /+ Discrete state space model of suction manifold for comp

B_suc = 1.318443840638573e-005,

-- EVAPORATOR 1--- -- - - - - - - - v/
Qairload 1=900, /+ Direct load on air-curtain [W], Disturbance EVAP 1 #/
UA_refrig_1=15.4%150, /+ Heat tramsfer coefficient refrigerant evap. wall EVAP 1 #/
UA_goodsair_1=60, /+ Heat transfer coefficient goods to air EVAP 1 ¢/
UA_airwall_1=360, /+ Heat transfer coefficient air to wall EVAP 1 ¢/
Twall 1, /+ Temperature of the evaporator wall (updated each time step) EXTERNAL PARAMETERs:/
Qe_ind_1=UA_refrig_1s(Twall 1-Te), /s Cooling capacity of display case EVAP 1 ¢/
/+ Discrete state space model evaporator when valve = on EVAP 1 ¢/

A1l _1=0.99240812, A12_1=-5.3170404e-008, A13_1=0.007591876,

R21_1=0, A22_1=0.22313016, R23_1=0,
RA31_1=0.043382149, RA32_1=-1.0906412e-005,  A33_1=0.95661785,
B1l_1=-0.0010695303, B12_1=0.00014642237,
B21_1=27967.314, B22_1=0,
B31_1=-0.36954043,  B32_1=0.004358106,
C11_1=1, C12_1=0, c13_1=0,
C21_1=0, C22_1=0.025, C23_1=0,

C32_1=0, €33_1=1,

D12_1=0,

D22_1=0,

D32_1=0,

Je - EVAPORATOR 2
Qairload 2=900, /+ Direct load on air-curtain [W], Disturbance EVAP 2 &/
UA_refrig 2=900, /+ Heat tramsfer coefficient refrigeramt evap. wall EVAP 2 s/
UA_goodsair_2=60, /+ Heat transfer coefficient goods to air EVAP 2 ¢/
UA_airwall_2=360, /+ Heat transfer coefficient air to wall EVAP 2 ¢/
Twall_2, /+ Temperature of the evaporator wall EXTERNAL PARAMETERs/
Qe_ind 2= UR_refrig_2+(Twall_2-Te), /¥ Cooling capacity of display case EVAP 2 +/
/+ Discrete state space model evaporator when valve = on EVAP 2 +/
R11_2=0.99240812, RA12_2=-5.3170404e-008,  Al3_2=0.007591876,
R21_2=0, RA22_2=0.22313016, R23_2=0,
RA31_2=0.043382149, R32_2=-1.0906412e-005,  A33_2=0.95661785,
B1l_2=-0.0010695303, B12_2=0.00014642237,
B21_2=27967.314, B22_2=0,
36954043,  B32_2=0.004358106,
c12_2=0, c13_2=0,
C22_2=0.025, C23_2=0,
c32_2=0, C33_2=1,
D12_2=0,
D22_2=0,
D32_2=0;
}
} /+ End INTERFACE+/
IMPLEMENTATION {
AUX {
REAL Energy In; /+ Energy flow into memifold from evaporator +/
Jr o COMPRESSOR & MANIFOLD - - - - = === = = == = = - = o o - o o o o +/
REAL z_psucl,z_psuc2; /+ Z-variable for compressor switches +/
REAL delt_comp; /+ Change in compressor capacity v/
Je - EVAPORATOR L - - =~ = = == == = = - o o oo o o o v/
REAL z_Twall 1, /+ variable for wall temperature EVAP 1 ¢/
z_Tgoods_1, /+ variable for goods temperature EVAP 1 ¢/
z_ Qe 1, /+ variable for cooling cap. i evap. EVAP 1 ¢/
Tair 1, /+ Rir temperature EVAP 1 ¢/
Energy_out_1, /+ Energy flow out of evaporator EVAP 1 ¢/
mout_1, /+ Mass flow out of evaporator EVAP 1 +/
slack_Tair_upper_ 1, /+ Slack variable for upper bound on the air temperature EVAP 1 +/
slack_Tair_lower 1; /+ Slack variable for lower bound on the air temperature EVAP 1 +/
Jr o EVAPORATOR 2= - =~ = = == == = = == o o o o +/
REAL z_Twall 2, /+ variable for wall temperature EVAP 2 ¢/
z_Tgoods_2, /+ variable for goods temperature EVAP 2 ¢/
z_Qe 2, /+ variable for cooling cap. i evap. EVAP 2 ¢/
Tair_2, /+ Rir temperature EVAP 2 ¢/
Energy_out_2, /+ Energy flow out of evaporator EVAP 2 ¢/
mout_2, /+ Mass flow out of evaporator EVAP 2 ¢/
slack_Tair_upper_2, /+ Slack variable for upper bound on the air temperature EVAP 2 s/
slack_Tair_lower 2; /+ Slack variable for lower bound on the air temperature EVAP 2 +/
}
DA {
Je o—m-- COMPRESSOR & MANIFOLD - - = - = === = = == = = o = o — o o o o o v/

z_psucl = { IF Compl THEN A_suc_lsPsuc

ELSE 0};
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z_psuc2 = { IF Comp2 THEN A_suc_2+Psuc
ELSE 0};

}

LINEAR {

Je-m—-- EVAPORATOR L - = -~ = == = == o - — o oo o oo o o v/

/+ Discrete temperatures: EVAP 1 +/

z_Tgoods_1= RAll_1+Dis_Tgoods_1 + Al2_1+Dis_Qe 1 + A13_1+Dis_Twall 1 + Bll_1#Qe_ind lstopen 1 + B12_l¥Qairload 1;

z_ Qe 1 = A21_1#Dis_Tgoods_1 + A22_1¥Dis_Qe 1 + A23_1+Dis_Twall 1 + B21_l¥Qe_ind l¥topen_1 + B22_l+Qairload 1;

z_Twall_1 = A31_1+Dis_Tgoods_1 + A32_1+Dis_Qe 1 + A33_1+Dis_Twall 1 + B31_1#Qe_ind lstopen 1 + B32_l¥Qairload 1;
/+ Real air temperatures EVAP 1 +/

Tair_1=(Qairload 1+C11_lsz_Tgoods_1sUA_goodsair 1+C33_1sz_Twall 1sUA airwall 1)/(UA_goodsair 1+UA_airwall_1) ;
mout_1=Dis_Qe 1+C22_1/(he_out-he in); /+ Mass flow out of evaporator EVAP 1 ¢/
Energy_out_l=mout_lshe_out; /+ Energy flow out of evaporator EVAP 1 ¢/

Je-m—-- EVAPORATOR 2 - == — = == = == = = — - oo o oo o o v/

/+ Discrete temperatures: EVAP 2 ¢/

z_Tgoods_2= RAll_2+Dis_Tgoods_2 + Al2_2+Dis_Qe 2 + Al3_2+Dis_Twall 2 + Bll_2#Qe_ind 2+topen_2 + B12_2¢Qairload 2;

z_Qe 2 = R21_2#Dis_Tgoods_2 + A22_2#Dis_Qe 2 + A23_2+Dis_Twall 2 + B21_2+Qe_ind 2+topen_2 + B22_2+Qairload 2;

z_Twall_2 = A31_2+Dis_Tgoods_2 + A32_2+Dis_Qe 2 + A33_2+Dis_Twall 2 + B31_2+Qe_ind 2+topen_2 + B32_2¢Qairload 2;
/+ Real air temperatures EVAP 2 */

Tair_2=(Qairload 2+C11_2sz_Tgoods_2+UA_goodsair 2+C33_2sz_Twall 2sUA_airwall 2)/(UA_goodsair 2+UA_airwall_2) ;
mout_2=Dis_Qe_ 2+C22_2/(he_out-he in); /+ Mass flow out of evaporator EVAP 2 ¢/
Energy_out_2=mout_2she_out; /+ he_out Energy flow out of evaporator EVAP 2 ¢/

JERE COMPRESSOR & MANTFOLD - - - = == = == = = — - oo o - & o o o o o +/
Energy_In =Energy_out_l+Energy_out_2;: /+ Energy flow in from all evaporators +/
delt comp=Comp_old- ((REAL Compl)+(REAL Comp2)) ; /+ Change in compressor capacity s/

}

/+ CONSTRAINTS +/

MUST
topen_1- (REAL valve_1)<=0 /+ When valve open then opening time <1 HARD EVAP 1 #/
topen_1»=(REAL valve_1)+1/6; /+ When valve open then opening time >10sec HARD EVAP 1 #/
topen_2- (REAL valve_2)<=0 /+ When valve open then opening time <1 HARD EVAP 2 #/
topen_2»= (REAL valve_2)+1/6; /+ When valve open then opening time >10sec HARD EVAP 2 */
leds (Tair_1-4) <=slack Tair upper 1; /+ Upper bound on Tair SOFT EVAP 1 +/
leds (0-Tair_1) <=slack Tair_ lower 1; /+ Lower bound on Tair SOFT EVAP 1 +/
leds (Tair_2-4) <=slack Tair upper_2; /+ Upper bound on Tair SOFT EVAP 2 +/
leds (0-Tair_2)<=slack Tair_ lower 2; /+ Lower bound on Tair SOFT EVAP 2 +/

}

CONTINUOUS {

Je-m—-- COMPRESSOR & MANTFOLD - - - == == = == = = — - oo o o o o o o o v/
Psuc = z_psucl+z_psuc2+B_sucsEnergy_In; /+ Suction pressure in manifold v/
Comp_old= ((REAL Compl)+(REAL Comp2)) ; /+ Change in compressor capacity s/

Je-m—-- EVAPORATOR L - = - == == = == o = — o oo o oo o o v/
Dis_Twall 1 = z_Twall 1; /+ Discrete wall temperature EVAP 1 ¢/
Dis_Tgoods_l= z_Tgoods_1; /+ Discrete temperature of goods EVAP 1 ¢/
Dis_Qe 1= z_Qe 1 /+ Discrete temperature of air EVAP 1 ¢/

JERE EVAPORATOR 2 - == == == = == = =~ oo o oo o o +/
Dis_Twall 2 = z_Twall 2; /+ Discrete wall temperature EVAP 2 +/
Dis_Tgoods 2= z_Tgoods_2; /+ Discrete temperature of goods EVAP 2 +/
Dis_Qe 2= z_Qe 2; /+ Discrete temperature of air EVAP 2 +/

}

OUTPUT {

outl=Psuc;
out2=Tair_1;
out3=Tair_2;
out4=50+delt_comp;

} /+ End Implementation /

} /+SYSTEM Refrig_one_evap */



Appendix D

System Matrices

In Chapter 6 a lincarized model of a supermarkets refrigeration system was derived,
ie. Eq.(6.16) and Eq.(6.17). In this appendix the matching continuous-time system
matrices are stated.

For to ¢’th display case following system matrices are assigned. It is implied that the
parameters that enters can variate between the individual display cases.

UAgoods—air UAdair—waltU Agoods—air
Moot Crgaos (U Agoods—air — 1) R cR 0
A = Ufai'r‘fwallUAgoods—az'r UAgir—wall (UA 4 _ 1) 0
¢ Muati-Cp,wall Muaii-Cp,wall air —wall .
’ 0 ~Ta
D.D
0
B; = 0 (D.2)
UAwall_refmaz
TFil
: UAgoods—air
Qairloadm
e : Agir—wall
G = Qairloadm D.3)
1
Ci [UAgaadsfair UAai'r’fwall O] (D4)

UAgOOdsfair + UAgOOdsfair

o Qairlaad
UAgOOdsfair + UAgOOdsfair

d; D.5)
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For the suction manifold following system matrices are assigned.

R . hautfsuc 0 Psuc,0
B, = — : : D.6
Cv ) ‘/suc ( )
R-h
B, = — 0c0 o o1 .. 00 1]
Cv . ‘/suc(hae,o - hi@,O) (D7)
3xn
dT,
C,=— D.8
APre | Prves ©8)
dT,

du — Lwa - Psuc - T@ D.9
wo+ Polp 0 0 (D.9)



